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Section:  31 - Fire Prevention Division - Plan Check

Option 3:

60 feet

20 feet

60 feet

Option 2:
90 feet

20 feet

Option 1: 25 feet

20 feet

20 feet

25 feet

90 feet

NOTE:
1.  All turn-arounds other than those listed 

on this page must be approved by the 
Fire Marshal.

2. Turn-arounds are considered fire lanes;
NO PARKING


