
 

 

           

 
CHULA VISTA FIRE DEPARTMENT REVISED  

REQUIREMENTS FOR FIRE ALARM CONTROL PANELS 
 

Bulletin No. 2014-01 shall replace No. 2006-03. The City of Chula Vista Fire Department will only 
accept Fire Alarm Control Panels that are listed with the CA State Fire Marshal’s Office. In addition, 
CA SFM listed combination Burglar/Access Control/Fire Alarm Panels are acceptable. 
  
The City of Chula Vista Fire Department will allow the use of fire alarm control panels that operate 
on 12 volts for the following types of alarm systems: Sprinkler Monitoring Control Panels; Elevator 
Recall Control Panels; and Kitchen Suppression System Monitoring Control Panels. Fire Control 
Panels serving manual and or automatic fire alarm systems shall operate on 24 volts.  
 
Thank you for your cooperation in making our community fire safe.  
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