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Appendix  

A 
Appendix A: Submittal Templates 

The following templates were developed to assist the project applicant and the plan reviewer:  

A.1 Storm Water Requirements Applicability Checklist 

(Intake Form) 

All projects must complete the Storm Water Requirements Applicaiblity Checklist (Intake Form). 
The purpose of this checklist is to establish the storm water requirements applicable to the project. 
A copy of this Intake Form checklist can be downloaded from:   

https://www.chulavistaca.gov/departments/public-works/services/storm-water-pollution-
prevention/documents-and-reports/CCV BMP Design Manual March 2019 Update/ 

A.2 Standard SWQMP Template 

The Standard and PDP Exempt Project SWQMP is a compilation of checklists that document that 
all permanent source control and site design BMPs have been considered for the project and 
implemented where feasible. All applicable features shall be shown on site plans and landscaping 
plans.     

The following Standard SWQMP template was developed to assist the Projects applicants and the 
plan reviewer.    The following information must be included in the Standard Projects 
SWQMP submittal 

- Certification Page 

- Form I-4A: Source Control BMP Checklist for Standard Projects 

- Form I-5A: Site Design BMP Checklist for Standard Projects 

- Site Plan Attachment 

A copy of the Standard SWQMP forms can be downloaded from: 

https://www.chulavistaca.gov/departments/public-works/services/storm-water-pollution-
prevention/documents-and-reports/CCV BMP Design Manual March 2019 Update/ 

Note that additional information may be required at the discretion of the City based on the nature of 
the project but as a minimum the information listed above will be required.  

https://www.chulavistaca.gov/departments/public-works/services/storm-water-pollution-prevention/documents-and-reports/CCV
https://www.chulavistaca.gov/departments/public-works/services/storm-water-pollution-prevention/documents-and-reports/CCV
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A.3 PDP SWQMP Template 

The PDP SWQMP template was developed to assist the Project applicants and the plan reviewer. A 
copy of the PDP SWQMP template can be downloaded from: 

https://www.chulavistaca.gov/departments/public-works/services/storm-water-pollution-
prevention/documents-and-reports/CCV BMP Design Manual March 2019 Update/ 

The PDP applicant is required to submit an electronic and hard copy of the PDP SWQMP for 
review. Latest edition of the forms, worksheets and templates from the City website must be used in 
the submittal. 

The following minimum information must be included in the PDP submittal: 

• Certification Page, stamped and signed (wet signature) by Engineer in Responsible Charge 

• Submittal Record 

• Project Vicinity Map, including project area, adjacent street and nearby hydrologic features 

• Intake Form: Storm Water Applicability Checklist, signed by Owner or Agent 

• HMP Exemption Exhibit (for all hydromodification management exempt projects), 
including project area, applicable underground storm drain line and/or concrete lined 
channels, outfall information (with drawing numbers referenced) and exempt waterbody. 
Minimum 11 x 17 sheet. 

• FORM I-3B: Site Information Checklist for PDPs 

• FORM I-4: Source Control BMP Checklist for all Development Projects 

• FORM I-5: Site Design BMP Checklist for all Development Projects including Attachment 
1 (where All proposed Source & Site Control BMPs are shown on the “Project Site Plan”). 

• FORM I-6: Summary of PDP Structural BMPs (one sheet per BMP) 

• ATTACMENT 1: Backup for PDP Pollutant Control BMPs 

o Attachment 1A: DMA Exhibit including the following information 

- Underlying hydrologic soil group 

- Approximate depth to groundwater 

- Existing natural hydrologic features (watercourses, seeps, springs, wetlands) 

- Critical coarse sediment yield areas to be protected 

- Existing topography and impervious areas 

- Existing and proposed site drainage network and connections to drainage 
offsite 

- Proposed grading 

- Proposed impervious features 

- Proposed design features and surface treatments used to minimize 
imperviousness 
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- Drainage management area (DMA) boundaries, DMA ID numbers, and 
DMA areas (square footage or acreage), and DMA type (i.e., drains to BMP, 
self-retaining, or self-mitigating), impervious area created/replaced (ft2 or 
acres) 

- Potential pollutant source areas and corresponding required source controls 
(see Chapter 4, Appendix E.1, and Form I-3B) 

- Structural BMPs (identify location, type of BMP, cross-section and 
size/detail) 

o Attachment 1B: Tabular Summary of DMAs (Worksheet B-1 from Appendix B) 
and Design Capture Volume Calculations 

o Attachment 1C: FORM I-7 Harvest and Use Feasibility Screening  

o Attachment 1D: Infiltration Feasibility Information (one or more of the following): 

- Infiltration Feasibility Condition Letter 

- FORM I-8A: Worksheet C.4-1 Categorization of Infiltration Feasibility 
Condition based on Geotechnical Conditions 

- Form I-8B: Worksheet C.4-2 Categorization of Infiltration Feasibility 
Condition based on Groundwater and Water Balance Conditions 

- Worksheet C.4-3:  Infiltration and Groundwater Protection for Full 
Infiltration BMPs 

- FORM I-9:  Worksheet D.5-1 Factor of Safety and Design Infiltration Rate 
Worksheet for Full Infiltration Designs 

o Attachment 1E: Pollutant Control BMP Design Worksheets / Calculations for 
each DMA and Structural BMP Worksheets from Appendix B, as applicable. 

• Attachment 2: Backup for PDP Hydromodification Control Measures 

o Attachment 2A: Hydromodification Management Exhibit including the following 
information 

- Underlying hydrologic soil group 

- Approximate depth to groundwater 

- Existing natural hydrologic features (watercourses, seeps, springs, wetlands) 

- Critical coarse sediment yield areas to be protected 

- Existing topography 

- Existing and proposed site drainage network and connections to drainage 
offsite 

- Proposed grading 

- Proposed impervious features 

- Proposed design features and surface treatments used to minimize 
imperviousness 

- Point(s) of Compliance (POC) for Hydromodification Management, with a 
POC at each point of discharge 
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- Existing and proposed drainage boundary and drainage area to each POC 
(when necessary, create separate exhibits for pre-development and post-
project conditions) 

- Structural BMPs for hydromodification management (identify location, type 
of BMP, cross-section and size/detail) 

o Attachment 2B: Management of Critical Coarse Sediment Yield Areas (CCSYA); 
See Section 6.2. Must provide a map showing that the project site is outside the 
CCSYA.  

o Attachment 2C: Geomorphic Assessment of Receiving Channels (Optional); See 
Section 6.3.4  

o Attachment 2D: Flow Control Facility Design; Overflow Design Summary for each 
structural BMP. See Chapter 6 and Appendix G. 

• ATTACHMENT 3: Structural BMP Maintenance Plan (Refer to Section A.4)  

• ATTACHMENT 4: Copy of Plan Sheets Showing Permanent Storm Water BMPs, 
must meet the requirements in Section 8.2.4 in Chapter 8 of this Manual. 

• ATTACHMENT 5: Project’s Drainage Report 

• ATTACHMENT 6: Project’s Geotechnical and Groundwater Investigation Report, 
must satisfy the requirements in Appendix C.3. 

 

A.4 Storm Water Management Facilities Maintenance 

Agreement with Grant of Access and Covenant’s 

Template 

  
Storm Water Management Facilities Mantenance Agreeemtn with Grant of Access and Covenanct’s 
(“Maintenenace Agreement”) Template can be found at the following link (also refer to Chapter 
8.2.1 for more informations): 

https://www.chulavistaca.gov/departments/public-works/services/storm-water-pollution-
prevention/documents-and-reports/CCV BMP Design Manual March 2019 Update/ 
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B 
Appendix B: Storm Water Pollutant Control 

Hydrologic Calculations and Sizing Methods 

Table of Contents: 

B.1. DCV 

B.2. Adjustments to Account for Site Design BMPs 

B.3. Harvest and Use BMPs 

B.4. Infiltration BMPs 

B.5. Biofiltration BMPs 

B.6. Flow-Thru Treatment Control BMPs (for use with Alternative Compliance)  

 

Sizing worksheets in this Appendix are not intended to be used independently from 
the overall manual – rather they are intended to be used only as referenced in the 
manual.   All PDP SWQMPs must include a completed Worksheet B-1 and other 
completed sizing worksheets from Appendix B, as applicable. 
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Worksheet B-1: Tabular Summary of DMAs 

Tabular Summary of DMAs Worksheet B-1 
DMA Unique 

Identifier  
Area 

(acres) 
Impervious 

Area 
(acres) 

% Imp HSG Area Weighted 
Runoff 

Coefficient 

DCV 
(Cubic 
feet) 

Treated by 
(BMP ID) 

Pollutant 
Control Type 

Drains to 
(POC ID) 

          

          

          

          

          

          

          

          

Summary of DMA Information (Must match Project description and SWQMP narrative) 
No. of DMAs Total DMA 

Area 
(acres) 

Total 
Impervious 

Area 
(acres) 

% Impervious  Area Weighted 
Runoff 

Coefficient 

DCV 
(Cubic 
feet) 

Total Area 
Treated (acres) 

 No. of 
POCs 

          

Where:  DMA = Drainage Management Area Imp = Imperviousness ID = identifier 
 HSG = Hydrologic Soil Group DCV= Design Capture Volume No.  = Number 
 BMP = Best Management Practice POC = Point of Compliance  
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 DCV 

DCV is defined as the volume of storm water runoff resulting from the 85th percentile, 24-hr storm 
event. The following hydrologic method shall be used to calculate the DCV  

Equation B.1-1: Hydrologic Method for DCV 

𝑫𝑪𝑽 = 𝑪 × 𝒅 × 𝑨 × 𝟒𝟑, 𝟓𝟔𝟎 𝒔𝒇 𝒂𝒄⁄ × 𝟏 𝟏𝟐 ⁄ 𝒊𝒏 𝒇𝒕⁄  

𝑫𝑪𝑽 = 𝟑, 𝟔𝟑𝟎 × 𝑪 × 𝒅 × 𝑨 
Where: 

DCV = Design Capture Volume in cubic feet 

C = Runoff factor (unitless); refer to section B.1.1 

d = 85th percentile, 24-hr storm event rainfall depth (inches), refer to section B.1.3 

A = Tributary area (acres) which includes the total area draining to the BMP, including any 
offsite or onsite areas that comingles with project runoff and drains to the BMP. Refer 
to Chapter 3, Section 3.3.3 for additional guidance. Street redevelopment projects 
consult section 1.4.3. 

DCV calculations shall be documented using Worksheet B.2-1 (or equivalent). 

 

B.1.1 Runoff Factor 

Estimate the area weighted runoff factor for the tributary area to the BMP using runoff factor (from 
Table B.1-1) and area of each surface type in the tributary area and the following equation: 

 

Equation B.1-2: Estimating Runoff Factor for Are 

𝑪 =  
∑ 𝑪𝒙𝑨𝒙

∑ 𝑨𝒙
 

Where: 
Cx = Runoff factor for area X 

Ax = Tributary area X (acres) 

These runoff factors apply to areas receiving direct rainfall only. For conditions in which runoff is 
routed onto a surface from an adjacent surface, see Section B.2 for determining composite runoff 
factors for these areas. 
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Table B.1-1: Runoff factors for surfaces draining to BMPs – Pollutant Control BMPs 

Surface Runoff Factor 

Roofs1 0.90 

Concrete or Asphalt1 0.90 

Unit Pavers (grouted)1 0.90 

Decomposed Granite 0.30 

Cobbles or Crushed Aggregate 0.30 

Amended, Mulched Soils or Landscape2 0.10 

Compacted Soil (e.g., unpaved parking) 0.30 

Natural (A Soil) 0.10 

Natural (B Soil) 0.14 

Natural (C Soil) 0.23 

Natural (D Soil) 0.30 

 

 

 

B.1.2 Offline BMPs 

Diversion flow rates for offline BMPs shall be sized to convey the maximum flow rate of runoff 

produced from a rainfall intensity of 0.2 inch of rainfall per hour, for each hour of every storm event. 

The following hydrologic method shall be used to calculate the diversion flow rate for off-line BMPs: 

Equation B.1-3: Hydrologic Method 

𝑸 = 𝑪 × 𝒊 × 𝑨 

Where: 
Q = Diversion flow rate in cubic feet per second 

C = Runoff factor, area weighted estimate using Table B.1-1 

i =   Rainfall intensity of 0.2 in/hr 

A = Tributary area (acres) which includes the total area draining to the BMP, including 
any offsite or onsite areas that comingle with project runoff and drain to the 
BMP. Refer to Chapter 3, Section 3.3.3 for additional guidance. Street 
redevelopment projects also consult Section 1.4.3. 

 

 

1. Surface is considered impervious and could benefit from use of Site Design BMPs and adjustment 
of the runoff factor per Section B.2.1. 

2. Surface shall be designed in accordance with SD-F (Amended soils) fact sheet in Appendix E 
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B.1.3 85th Percentile, 24-Hour Storm Event 

The 85th percentile, 24-hour isopluvial map is provided as Figure B.1-1. The rainfall depth to estimate 

the DCV shall be determined using Figure B.1-1.  The methodology used to develop this map is 

presented below: 

B.1.3.1 Gage data and calculation of 85th percentile 

The method of calculating the 85th percentile is to produce a list of values, order them from smallest 

to largest, and then pick the value that is 85 percent of the way through the list. Only values that are 

capable of producing run off are of interest for this purpose. Lacking a legislative definition of rainfall 

values capable of producing runoff, Flood Control staff in San Diego County have observed that the 

point at which significant runoff begins is rather subjective and is affected by land use type and soil 

moisture. In highly-urbanized areas, the soil has a high impermeability and runoff can begin with as 

little as 0.02" of rainfall. In rural areas, soil impermeability is significantly lower and even 0.30" of rain 

on dry soil will frequently not produce significant runoff. For this reason, San Diego County has 

chosen to use the more objective method of including all non-zero 24-hour rainfall totals when 

calculating the 85th percentile. To produce a statistically significant number, only stations with 30 

years or greater of daily rainfall records are used. 

B.1.3.2 Mapping the gage data  

A collection of 56 precipitation gage points was developed with 85th percentile precipitation values 
based on multiple years of gage data.  A raster surface (grid of cells with values) was interpolated from 
that set of points.  The surface initially did not cover the County's entire jurisdiction.  A total of 13 
dummy points were added.  Most of those were just outside the County boundary to enable the 
software to generate a surface that covered the entire County.  A handful of points were added to 
enforce a plausible surface.  In particular, one point was added in the desert east of Julian, to enforce 
a gradient from high precipitation in the mountains to low precipitation in the desert.  Three points 
were added near the northern boundary of the County to adjust the surface to reflect the effect of 
elevation in areas lacking sufficient operating gages.  

Several methods of interpolation were considered.  The method chosen is named by Environmental 
Systems Research Institute as the Natural Neighbor technique.  This method produces a surface that 
is highly empirical, with the value of the surface being a product of the values of the data points nearest 
each cell.  It does not produce peaks or valleys of surface based on larger area trends, and is free of 
artifacts that appeared with other methods. 
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Figure B.1-1: 85th Percentile 24-hour Isopluvial Map
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 Adjustments to Account for Site Design BMPs 

This section provides methods to adjust the DCV (for sizing pollutant control BMPs) as a result of 
implementing site design BMPs. The adjustments are provided by one of the following two 
methods: 

• Adjustment to impervious runoff factor 

• Adjustment to DCV 

 

B.2.1 Adjustment to Impervious Runoff Factor 

When one of the following site design BMPs is implemented the runoff factor of 0.9 for impervious 

surfaces identified in Table B.1-1 should be adjusted using the factors listed below and an adjusted 

area weighted runoff factor shall be estimated following guidance from Section B.1.1 and used to 

calculate the DCV. 

• SD-B Impervious area dispersion 

• SD-C Green roofs 

• SD-D Permeable pavement 

B.2.1.1    Impervious area dispersion (SD-B) 

Dispersion of impervious areas through pervious areas: The following adjustments are allowed to 

impervious runoff factors when dispersion is implemented in accordance with the SD-B fact sheet 

(Appendix E). In order to adjust the runoff factor, the pervious area shall have a minimum width of 

10 feet and a maximum slope of 5% (exemption to this minimum width criterion is allowed when the 

contributing flow path length of the impervious area /pervious area width ≤ 2).  Based on the ratio 

of impervious area to pervious area and the hydrologic soil group of the pervious area, the 

adjustment factor from Table B.2-1 shall be multiplied with the unadjusted runoff factor (Table B.1-

1) of the impervious area to estimate the adjusted runoff factor for sizing pollutant control BMPs. 

The adjustment factors in Table B.2-1 are only valid for impervious surfaces that have an unadjusted 

runoff factor of 0.9.  

Table B.2-1: Impervious area adjustment factors that accounts for dispersion 

Pervious area 
hydrologic soil group 

Ratio = Impervious area/Pervious area 

<=1 2 3 4 

A 0.00 0.00 0.23 0.36 

B 0.00 0.27 0.42 0.53 

C 0.34 0.56 0.67 0.74 

D 0.86 0.93 0.97 1.00 
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Continuous simulation modeling in accordance with Appendix G is required to develop adjustment 
factors for surfaces that have an unadjusted runoff factor less than 0.9.   Approval of adjustment 
factors for surfaces that have an unadjusted runoff factor less than 0.9 is at the discretion of the City 
Engineer. 

The adjustment factors in Table B.2-1 were developed by performing continuous simulations in 
SWMM with default parameters from Appendix G and impervious to pervious area ratios of 1, 2, 3, 
and 4. When using adjustment factors from Table B.2-1: 

• Linear interpolation shall be performed if the impervious to pervious area ratio of the site is 
in between one of ratios for which an adjustment factor was developed;  

• Use adjustment factor for a ratio of 1 when the impervious to pervious area ratio is less than 
1; and  

• Adjustment factor from Table B.2-1 is not allowed when the impervious to pervious area ratio 
is greater than 4, when the pervious area is designed as a site design BMP.  Appendix B.5 has 
adjustment factors for scenarios when the impervious to pervious area ratio is greater than 4 

 

Example B.2-1:    DMA is comprised of one acre of impervious area that drains to a 0.4 acre 
hydrologic soil group B pervious area and then the pervious area drains to a BMP. Impervious area 
dispersion is implemented in the DMA in accordance with SD-5 factsheet. Estimate the adjusted 
runoff factor for the DMA. 

• Baseline Runoff Factor per Table B.1-1 = [(1*0.9+0.4*0.14)/1.4] = 0.68. 

• Impervious to Pervious Ratio = 1 acre impervious area/ 0.4 acre pervious area = 2.5; since 
the ratio is 2.5 adjustment can be claimed. 

• From Table B.2-1 the adjustment factor for hydrologic soil group B and a ratio of 2 = 0.27; 
ratio of 3 = 0.42. 

• Linear interpolated adjustment factor for a ratio of 2.5 = 0.27 + {[(0.42 -0.27)/(3-2)]*(2.5-2)} 
= 0.345. 

• Adjusted runoff factor for the DMA = [(1*0.9*0.345+0.4*0.14)/1.4] = 0.26. 

• Note only the runoff factor for impervious area is adjusted, there is no change made to the 
pervious area. 
 

B.2.1.2    Green Roofs 

When green roofs are implemented in accordance with the SD-C factsheet the green roof footprint 
shall be assigned a runoff factor of 0.10 for adjusted runoff factor calculations when the green roof 
receives runon from other areas within the project footprint (i.e., multi-level or partial green roof). 

If a DMA only contains a green roof that is designed in accordance with SD-6A fact sheet, then it can 
be considered as a self-retaining DMA that meets the storm water pollutant control obligations and 
no additional DCV calculations are necessary for this DMA. 



Appendix B:  
Storm Water Pollutant Control Hydrologic Calculations and Sizing Methods 

 

BMP Design Manual-Appendices                    B-9                           
March 2019 Update                                                            

 

 

B.2.1.3 Permeable Pavement 

When a permeable pavement is implemented in accordance with the SD-D factsheet and it does not 
have an impermeable liner and has storage greater than the 85th percentile depth below the 
underdrain, if an underdrain is present, then the footprint of the permeable pavement shall be assigned 
a runoff factor of 0.10 for adjusted runoff factor calculations.  The slope of the permeable pavements 
designed as site BMPs must be less than or equal to 5%.   

Permeable Pavement can also be designed as a structural BMP to treat run on from adjacent areas. 
Refer to INF-3 factsheet and Appendix E and Appendix B.4 for additional guidance. 

B.2.2 Adjustment to DCV 

When the following site design BMPs are implemented the anticipated volume reduction from these 
BMPs shall be deducted from the DCV to estimate the volume for which the downstream structural 
BMP should be sized for: 

• SD-A: Trees 

• SD-E Rain barrels 

B.2.2.1 Trees 

Applicants are allowed to take credit for installing new trees using Table B.2-2 or Equation B.2-1 as 
applicable, when trees are implemented in accordance with SD-A fact sheet and meet the following 
criteria:  

• Total tree credit volume is less than or equal to 0.25DCV of the project footprint and 

• Single tree credit volume is less than or equal to 400 ft3 

Credit for trees that do not meet the above criteria shall be based on the criteria for sizing the tree as 
a storm water pollutant control BMP in SD-A fact sheet.  These credit calculations are based on an 
assumption that each tree and associated trench or box is considered a single BMP, with calculations 
based on the media storage volume and contributing area. 

Table B.2-2 was developed assuming that the entire tributary area is impervious (use Equation B.2-1 
if there are different types of surfaces in the contributing area) and an 85th percentile 24-hour rainfall 
depth of 0.5 inches.  The procedure for estimating the tree credit volume using Table B.2-2: 

• Delineate the tributary area to the tree and use this tributary area to determine the tree credit 
volume using Table B.2-2. Use linear interpolation if the tributary area is in between the areas 
listed in Table B.2-2. When the contributing area is greater than 10,667 ft2 this simplified 
method is not allowed. 

• Using the amount of soil volume installed to determine the credit using Table B.2-2. Use linear 
interpolation if the soil volume is in between the values listed in Table B.2-2. When the soil 
volume is greater than 1,333 ft3 this simplified method is not allowed. 

• Use the smaller tree credit volume of the two estimates. 
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Table B.2-2: Allowable Reduction in DCV 

Tree Credit Volume  
(ft3/tree)1 

Contributing Area 
(ft2) 

Soil Volume  
(ft3) 

10 267 33 

50 1,333 167 

100 2,667 333 

150 4,000 500 

200 5,333 667 

300 8,000 1,000 

400 10,667 1,333 

Note: 1If an underdrain installed only 1/3rd of the tree credit volume shown in Table B.2-2 is allowed.  

Applicant can also estimate the tree credit volume using Equation B.2-1. 

Equation B.2-1: Tree Credit Volume 

TCV = Minimum (SV x 0.3, 3,630 x d x C x A); With no underdrains installed 

TCV = Minimum (SV x 0.1, 3,630 x d x C x A); When an underdrains installed 

Where 

TCV = Tree credit volume (ft3), maximum of 400 ft3 for one tree & not more than 0.25*DCV 
from the project footprint for all trees proposed as site design BMPs 

SV = Soil volume installed with the tree (ft3) 

d = 85th percentile 24-hr storm depth (inches) from Figure B.1-1 

C = Area weighted runoff factor (calculate using Appendix B.1.1 and B.2.1) 

A = Area tributary to the tree (acres) 

B.2.2.2 Rain Barrels 

Rain barrels are containers that can capture rooftop runoff and store it for future use. Credit can be 
taken for the full rain barrel volume when each barrel volume is smaller than 100 gallons, 
implemented per SD-E fact sheet and meet the following criteria: 

• Total rain barrel volume is less than 0.25 DCV and 

• Landscape areas are greater than 30 percent of the project footprint. 

Credit for harvest and use systems that do not meet the above criteria shall be based on the criteria 
in Appendix B.3 and HU-1 fact sheet Appendix E. 
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Worksheet B.2-1 DCV 

Design Capture Volume Worksheet B.2-1 

1 85th percentile 24-hr storm depth from Figure B.1-1 d=  inches 

2 Area tributary to BMP (s) A=  acres 

3 
Area weighted runoff factor (estimate using Appendix B.1.1 and 
B.2.1) 

C=  unitless 

4 

Tree well volume  

Note: In the SWQMP list the number of trees, size of each tree, 
amount of soil volume installed for each tree, contributing area 
to each tree and the inlet opening dimension for each tree. 

TCV=  cubic-feet 

5 

Rain barrels Credit volume  

Note: In the SWQMP list the number of rain barrels, size of each 
rain barrel and the use of the captured storm water runoff. 

RCV=  cubic-feet 

6 Calculate DCV = (3630 x C x d x A) – TCV - RCV DCV=  cubic-feet 
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 Harvest and Use BMPs 
The purpose of this section is to provide guidance for evaluating feasibility of harvest and use 

BMPs, calculating harvested water demand and sizing harvest and use BMPs. 

B.3.1 Planning Level Harvest and Use Feasibility  

Harvest and use feasibility should be evaluated at the scale of the entire project, and not limited to a 

single DMA. For the purpose of initial feasibility screening, it is assumed that harvested water collected 

from one DMA could be used within another. Types of non-potable water demand that may apply 

within a project include: 

• Toilet and urinal flushing 

• Irrigation 

• Vehicle washing 

• Evaporative cooling  

• Dilution water for recycled water systems 

• Industrial processes  

• Other non-potable uses 

Form I-7: Worksheet B.3-1 provides a screening process for determining the preliminary feasibility 

for harvest and use BMPs. This worksheet should be completed for the overall project. 
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Worksheet B.3-1: Harvest and Use Feasibility Screening 

Harvest and Use Feasibility Screening Worsksheet B.3-1 

1. Is there a demand for harvested water (check all that apply) at the project site that is reliably 

present during the wet season? 

      Toilet and urinal flushing 

      Landscape irrigation 

      Other:______________ 

2. If there is a demand; estimate the anticipated average wet season demand over a period of 36 hours. 

Guidance for planning level demand calculations for toilet/urinal flushing and landscape irrigation is 

provided in Section B.3.2. 

[Provide a summary of calculations here]  

3.  Calculate the DCV using worksheet B-2.1.  

[Provide a results here] 

3a. Is the 36-hour demand 

greater than or equal to the 

DCV? 

          Yes         /         No 

3b. Is the 36-hour demand greater 

than 0.25DCV but less than the full 

DCV?  

          Yes         /         No  

3c. Is the 36-hour 

demand less than 

0.25DCV?  

          Yes 

Harvest and use appears to be 

feasible. Conduct more detailed 

evaluation and sizing 

calculations to confirm that 

DCV can be used at an adequate 

rate to meet drawdown criteria. 

Harvest and use may be feasible. 

Conduct more detailed evaluation and 

sizing calculations to determine 

feasibility. Harvest and use may only 

be able to be used for a portion of the 

site, or (optionally) the storage may 

need to be upsized to meet long term 

capture targets while draining in 

longer than 36 hours. 

Harvest and use is 

considered to be 

infeasible. 

Note: 36-hour demand calculations are for feasibility analysis only. Once feasibility analysis is complete the 
applicant may be allowed to use a different drawdown time provided they meet the 80% of average annual 
(long term) runoff volume performance standard. 
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B.3.2 Harvested Water Demand Calculation  

The following sections provide technical references and guidance for estimating the harvested water 

demand of a project. These references are intended to be used for the planning phase of a project 

for feasibility screening purposes.  

B.3.2.1 Toilet and Urinal Flushing Demand Calculations 

The following guidelines should be followed for computing harvested water demand from toilet and 

urinal flushing: 

• If reclaimed water is planned for use for toilet and urinal flushing, then the demand for 

harvested storm water is equivalent to the total demand minus the reclaimed water supplied, 

and should be reduced by the amount of reclaimed water that is available during the wet 

season.  

• Demand calculations for toilet and urinal flushing should be based on the average rate of use 

during the wet season for a typical year.  

• Demand calculations should include changes in occupancy over weekends and around 

holidays and changes in attendance/enrollment over school vacation periods.  

• For facilities with generally high demand, but periodic shut downs (e.g., for vacations, 

maintenance, or other reasons), a project specific analysis should be conducted to determine 

whether the long term storm water capture performance of the system can be maintained 

despite shut downs.  

• Such an analysis should consider the statistical distributions of precipitation and demand, 

most importantly the relationship of demand to the wet seasons of the year. 

Table B.3-1 provides planning level demand estimates for toilet and urinal flushing per resident, or 

employee, for a variety of project types.  The per capita use per day is based on daily employee or 

resident usage.  For non-residential types of development, the “visitor factor” and “student factor” 

(for schools) should be multiplied by the employee use to account for toilet and urinal usage for 

non-employees using facilities.  

Note: Table B.3-1 provides a demand estimate for 24 hours, for feasibility analysis this estimate must 

be multiplied by 1.5 to calculate the 36-hour demand.  
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Table B.3-1: Toilet and Urinal Water Usage per Resident or Employee 

Land Use 
Type 

Toilet User 
Unit of 

Normalization 

Per Capita Use per 
Day 

Visitor 
Factor4 

Water 
Efficiency 

Factor 

Total Use 
per 

Resident 
or 

Employee 

Toilet 
Flushing1,2 

Urinals
3 

Residential Resident 18.5 NA NA 0.5 9.3 

Office 
Employee  

(non-visitor) 
9.0 2.27 1.1 0.5 

7 

(avg) 

Retail 
Employee 

(non-visitor) 
9.0 2.11 1.4 0.5 

7 

(avg) 

Schools 
Employee 

(non-student) 
6.7 3.5 6.4 0.5 33 

Various 
Industrial Uses 

(excludes 
process water) 

Employee 

(non-visitor) 
9.0 2 1 0.5 5.5 

1 Based on American Waterworks Association Research Foundation,1999.  Residential End Uses of Water.  
Denver, CO: AWWARF 

2 Based on use of 3.45 gallons per flush and average number of per employee flushes per subsector, Table D-1 
for MWD (Pacific Institute, 2003) 

3 Based on use of 1.6 gallons per flush, Table D-4 and average number of per employee flushes per subsector, 
Appendix D (Pacific Institute, 2003)  

4 Multiplied by the demand for toilet and urinal flushing for the project to account for visitors. Based on 
proportion of annual use allocated to visitors and others (includes students for schools; about 5 students per 
employee) for each subsector in Table D-1 and D-4 (Pacific Institute, 2003) 

5 Accounts for requirements to use ultra low flush toilets in new development projects; assumed that 
requirements will reduce toilet and urinal flushing demand by half on average compared to literature estimates. 
Ultra low flush toilets are required in all new construction in California as of January 1, 1992. Ultra low flush 
toilets must use no more than 1.6 gallons per flush and Ultra low flush urinals must use no more than 1 gallon 
per flush. Note:  If zero flush urinals are being used, adjust accordingly. 
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B.3.2.2 General Requirements for Irrigation Demand Calculations 

The following guidelines should be followed for computing harvested water demand from landscape 

irrigation: 

• If reclaimed water is planned for use for landscape irrigation, then the demand for harvested 
storm water should be reduced by the amount of reclaimed water that is available during the 
wet season.  

• Irrigation rates should be based on the irrigation demand exerted by the types of landscaping 
that are proposed for the project, with consideration for water conservation requirements.  

• Irrigation rates should be estimated to reflect the average wet season rates (defined as October 
through April) accounting for the effect of storm events in offsetting harvested water demand.  
In the absence of a detailed demand study, it should be assumed that irrigation demand is not 
present during days with greater than 0.1 inches of rain and the subsequent 3-day period. This 
irrigation shutdown period is consistent with standard practice in land application of 
wastewater and is applicable to storm water to prevent irrigation from resulting in dry weather 
runoff. Based on a statistical analysis of San Diego County rainfall patterns, approximately 30 
percent of wet season days would not have a demand for irrigation.  

• If land application of storm water is proposed (irrigation in excess of agronomic demand), 
then this BMP must be considered to be an infiltration BMP and feasibility screening for 
infiltration must be conducted. In addition, it must be demonstrated that land application 
would not result in greater quantities of runoff as a result of saturated soils at the beginning 
of storm events.  Agronomic demand refers to the rate at which plants use water.  

The following sections describe methods that should be used to calculate harvested water irrigation 
demand. While these methods are simplified, they provide a reasonable estimate of potential harvested 
water demand that is appropriate for feasibility analysis and project planning.  These methods may be 
replaced by a more rigorous project-specific analysis that meets the intent of the criteria above. 

B.3.2.2.1 Demand Calculation Method 

This method is based on the San Diego Municipal Code Land Development Code Landscape 
Standards Appendix E which includes a formula for estimating a project’s annual estimated total water 
use based on reference evaporation, plant factor, and irrigation efficiency.  

For the purpose of calculating harvested water irrigation demand applicable to the sizing of harvest 
and use systems, the estimated total water use has been modified to reflect typical wet-season irrigation 
demand. This method assumes that the wet season is defined as October through April.  This method 
further assumes that no irrigation water will be applied during days with precipitation totals greater 
than 0.1 inches or within the 3 days following such an event. Based on these assumptions and an 
analysis of Lake Wohlford, Lindbergh and Oceanside precipitation patterns, irrigation would not be 
applied during approximately 30 percent of days from October through April.   

Equation B.3-1 is used to calculate the Modified Estimated Total Water Usage: 
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Equation B.3-1 Modified Estimated Total Water Usage 

Modified ETWU = EToWet × [[Σ(PF x HA)/IE] + SLA] x 0.015 

Where:   

Modified ETWU = Estimated daily average water usage during wet season 

EToWet  = Average reference evapotranspiration from November through April (use 
2.7 inches per month, using CIMS Zone 4 from Table G.1-1) 

PF = Plant Factor 

HA =  Hydrozone Area (sq-ft); A section or zone of the landscaped area having 
plants with similar water needs.  

Σ(PF x HA) = The sum of PF x HA for each individual Hydrozone (accounts for 
different landscaping zones). 

IE = Irrigation Efficiency (assume 90 percent for demand calculations) 

SLA = Special Landscape Area (sq-ft); Areas used for active and passive 
recreation areas, areas solely dedicated to the production of fruits and 
vegetables, and areas irrigated with reclaimed water 

Note: In this equation, the coefficient (0.015) accounts for unit conversions and shut down of 
irrigation during and for the three days following a significant precipitation event: 

0.015 = (1 mo/30 days)×(1 ft/12 in)×(7.48 gal/cu-ft)×(approximately 7 out of 10 
days with irrigation demand from October through April) 

Table B.3-2: Planning Level Plant Factor Recommendations 

Plant Water Use Plant Factor Also Includes 

Low < 0.1 – 0.2 Artificial Turf 

Moderate 0.3 – 0.7  
High 0.8 and greater Water features 

Special Landscape Area 1.0  

 

B.3.2.2.2 Planning Level Irrigation Demands 

To simplify the planning process, the method described above has been used to develop daily average 

wet season demands for a one-acre irrigated area based on the plant/landscape type. These demand 

estimates can be used to calculate the drawdown of harvest and use systems for the purpose of LID 

BMP sizing calculations.  
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Table B.3-3: Planning Level Irrigation Demand by Plant Factor and Landscape Type 

General Landscape Type 
36-Hour Planning Level Irrigation Demand 

(gallons per irrigated acre per 36 hour 
period) 

Hydrozone – Low Plant Water Use 390 

Hydrozone – Moderate Plant Water Use 1,470 

Hydrozone – High Plant Water Use 2,640 

Special Landscape Area 2,640 

 

B.3.2.3 Calculating Other Harvested Water Demands 

Calculations of other harvested water demands should be based on the knowledge of land uses, 
industrial processes, and other factors that are project-specific.  Demand should be calculated based 
on the following guidelines: 

• Demand calculations should represent actual demand that is anticipated during the wet season 
(October through April). 

• Sources of demand should only be included if they are reliably and consistently present during 
the wet season.   

• Where demands are substantial but irregular, a more detailed analysis should be conducted 
based on a statistical analysis of anticipated demand and precipitation patterns. 

B.3.3 Sizing Harvest and Use BMPs 

Sizing calculations shall demonstrate that one of two equivalent performance standards is met: 

1. Harvest and use BMPs are sized to drain the tank in 36 hours following the end of rainfall. 
The size of the BMP is dependent on the demand (Section B.3.2) at the site. 

2. Harvest and use BMP is designed to capture at least 80 percent of average annual (long term) 
runoff volume. 

It is rare cisterns can be sized to capture the full DCV and use this volume in 36 hours. So, when using 
Form I-7: Worksheet B.3-1 if it is determined that harvest and use BMP is feasible then the BMP 
should be sized to the estimated 36-hour demand and the remaining DCV must be mitigated using 
other BMPs.  
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 Infiltration BMPs 
Sizing calculations shall demonstrate that one of two equivalent performance standards is met: 

1. The BMP or series of BMPs captures the DCV and infiltrates this volume fully within 36 hours 
following the end of precipitation. This can be demonstrated through the Simple Method 
(Section B.4.1). 

2. The BMP or series of BMPs infiltrates at least 80 percent of average annual (long term) runoff 
volume. This can be demonstrated using the percent capture method (Section B.4.2), through 
reporting of output from the San Diego Hydrology Model, or through other continuous 
simulation modeling meeting the criteria in Appendix G, as acceptable to the City Engineer. 
This method is not applicable for sizing biofiltration BMPs. 

The methods to show compliance with these standards are provided in the following sections. 

B.4.1 Simple Method 

Stepwise Instructions: 

1. Compute DCV using Worksheet B.4-1  

2. Estimate design infiltration rate using Worksheet D.5-1 

3. Design BMP(s) to ensure that the DCV is fully retained (i.e., no surface discharge during the 
design event) and the stored effective depth draws down in no longer than 36 hours. 
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Worksheet B.4-1: Simple Sizing Method for Infiltration BMPs 

Simple Sizing Method for Infiltration BMPs Worksheet B.4-1 

1 DCV (Worksheet B-2.1) DCV=  cubic-feet 

2 Estimated design infiltration rate (Worksheet D.5-1) Kdesign=  in/hr 

3 Available BMP surface area ABMP=  sq-ft 

4 
Average effective depth in the BMP footprint 
(DCV/ABMP) 

Davg=  feet 

5 Drawdown time, T (Davg *12/Kdesign) T=  hours 

6 Provide alternative calculation of drawdown time, if needed.  

 

 

 

 

 

7 Provide calculations for effective depth provided in the BMP:  

Effective Depth = Surface ponding (below the overflow elevation) + gravel storage thickness 
x gravel porosity (0.4) 

 

 

 

 

Notes:  

1. Drawdown time must be less than 36 hours. This criterion was set to achieve average annual capture 
of 80% to account for back to back storms (See rationale in Section B.4.3). In order to use a different 
drawdown time, BMPs should be sized using the percent capture method (Section B.4.2). 

2. The average effective depth calculation should account for any aggregate/media in the BMP. For 
example, 4 feet of stone at a porosity of 0.4 would equate to 1.6 feet of effective depth. 

3. This method may overestimate drawdown time for BMPs that drain through both the bottom and 
walls of the system. BMP specific calculations of drawdown time may be provided that account for 
BMP-specific geometry.  
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B.4.2 Percent Capture Method 

This section describes the recommended method of sizing volume-based BMPs to achieve the 80 
percent capture performance criterion. This method has a number of potential applications for sizing 
BMPs, including: 

• Use this method when a BMP can draw down in less than 36 hours and it is desired to 
demonstrate that 80 percent capture can be achieved using a BMP volume smaller than the 
DCV. 

• Use this method to determine how much volume (greater than the DCV) must be provided 
to achieve 80 percent capture when the drawdown time of the BMP exceeds 36 hours. 

• Use this method to determine how much volume should be provided to achieve 80 percent 
capture when upstream BMP(s) have achieved some capture, but have not achieved 80 percent 
capture.  

By nature, the percent capture method is an iterative process that requires some initial assumptions 
about BMP design parameters and subsequent confirmation that these assumptions are valid. For 
example, sizing calculations depend on the assumed drawdown time, which depends on BMP depth, 
which may in turn need to be adjusted to provide the required volume within the allowable footprint. 
In general, the selection of reasonable BMP design parameters in the first iteration will result in 
minimal required additional iterations. Figure B.4-1 presents the nomograph for use in sizing 
retention BMPs in San Diego County.
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Figure B.4-1: Percent Capture Nomograph 
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B.4.2.1 Stepwise Instructions for sizing a single BMP: 

1. Estimate the drawdown time of the proposed BMP by estimating the design infiltration rate 
(Form I-9: Worksheet D.5-1) and accounting for BMP dimensions/geometry. See the 
applicable BMP Fact Sheet for specific guidance on how to convert BMP geometry to 
estimated drawdown time. 

2. Using the estimated drawdown time and the nomograph from Figure B.4-1 locate where the 
line corresponding to the estimated drawdown time intersects with 80 percent capture. Pivot 
to the X axis and read the fraction of the DCV that needs to be provided in the BMP to 
achieve this level of capture. 

3. Calculate the DCV using Worksheet B.2-1. 

4. Multiply the result of Step 2 by the DCV (Step 3).  This is the required BMP design volume.  

5. Design the BMP to retain the required volume, and confirm that the drawdown time is no 
more than 25 percent greater than estimated in Step 1. If the computed drawdown time is 
greater than 125 percent of the estimated drawdown, then return to Step 1 and revise the initial 
drawdown time assumption. 

See the respective BMP facts sheets for BMP-specific instructions for the calculation of volume and 
drawdown time. The above method can also be used to size and/or evaluate the performance of other 
retention BMPs (evapotranspiration, harvest and use) that have a drawdown rate that can be 
approximated as constant throughout the year or over the wet season. In order to use this method for 
other retention BMPs, drawdown time in Step 1 will need to be evaluated using an applicable method 
for the type of BMP selected. After completing Step 1 continue to Step 2 listed above.  
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Example B.4.2.1 Percent Capture Method for Sizing a Single BMP: 

Given: 

•  Estimated drawdown time: 72 Hours 

•  DCV: 3000 ft3  

Required: 

•  Determine the volume required to achieve 80 percent capture. 

Solution: 

1. Estimated drawdown time = 72 Hours 
2. Fraction of DCV required = 1.35 
3. DCV = 3000 ft3 (Given for this example; To be estimated using Worksheet B.2-1) 
4. Required BMP volume = 1.35 x 3000 = 4050 ft3 
5. Design BMP and confirm drawdown Time is < 90 Hours (72 Hours +25%) 

 

Graphical Operations Supporting Solution: 
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B.4.2.2 Stepwise Instructions for sizing BMPs in series: 

For projects where BMPs in series have to be implemented to meet the performance standard the 
following stepwise procedure shall be used to size the downstream BMP to achieve the 80 percent 
capture performance criterion: 

1. Using the upstream BMP parameters (volume and drawdown time) estimate the average 
annual capture efficiency achieved by the upstream BMP using the nomograph. 

2. Estimate the drawdown time of the proposed downstream BMP by estimating the design 
infiltration rate (Worksheet D.5-1) and accounting for BMP dimensions/geometry. See the 
applicable BMP Fact Sheet for specific guidance on how to convert BMP geometry to 
estimated drawdown time. Use the nomograph and locate where the line corresponding to the 
estimated drawdown time intersects with 80 percent capture. Pivot to the horizontal axis and 
read the fraction of the DCV that needs to be provided in the BMP. This is referred to as X1. 

3. Trace a horizontal line on the nomograph using the capture efficiency of the upstream BMP 
estimated in Step 1. Find where the line traced intersects with the drawdown time of the 
downstream BMP (Step 2). Pivot and read down to the horizontal axis to yield the fraction of 
the DCV already provided by the upstream BMP. This is referred to as X2. 

4. Subtract X2 (Step 3) from X1 (Step 2) to determine the fraction of the design volume that 
must be provided in the downstream BMP to achieve 80 percent capture to meet the 
performance standard. 

5. Multiply the result of Step 4 by the DCV.  This is the required downstream BMP design 
volume.  

6. Design the BMP to retain the required volume, and confirm that the drawdown time is no 
more than 25 percent greater than estimated in Step 2. If the computed drawdown time is 
greater than 125 percent of the estimated drawdown, then return to Step 2 and revise the initial 
drawdown time assumption. 

See the respective BMP facts sheets for BMP-specific instructions for the calculation of volume and 
drawdown time.  
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Example B.4.2.2 Percent Capture Method for Sizing BMPs in Series: 

Given:  

• Estimated drawdown time for downstream BMP: 72 Hours 

• DCV for the area draining to the BMP: 3000 ft3 

• Upstream BMP volume: 900 ft3 

• Upstream BMP drawdown time: 24 Hours 
Required: 

• Determine the volume required in the downstream BMP to achieve 80 percent capture. 

Solution: 
1. Step 1A: Upstream BMP Capture Ratio = 900/3000 = 0.3; Step 1B: Average annual capture 

efficiency achieved by upstream BMP = 44% 
2. Downstream BMP drawdown = 72 hours; Fraction of DCV required to achieve 80% 

capture = 1.35 
3. Locate intersection of design capture efficiency and drawdown time for upstream BMP (See 

Graph); Fraction of DCV already provided (X2) = 0.50 (See Graph) 
4. Fraction of DCV Required by downstream BMP = 1.35-0.50 = 0.85 
5. DCV (given) = 3000 ft3 ; Required downstream BMP volume = 3000 ft3 x 0.85 = 2,550 

ft3 
6. Design BMP and confirm drawdown Time is < 90 Hours (72 Hours +25%) 

Graphical Operations Supporting Solution: 
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B.4.3 Technical Basis for Equivalent Sizing Methods 

Storm water BMPs can be conceptualized as having a storage volume and a treatment rate, in various 
proportions. Both are important in the long-term performance of the BMP under a range of actual 
storm patterns, depths, and inter-event times.  Long-term performance is measured by the operation 
of a BMP over the course of multiple years, and provides a more complete metric than the 
performance of a BMP during a single event, which does not take into account antecedent conditions, 
including multiple storms arriving in short timeframes. A BMP that draws down more quickly would 
be expected to capture a greater fraction of overall runoff (i.e., long-term runoff) than an identically 
sized BMP that draws down more slowly.  This is because storage is made available more quickly, so 
subsequent storms are more likely to be captured by the BMP. In contrast a BMP with a long 
drawdown time would stay mostly full, after initial filling, during periods of sequential storms. The 
volume in the BMP that draws down more quickly is more “valuable” in terms of long term 
performance than the volume in the one that draws down more slowly. The MS4 permit definition of 
the DCV does not specify a drawdown time, therefore the definition is not a complete indicator of a 
BMP's level of performance. An accompanying performance-based expression of the BMP sizing 
standard is essential to ensure uniformity of performance across a broad range of BMPs and helps 
prevents BMP designs from being used that would not be effective.  

An evaluation of the relationships between BMP design parameters and expected long term capture 
efficiency has been conducted to address the needs identified above. Relationships have been 
developed through a simplified continuous simulation analysis of precipitation, runoff, and routing, 
that relate BMP design volume and storage recovery rate (i.e., drawdown time) to an estimated long 
term level of performance using United States Environmental Protection Agency (USEPA) SWMM 
and parameters listed in Appendix G for Lake Wohlford, Lindbergh, and Oceanside rain gages. 
Comparison of the relationships developed using the three gages indicated that the differences in 
relative capture estimates are within the uncertainties in factors used to develop the relationships. For 
example, the estimated average annual capture for the BMP sized for the DCV and 36 hour drawdown 
using Lake Wohlford, Lindbergh, and Oceanside are 80%, 76% and 83% respectively. In an effort to 
reduce the number of curves that are made available, relationships developed using Lake Wohlford 
are included in this manual for use in the whole San Diego County region. 

Figure B.4-1 demonstrated that a BMP sized for the runoff volume from the 85th percentile, 24-hour 
storm event (i.e., the DCV), which draws down in 36 hours is capable of managing approximately 80 
percent of the average annual. There is long precedent for 80 percent capture of average annual runoff 
as approximately the point at which larger BMPs provide decreasing capture efficiency benefit (also 
known as the “knee of the curve”) for BMP sizing.  The characteristic shape of the plot of capture 
efficiency versus storage volume in Figure B.4-1 illustrates this concept. 

As such, this equivalency (between DCV draw down in 36-hours and 80 percent capture) has been 
utilized to provide a common currency between volume-based BMPs with a wide range of drawdown 
rates. This approach allows flexibility in the design of BMPs while ensuring consistent performance 
within the City.   
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 Biofiltration BMPs 

Biofiltration BMPs shall be sized by one of the following sizing methods: 

• Option 1: Treat 1.5 times the portion of the DCV not reliably retained onsite, OR 

• Option 2: Treat 1.0 times the portion of the DCV not reliably retained onsite; and additionally, 
check that the system has a total static (i.e., non-routed) storage volume, including pore spaces 
and pre-filter detention volume, equal to at least 0.75 times the portion of the DCV not reliably 
retained onsite. 

When using sizing Option 1 a routing period of 6 hours is allowed. The routing period was estimated 
based on 50th percentile storm duration for storms similar to 85th percentile rainfall depth. It was 
estimated based on inspection of continuous rainfall data from Lake Wohlford, Lindbergh and 
Oceanside rain gages. 

The MS4 Permit specifies (Footnote 29) that the hydraulic loading rate and other biofiltration design 
criteria must be selected such that storm water retention and pollutant removal are maximized. To 
meet this provision, this manual includes specific criteria for design of biofiltration BMPs. Among 
other criteria, a minimum footprint sizing factor of 3 percent (BMP footprint area as percent of 
contributing area times adjusted runoff factor) and a volume retention performance standard (Figure 
B.5-2) based on the reliable infiltration rate at the site (i.e. measured infiltration rate/factor of safety 
of 2) is specified. Appendix B.5.3 provides the technical rationale for the 3 percent minimum sizing 
factor and the volume retention performance standard. 

 

Figure B.5-1 Explanation of Biofiltration Volume Compartments for Sizing Purposes 

Note: For sizing calculations, it shall be assumed that only 50% of the retained pore storage (field 
capacity – wilting point) is available for evapotranspiration to account for typical irrigation practices. 
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The numeric sizing criteria in this appendix are subdivided into: 

o Appendix B.5.1: Standard1 biofiltration BMP sizing; and 

o Appendix B.5.2: Non-Standard2 and Compact3 biofiltration BMP sizing. 

If a BMP meets the criteria in Appendix B.5.1, then it is considered compliant with the required 
pollutant control performance standard (i.e., for both retention and pollutant removal).  It is not 
necessary to complete worksheets in this appendix for BMPs that meet the criteria in Appendix B.5.1. 
The volume retention performance standard for biofiltration BMPs is presented in Figure B.5-2. 

When mapped hydrologic soil groups are used for feasibility screening, applicants are allowed to use 
the following reliable infiltration rates for sizing partial retention BMPs: 

o Reliable infiltration rate for NRCS Type D soils = 0.05 in/hr. 

o Reliable infiltration rate for NRCS Type C soils = 0.15 in/hr. 

The applicant also has an option to perform infiltration testing in lieu of using the rates listed above.  

If an applicant performs site-specific testing using a device that has a precision of 0.1 in/hr.  and 
determines that the average measured infiltration rates in the DMA are less than 0.1 in/hr., then the 
applicant is allowed to size the biofiltration BMP assuming the DMA is a “No Infiltration Condition”. 
In instances where the actual infiltration is not measured because the testing device has a precision of 

0.1 in/hr., if the applicant elects to propose a non-standard or a compact biofiltration BMP then a 
reliable infiltration rate of 0.025 in/hr. must be used to size site design BMPs when there are no 
geotechnical and/or groundwater hazards identified in Appendix C. 

If there are geotechnical and/or groundwater hazards identified in Appendix C, then the applicant 
must use a reliable infiltration rate of 0.0 in/hr. for estimating the target volume retention and sizing 
equivalent site design BMPs. 

The required performance standards for different biofiltration BMPs are summarized in Table B.5-
1. 

                                                           
1  Standard biofiltration BMPs have a media filtration rate equal to or smaller than 5 in/hr. and a media surface area of 3% 

of contributing area times adjusted runoff factor or greater. 

2  Non-Standard biofiltration BMPs have a media filtration rate equal to or smaller than 5 in/hr. and a media surface area 
smaller than 3% of contributing area times adjusted runoff factor. 

3  Compact (high rate) biofiltration BMPs have a media filtration rate greater than 5 in/hr. and a media surface area smaller 
than 3%   of   contributing area times adjusted runoff factor. Compact biofiltration BMPs are typically proprietary BMPs 
that may qualify as biofiltration. 
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Note:  For biofiltration BMP sizing, the reliable infiltration rate must be calculated using a factor of safety of 2 i.e., Reliable infiltration 
rate = Measured infiltration rate/2 
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Table B.5-1.  Summary of Biofiltration Performance Standards 

Infiltration Feasibility 
Condition 

Performance Standard 

Partial Infiltration 

Condition 

 

(Based on Worksheet C.4-
1: Form I-8A and 
Worksheet C.4-2: Form I-
8B) 

 

 

 

[There is no hierarchy in 
selecting the type of 
biofiltration BMP as long 
as the performance 
standard for the selected 
biofiltration BMP is met] 

Standard Biofiltration BMPs: 

BMPs must meet the criteria in Appendix B.5.1.1 

Non-Standard Biofiltration BMPs: 

Pollutant Removal: BMP must be sized using Worksheet B.5-1 and 
Worksheet B.5-4; AND 

Volume Retention: DMA must meet the  target  volume retention  
calculated using Worksheet B.5-2  (based on Figure B.5-2). 

Compliance with volume retention requirements can be documented 
using Worksheet B.5-3 (to estimate retention from the BMP) and/or 
Worksheet B.5-7 (if dispersion and/or amended soils are proposed) 
and/or by implementing other site design BMPs (e.g. rain barrels, trees, 
etc.). 

Compact Biofiltration BMPs: 

Pollutant Removal: BMP must meet the criteria in Appendix F. Form 
I-10 must be completed and submitted with the PDP SWQMP; AND 

Volume Retention: DMA  must  meet the  target  volume retention  
calculated using Worksheet B.5-2  (based on Figure B.5-2). 

Compliance with volume retention requirements can be documented 
using Worksheet B.5-3 (to estimate retention from the BMP) and/or 
Worksheet B.5-7 (if  dispersion and/or amended soils are proposed) 
and/or by implementing other site design BMPs (e.g. rain barrels, trees, 
etc.). 

No Infiltration 
Condition 

 

(Based on Infiltration 
Feasibility Condition 
Letter and/or 

 

Worksheet C.4-1: Form 

I-8A and/or 

Standard Biofiltration BMPs: 

BMPs must meet the criteria in Appendix B.5.1.2 

Non-Standard Biofiltration BMPs: 

Pollutant Removal: BMP must be sized using Worksheet B.5-1 and 
Worksheet B.5-4; AND 

Volume Retention: DMA must meet the target volume retention 
calculated using Worksheet B.5-2 (based on Figure B.5-2). 

Compliance with volume retention requirements can be documented 
by: 



Appendix B:  
Storm Water Pollutant Control Hydrologic Calculations and Sizing Methods 

 

BMP Design Manual-Appendices                    B-32                           
March 2019 Update                                                            

 

 

Infiltration Feasibility 
Condition 

Performance Standard 

 

Worksheet C.4-2: Form 

I-8B) 

 

 

[There is no hierarchy in 
selecting the type of 
biofiltration BMP as long 
as the performance 
standard for the selected 
biofiltration BMP is met] 

 

• DMA has a combined BMP footprint and landscaped area (that 
meet the criteria in SD-B and SD-F factsheet) of 3% of contributing 
area times adjusted runoff factor or greater. The landscaped area 
must have an impervious area to pervious area ratio greater than 
1.5:1. This can be documented using Worksheet B.5-6. [OR] 

• Applicant has an option to use other site design BMPs that will 
meet the target volume retention calculated using Worksheet B.5-
2. This can be documented using Worksheet B.5-6 and/or 
Worksheet B.5-7. 

Compact Biofiltration BMPs: 

Pollutant Removal: BMP must meet the criteria in Appendix F. Form 
I-10 must be completed and submitted with the PDP SWQMP; AND 

Volume Retention: DMA must meet the target  volume retention 
calculated using Worksheet B.5-2  (based on Figure B.5-2). 

Compliance with volume retention requirements can be documented 
by: 

• DMA has a combined BMP footprint and landscaped area (that 
meet the criteria in SD-B and SD-F factsheet) of 3% of contributing 
area times adjusted runoff factor or greater. The landscaped area 
must have an impervious area to pervious area ratio greater than 
1.5:1. This can be documented using Worksheet B.5-6. [OR] 

• Applicant has an option to use other site design BMPs that will 
meet the target volume retention calculated using Worksheet B.5-
2. This can be documented using Worksheet B.5-6 and/or 
Worksheet B.5-7. 
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B.5.1 Standard Biofiltration BMP Sizing 

B.5.1.1 Standard Biofiltration Sizing for Partial Infiltration Condition 

If a BMP meets the following criteria and the design criteria in PR-1 fact sheet (Appendix E.17), 
then the BMP is considered to meet its pollutant control performance standard. 

1. DMA is categorized as “partial infiltration condition”. Completed Worksheet C.4-1: Form I 
8A and Worksheet C.4-2: Form I-8B are submitted with the PDP SWQMP; 

2. BMP has a media surface area of 3% of contributing area times adjusted runoff factor or 
greater and does not have an impermeable liner on the bottom of the BMP; 

3. Additional documentation (Worksheet B.5-1) that show the pollutant control requirements 
are met is included in the SWQMP submittal if the media filtration rate of the BMP is outlet 
controlled (example for outlet control: underdrain outlet retrofitted with an orifice cap that 
controls the filtration flow rate); AND 

4. BMP provides an   aggregate storage thickness greater than the thickness specified   in 

5. Table B.5-2 below the underdrain invert. 

Table B.5-2. Reliable infiltration rate versus required aggregate storage 

Reliable Infiltration Rate (in/hr) Minimum Aggregate Storage Thickness 
(inches) below the underdrain invert 

≥ 0.05 in/hr. and ≤ 0.10 in/hr. 6 inches 

> 0.10 in/hr. and ≤ 0.15 in/hr. 12 inches 

> 0.15 in/hr. and < 0.50 in/hr. 18 inches 

Note:  For biofiltration  BMP sizing,  the design  infiltration  rate must be calculated  using  a factor of safety 
of 2 i.e., Reliable infiltration rate = Measured infiltration rate/2. 

When mapped hydrologic soil groups are used for feasibility screening, applicants are 
allowed to use the following reliable infiltration rates for sizing partial retention BMPs: 

o Reliable infiltration rate for NRCS Type D soils = 0.05 in/hr. 

o Reliable infiltration rate for NRCS Type C soils = 0.15 in/hr. 

The applicant also has an option to perform infiltration testing in lieu of using the rates 
listed above. 

To document compliance applicant must include the following information in the 
SWQMP submittal for each standard BMP: 

o Required BMP Footprint = Area draining to the BMP * Adjusted runoff factor * 
0.03; 

o Provided BMP Footprint; 
o Reliable Infiltration rate; 
o Provided aggregate storage thickness below the underdrain invert; 
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o Documentation that shows the BMP meets the requirements in PR-1 fact sheet 
(Appendix E.17); and 

o Completed Worksheet B.5-1 if the BMP is the outlet controlled.  Worksheet 
B.5-1 is not required if the BMP is not outlet controlled. 
 

B.5.1.2  Standard Biofiltration Sizing in No Infiltration Condition 

If a BMP meets the following criteria and the design criteria in BF-1 fact sheet (Appendix E.18), then 
the BMP is considered to meet its pollutant control performance standard. 

1. DMA is categorized as “no infiltration condition”. Completed “Infiltration Feasibility 
Condition Letter” or Worksheet C.4-1:  Form   I-8A or Worksheet C.4-2:  Form   I-8B that 
supports the categorization submitted with the PDP SWQMP; 

2. BMP has a media surface area of 3% of contributing area times adjusted runoff factor or 
greater and has an impermeable liner on the bottom of the BMP (applicant also has an option 
to not install an impermeable liner on the bottom of the BMP if there are no 
geotechnical/groundwater hazards identified while completing forms in Appendix C); AND 

3. Additional documentation (Worksheet B.5-1) that show the pollutant control requirements 
are met is included in the SWQMP submittal if the media filtration rate of the BMP is outlet 
controlled (example for outlet control: underdrain outlet retrofitted with an orifice cap that 
controls the filtration flow rate). 

To document compliance applicant must include the following information in the SWQMP submittal 
for each standard BMP: 

• Required BMP Footprint = Area draining to the BMP * Adjusted runoff factor * 0.03; 

• Provided BMP Footprint; 

• Documentation that shows the BMP meets the requirements in BF-1 fact sheet (Appendix 
E.18); and 

• Completed Worksheet B.5-1 if the BMP is the outlet controlled.  Worksheet B.5-1 is not 
required if the BMP is not outlet controlled. 

BMPs that meet the criteria in Appendix B.5.1 are not required to complete and submit Worksheets 
in Appendix B.5.2 in the PDP SWQMP submittal (except in scenarios where the biofiltration BMP 
is outlet controlled in this case applicant must complete Worksheet B.5-1 and include in the SWQMP 
submittal). 
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B.5.2     Non-Standard and Compact Biofiltration BMP Sizing 

The following worksheets were developed for project applicants electing to use non-standard non- 
proprietary biofiltration BMPs and/or use compact biofiltration BMPs. 

o Worksheet B.5-1: Sizing Method for Pollutant Removal Criteria 
o Worksheet B.5-2: Sizing Method for Volume Retention Criteria 
o Worksheet B.5-3: Volume Retention from Biofiltration with Partial Retention BMPs 
o Worksheet B.5-4:    Alternative    Minimum    Footprint   Sizing    Factor   for    Non-Standard 

Biofiltration 
o Worksheet B.5-5:  Optimized Biofiltration BMP Footprint when Downstream of a Storage 

Unit 
o Worksheet B.5-6: Volume Retention for No Infiltration Condition 
o Worksheet B.5-7: Volume Retention from Amended Soils 

Notes: 

1. Project applicants that meet the criteria in Appendix B.5.1 are not required to complete the 
worksheets in Appendix B.5.2. 

2. Project applicants have an option to perform continuous simulation (following guidelines in 
Appendix G) to document conformance with the performance standard from Chapter 2 in 
lieu of using the worksheets in Appendix B.5.2. 

• If an applicant elects to perform continuous simulation, the applicant must model both 
the standard configuration (impervious footprint draining to a 3% biofiltration BMP) 
and the proposed configuration to show that proposed configuration would achieve 
volume reduction equal to or greater than the standard configuration. The modeling 
analysis must be documented in the PDP SWQMP. 

Design Assumptions: 

For the footprint of non-proprietary BMPs, applicants are allowed to use the plan view area at the 
surface of the BMP before any ponding, when performing sizing calculations using worksheets 
presented in Appendix B.5.2. 

One of the following two methods may also be acceptable: 

•  Method 1: Effective area/effective depth method. This method involves determining the 
effective depth of water stored in the BMP and identifying the effective area at that elevation. 
For systems with vertical walls, the effective area is simply the plan view area. For systems 
with side slopes, the effective area can be approximated as the plan view area inundated when 
the ponded depth is half full. This is the area of the contour at an elevation half way between 
the surface of the BMP and the overflow elevation. 

•  Method 2: Area takeoff/trapezoidal method. For more complex BMP geometries, it may 
be necessary to perform area takeoffs at regular contour intervals within the BMP and apply 
trapezoidal geometry calculations. The effectively breaks the BMP into horizontal slices. Each 
horizontal “slice” would have a vertical thickness, an average surface area, and an effective 
porosity. The product of these values is the storage volume in the slice. The sum of all slices 
is the total storage volume. The effective area can then be estimated by dividing the total 
storage volume with depth. 
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In both methods, volume should only be tabulated below the overflow or bypass elevation of the 
BMP. Surcharge or freeboard storage should not be included in calculations. When one of the above 
two methods are used detailed calculations must be included in the SWQMP submittal. 

Area draining to the BMP must also include the area of the BMP. Use runoff factor for impervious 
are (i.e. concrete or asphalt) for the area of the BMP to determine the composite runoff factor for the 
DMA. 

If an applicant performs site-specific testing using a device that has a precision of 0.1 in/hr. and 
determines that the measured infiltration rates in the DMA are less than 0.1 in/hr., then the applicant 
is allowed to size the biofiltration BMP assuming the DMA is a “No Infiltration Condition”. In 
instances where the actual infiltration is not measured because the testing device has a precision of 0.1 
in/hr., if the applicant elects to propose a non-Standard or a compact biofiltration BMP then a reliable 
infiltration rate of 0.025 in/hr. must be used to size site design BMPs when there are no geotechnical 
and/or groundwater hazards identified in Appendix C. 

If there are geotechnical and/or groundwater hazards identified in Appendix C, then the applicant 
must use a reliable infiltration rate of 0.0 in/hr. for estimating the target volume retention and sizing 
equivalent site design BMPs. 

The 36-hour drawdown percent capture nomograph that can be used to estimate the fraction of the 
DCV that must be retained to meet the average annual capture performance standard is presented in 
Figure B.5-3 below. 
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Figure B.5-3. Fraction of DCV versus Average Annual Capture 

 



Appendix B:  
Storm Water Pollutant Control Hydrologic Calculations and Sizing Methods 

 

BMP Design Manual-Appendices                    B-38                           
March 2019 Update                                                            

 

 

Worksheet B.5-1: Sizing Method for Pollutant Removal Criteria 

Sizing Method for Pollutant Removal Criteria Worksheet B.5-1 

1 Area draining to the BMP  sq. ft. 

2 Adjusted runoff factor for drainage area (Refer to Appendix B.1 and B.2)   

3 85th percentile 24-hour rainfall depth  inches 

4 Design capture volume [Line 1 x Line 2 x (Line 3/12)]  cu. ft. 

BMP Parameter 

5 Surface ponding [6 inch minimum, 12 inch maximum]   inches 

6 
Media thickness [18 inches minimum], also add mulch layer and 
washed ASTM 33 fine aggregate sand thickness to this line for sizing calculations 

 inches 

7 
Aggregate storage (also add ASTM No 8 stone) above underdrain invert(12 inches 
typical) – use 0 inches if the aggregate is not over the entire bottom surface area  

 inches 

8 
Aggregate storage below underdrain invert (3 inches minimum) – use 0 
inches if the aggregate is not over the entire bottom surface area 

 inches 

9 Freely drained pore storage of the media  0.2 in/in 

10 Porosity of aggregate storage  0.4 in/in 

11 

Media filtration rate to be used for sizing (maximum filtration rate of 5in/hr. with no 
outlet control; if the filtration rate is controlled by the outlet use the outlet-controlled 
rate (includes infiltration into the soil and flow rate through the outlet structure) 
which will be less than 5 in/hr.)  

 in/hr. 

Baseline Calculations 

12 Allowable routing time for sizing  6 hours 

13 Depth filtered during storm [ Line 11 x Line 12]   inches 

14 
Depth of Detention Storage  
[Line 5 + (Line 6 x Line 9) + (Line 7 x Line 10) + (Line 8 x Line 10)] 

 inches 

15 Total Depth Treated [Line 13 + Line 14]   inches 

Option 1 – Biofilter 1.5 times the DCV 

16 Required biofiltered volume [1.5 x Line 4]   cu. ft. 

17 Required Footprint [Line 16/ Line 15] x 12   sq. ft. 

Option 2 - Store 0.75 of remaining DCV in pores and ponding 

18 Required Storage (surface + pores) Volume [0.75 x Line 4]   cu. ft. 

19 Required Footprint [Line 18/ Line 14] x 12  sq. ft. 

Footprint of the BMP 

20 
BMP Footprint Sizing Factor (Default 0.03 or an alternative minimum 
footprint sizing factor from Line 11 in Worksheet B.5-4) 

  

21 Minimum BMP Footprint [Line 1 x Line 2 x Line 20]   sq. ft. 

22 Footprint of the BMP = Maximum (Minimum (Line 17, Line 19), Line 21)   sq. ft. 

23 Provided BMP Footprint  sq. ft. 

24 
Is Line 23 = Line 22?  
 If Yes, then footprint criterion is met. 
If No, increase the footprint of the BMP. 

☐ Yes      ☐ No 
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Worksheet B.5-2: Sizing Method for Volume Retention Criteria 

Sizing Method for Volume Retention Criteria  Worksheet B.5-2  

1 Area draining to the BMP  sq. ft. 

2 Adjusted runoff factor for drainage area (Refer to Appendix B.1 and B.2)   

3 85th percentile 24-hour rainfall depth  inches 

4 Design capture volume [Line 1 x Line 2 x (Line 3/12)]  cu. ft. 

Volume Retention Requirement 

5 

Measured infiltration rate in the DMA  
 
Note:  
 
When mapped hydrologic soil groups are used enter 0.10 for NRCS Type D 
soils and for NRCS Type C soils enter 0.30 
 
When in no infiltration condition and the actual measured infiltration rate is 
unknown enter 0.0 if there are geotechnical and/or groundwater hazards 
identified in Appendix C or enter 0.05 
 

 in/hr. 

6 Factor of safety 2  

7 Reliable infiltration rate, for biofiltration BMP sizing [Line 5/ Line 6]  in/hr. 

8 

Average annual volume reduction target (Figure B.5-2) 
 
When Line 7 > 0.01 in/hr. = Minimum (40, 166.9 x Line 7 +6.62) 
 
When Line 7 ≤ 0.01 in/hr. = 3.5% 

 % 

9 

Fraction of DCV to be retained (Figure B.5-3) 
 
When Line 8 > 8% = 
0.0000013 x Line 83 - 0.000057 x Line 82 + 0.0086 x Line 8 - 0.014 
 
When Line 8 ≤ 8% = 0.023 

  

10 Target volume retention [Line 9 x Line 4]  cu. ft. 
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Worksheet B.5-3: Volume Retention from Biofiltration 
withPartial Retention BMPsVolume Retention from 

Biofiltration with Partial Retention BMPs 
Worksheet B.5-3  

1 Area draining to the BMP  sq. ft. 

2 Adjusted runoff factor for drainage area (Refer to Appendix B.1 and B.2)   

3 85th percentile 24-hour rainfall depth  inches 

4 Design capture volume [Line 1 x Line 2 x (Line 3/12)]  cu. ft. 

BMP Parameters 

5 Footprint of the BMP  sq. ft. 

6 
Media thickness [18 inches minimum], also add mulch layer and washed 
ASTM 33 fine aggregate sand thickness to this line for sizing calculations 

 inches 

7 Media retained pore space [50% of (Field Capacity-Wilting Point)] 0.05 in/in 

8 
Aggregate storage below underdrain invert (3 inches minimum) – use 0 
inches if the aggregate is not over the entire bottom surface area 

 inches 

9 Porosity of aggregate storage 0.4 in/in 

10 

Measured infiltration rate in the DMA  
 
Note: When mapped hydrologic soil groups are used enter 0.10 for NRCS 
Type D soils and for NRCS Type C soils enter 0.30 

 in/hr. 

11 Factor of safety 2  

12 Reliable infiltration rate, for biofiltration BMP sizing [Line 10/ Line 11]  in/hr. 

Evapotranspiration: Average Annual Volume Retention 

13 Effective evapotranspiration depth [Line 6 x Line 7]  inches 

14 Retained pore volume [(Line 13 x Line 5)/12]  cu. ft. 

15 Fraction of DCV retained in pore spaces [Line 14/Line 4]   

16 
Evapotranspiration average annual capture [use ET Nomographs in Figure 
B.5-5, Refer to Appendix B.5.4] 

 % 

Infiltration: Average Annual Volume Retention 

17 Drawdown for infiltration storage [(Line 8 x Line 9)/Line 12]  hours 

18 
Equivalent DCV fraction from evapotranspiration  

(use Line 16 and Line 17 in Figure B.4-1; Refer to Appendix B.4.2.2) 
  

19 Infiltration volume storage [(Line 5 x Line 8 x Line 9)/12]  cu. ft. 

20 Infiltration storage: Fraction of DCV [Line 19 /Line 4]   

21 Total Equivalent Fraction of DCV [Line 18 + Line 20]   

22 
Biofiltration BMP average annual capture  

[use Line 21 and 17 in Figure B.4-1] 
 % 

23 
Fraction of DCV retained (Figure B.5-3) 

0.0000013 x Line 223 - 0.000057 x Line 222 + 0.0086 x Line 22- 0.014 
  

24 
Volume retention achieved by biofiltration BMP 

[Line 23 x Line 4]  
 cu. ft. 
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B.5.2.1  Alternative Minimum Sizing factor for Clogging Risk 

Worksheet B.5-4 below must be used to support a request for an alternative minimum 
footprint sizing factor (for clogging) in Worksheet B.5-1.  Based on a review of the 
submitted worksheet and supporting documentation, the use of a smaller footprint 
sizing factor may be approved at the discretion of the City Engineer. If approved, the 
estimated footprint from the worksheet below can be used in line 20 of Worksheet B.5-
1 in lieu of the 3 percent minimum footprint value. 

This worksheet includes the following general steps to calculate the minimum footprint 
sizing factor: 

o Select a “load to clog” that is representative of the type of BMP proposed 
o Select a target life span (i.e., frequency of major maintenance) that is 

acceptable to the City 
o Engineer. A default value of 10 years is recommended. 
o Compile information about the DMA from other parts of the SWQMP 

development process. 
o Determine the event mean concentration (EMC) of TSS that is appropriate 

for the DMA 
o Perform calculations to determine the minimum footprint to provide the 

target lifespan. 
 

Table B.5-3: Typical land use total suspended solids (TSS) event 
mean concentration (EMC) values. 

Land Use TSS EMC4, mg/L 

Single Family Residential 123 

Commercial 128 

Industrial 125 

Education (Municipal)  132 

Transportation5 78 

Multi-family Residential 40 

Roof Runoff6 14 

Low Traffic Areas7 50 

Open Space 216 

 

 

                                                           
4 EMCs are from SBPAT datasets for SLR and SDR Watersheds – Arithmetic Estimates of the Lognormal Summary Statistics for San Diego, unless 
otherwise noted. 
5 EMCs are based on Los Angeles region default SBPAT datasets due to lack of available San Diego data. 
6 Value represents the average first flush concentration for roof runoff (Charters et al., 2015). 
7 Davis and McCuen (2005) 
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TableB.5-4: Guidance for Selecting Load to Clog (LC) 

BMP Configuration 
Load to Clog, Lc,  

lb/sq-ft 

Baseline: Approximately 50 percent vegetative cover;  
typical fine sand and compost blend 

2 

Baseline + increase vegetative cover to at least 75 percent 3 

Baseline + include coarser sand to increase initial permeability to 20 to 30 
in/hr; control flowrate with outlet control  

3 

Baseline + increase vegetative cover and include more permeable media 
with outlet control, per above 

4 

 

References 

Charters, F.J., Cochrane, T.A., and O’Sullivan, A.D., (2015). Particle Size Distribution Variance in 
Untreated Urban Runoff and its implication on treatment selection. Water Research, 85 (2015), pg. 
337-345. 

Davis, A.P. and McCuen, R.H., (2005). Stormwater Management for Smart Growth. Springer 
Science & Business Media, pg. 155. 

Maniquiz-Redillas, M.C., Geronimo, F.K.F, and Kim, L-H. Investigation on the Effectiveness of 
Pretreatment in Stormwater Management Technologies. Journal of Environmental Sciences, 26 
(2014), pg. 1824-1830. 

Pitt, R. and Clark, S.E., (2010). Evaluation of Biofiltration Media for Engineered Natural Treatment 
Systems. Geosyntec Consultants and The Boeing Company.  



Appendix B:  
Storm Water Pollutant Control Hydrologic Calculations and Sizing Methods 

 

BMP Design Manual-Appendices                    B-43                           
March 2019 Update                                                            

 

 

Worksheet B.5-4: Calculation of Alternative Minimum Footprint Sizing Factor for  
Non-Standard Biofiltration 

Alternative Minimum Footprint Sizing Factor for Non-
Standard Biofiltration 

Worksheet B.5-4  

1 Area draining to the BMP  sq. ft. 

2 Adjusted Runoff Factor for drainage area (Refer to Appendix B.1 and B.2)   

3 Load to Clog (default value when using Appendix E fact sheets is 2.0)  lb/sq. ft. 

4 Allowable Period to Accumulate Clogging Load (TL) (default value is 10)  years 

Volume Weighted EMC Calculation 

Land Use 
Fraction of 

Total DCV 

TSS EMC 

(mg/L) 
Product 

Single Family Residential  123  

Commercial  128  

Industrial  125  

Education (Municipal)  132  

Transportation  78  

Multi-family Residential  40  

Roof Runoff  14  

Low Traffic Areas  50  

Open Space  216  

Other, specify:    

Other, specify:    

Other, specify:    

5 Volume Weighted EMC (sum of all products)  mg/L 

Sizing Factor for Clogging 

6 

Adjustment for pretreatment measures 

Where: Line 6 = 0 if no pretreatment; Line 6 = 0.25 when pretreatment is 

included; Line 6 = 0.5 if the pretreatment has an active Washington State 

TAPE approval rating for “pre-treatment.” 

  

7 
Average Annual Precipitation [Provide documentation of the data source in 

the discussion box; SanGIS has a GIS layer for average annual precipitation] 
 inches 

8 Calculate the Average Annual Runoff (Line 7/12) x Line 1 x Line2 1 cu-ft/yr 

9 
Calculate the Average Annual TSS Load  

(Line 8 x 62.4 x Line 5 x (1 – Line 6))/106 
 lb/yr 

10 Calculate the BMP Footprint Needed (Line 9 x Line 4)/Line 3  sq. ft. 

11 
Calculate the Minimum Footprint Sizing Factor for Clogging 

[ Line 10/ (Line 1 x Line 2)] 
  

Discussion: 
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B.5.2.2  Sizing Biofiltration BMPs Downstream of a Storage Unit 

Introduction 

In scenarios, where the BMP footprint is governed based on Option 1 (Line 17 of Worksheet B.5-1) 
or the required volume reduction for partial infiltration conditions (Line 10  of  Worksheet B.5-2)  the 
footprint of the biofiltration BMP can be reduced using the sizing calculations in this Appendix 
B.5.2.2 when there is an  upstream storage unit (e.g. cistern) that can  be used to regulate the flows  
through the biofiltration BMP. 

When this approach is used for sizing biofiltration BMPs the applicant must also verify that the storage 
unit meets the hydromodification management drawdown requirements and the discharge from the 
downstream biofiltration BMP will still meet the hydromodication flow control requirements. These 
calculations must be documented in the PDP SWQMP. 

This methodology is not applicable when the minimum footprint factor is governed based on the 
alternative minimum footprint sizing factor calculated using Worksheet B.5-4 (Line 11).  A 
biofiltration BMP smaller than the alternative minimum footprint sizing factor is considered compact 
biofiltration BMP and may be allowed at the discretion of the City Engineer if the BMP meets the 
requirements in Appendix F and the applicant submits a completed Form I-10. 

Sizing Calculation 

Sizing calculations for the biofiltration footprint must demonstrate that one of the following two 
equivalent performance standards is met: 

1. Use continuous simulation and demonstrate the following is met: 

(a)  The BMP or series of BMPs biofilters at least 92 percent of average annual (long term) runoff 
volume and achieves a volume reduction equivalent to Line 10 of Worksheet B.5-2. This can 
be demonstrated through reporting of output from the San Diego Hydrology Model, or 
through other continuous simulation modeling meeting the criteria in Appendix G, as 
acceptable to the City Engineer. The 92 percent of average annual runoff treatment 
corresponds to the average capture achieved by implementing a BMP with 1.5 times the DCV 
and a drawdown time of 36 hours (Appendix B.4.2).  

2. Use the simple optimized method in Worksheet B.5-5.  The applicant is also   required to 
complete Worksheet B.5-1, B.5-2 and B.5-4 when the applicant elects to use Worksheet B.5-5 to 
reduce the biofiltration BMP footprint. Worksheet B.5-5 was developed to satisfy the following 
two criteria as applicable: 

(a)  Greater than 92 percent of the average annual runoff volume from the storage unit is routed 
to the biofiltration BMP through the low flow orifice and the peak flow from the low flow 
orifice can instantaneously be filtered through the biofiltration media. If the outlet design for  
the storage unit includes  orifices  at different  elevations  and an  overflow structure, only 
flows from the overflow structure should be excluded from the calculation (both for 92 
percent capture and for peak flow to the biofiltration BMP that needs to be instantaneously 
filtered), unless the flows from other orifices also  bypass the biofiltration BMP, in which  case 
flows from the orifices that bypass should also  be excluded. 
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(b) The retention losses from the optimized biofiltration BMP are equal to or greater than the 
retention losses from the conventional biofiltration BMP. This second criterion is only 
applicable for partial infiltration condition. 

For drawdown times that are outside the range of values presented in Table B.5-5 below, the storage 
unit should be designed to discharge greater than 92% average annual capture to the downstream 
Biofiltration BMP. 

Table B.5-5: Storage required for different drawdown times 

Drawdown 
Time (hours) 

Storage requirement (below the overflow elevation, or 
below outlet elevation that bypass the biofiltration BMP) 

12 0.85 DCV 

24 1.25 DCV 

36 1.50 DCV 

48 1.80 DCV 

72 2.20 DCV 

96 2.60 DCV 

120 2.80 DCV 
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Worksheet B.5-5: Optimized Biofiltration BMP Footprint when Downstream 
of a Storage Unit 

Optimized Biofiltration BMP Footprint when  
Downstream of a Storage Unit 

Worksheet B.5-5 

1 Area draining to the storage unit and biofiltration BMP  sq. ft. 

2 Adjusted runoff factor for drainage area (Refer to Appendix B.1 and B.2)   

3 
Effective impervious area draining to the storage unit and biofiltration BMP 
[Line 1 x Line 2] 

 sq. ft. 

4 Remaining DCV after implementing retention BMPs  cu. ft. 

5 Design infiltration rate (measured infiltration rate / 2)  ft./hr. 

6 
Media Thickness [1.5 feet minimum], also add mulch layer and washed ASTM 
33 fine aggregate sand thickness to this line for sizing calculations 

 ft. 

7 
Media filtration rate to be used for sizing (0.42 ft/hr. with no outlet control; if 
the filtration rate is controlled by the outlet use the outlet controlled rate) 

 ft./hr. 

8 Media retained pore space 0.05 in./in. 

Storage Unit Requirement 

9 
Drawdown time of the storage unit, minimum (from the elevation that 
bypasses the biofiltration BMP, overflow elevation) 

 hours 

10 Storage required to achieve greater than 92 percent capture (see Table B.5-5)  fraction 

11 Storage required in cubic feet (Line 4 x Line 10)  cu. ft. 

12 
Storage provided in the design, minimum (from the elevation that bypasses 
the biofiltration BMP, overflow elevation) 

 cu. ft. 

13 Is Line 12 ≥ Line 11. If no increase storage provided until this criteria is met ☐ Yes      ☐ No 

Criteria 1: BMP Footprint Biofiltration Capacity 

14 
Peak flow from the storage unit to the biofiltration BMP (using the elevation 
used to evaluate the percent capture) 

 cfs 

15 Required biofiltration footprint [(3,600 x Line 14)/Line 7]  sq. ft. 

Criteria 2: Alternative Minimum Sizing Factor (Clogging) 

16 Alternative Minimum Footprint Sizing Factor [Line 11 of Worksheet B.5-4]  Fraction 

17 Required biofiltration footprint [Line 3 x Line 16]  sq. ft. 

Criteria 3: Retention requirement [Not applicable for No Infiltration Condition] 

18 Retention Target (Line 10 in Worksheet B.5-2)  cu. ft. 

19 Average discharge rate from the storage unit to the biofiltration BMP  cfs 

20 
Depth retained in the optimized biofiltration BMP 
{Line 6 x Line 8} + {[(Line 4)/(2400 x Line 19)] x Line 5} 

 ft. 

21 Required optimized biofiltration footprint (Line 18/Line 20)  sq. ft. 

Optimized Biofiltration Footprint 

22 Optimized biofiltration footprint, maximum (Line 15, Line 17, Line 21)  sq. ft. 
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Worksheet B.5-6: Volume Retention for No Infiltration Condition 

Volume Retention for No Infiltration Condition Worksheet B.5-6 

1 Area draining to the biofiltration BMP  sq. ft. 

2 Adjusted runoff factor for drainage area (Refer to Appendix B.1 and B.2)   

3 Effective impervious area draining to the BMP [Line 1 x Line 2]  sq. ft. 

4 Required area for Evapotranspiration [Line 3 x 0.03]  sq. ft. 

5 Biofiltration BMP Footprint  sq. ft. 

Landscape Area (must be identified on DS-3247) 

 Identification A B C D E 

6 
Landscape area that meet the requirements in 
SD-B and SD-F Fact Sheet (sq. ft.) 

     

7 
Impervious area draining to the landscape area 
(sq. ft.) 

     

8 
Impervious to Pervious Area ratio  
[Line 7/Line 6] 

     

9 
Effective Credit Area 
If Line 8 >1.5, use Line 6; if not use Line 7/1.5 

     

10 Sum of Landscape area [sum of Lines 9A-9E]  sq. ft. 

11 Provided footprint for evapotranspiration [Line 5 + Line 10]  sq. ft. 

Volume Retention Performance Standard 

12 
Is Line 11 ≥ Line 4? 
If yes, then volume retention performance standard for no infiltration 
condition is met. If no, proceed to Line 13 

☐ Yes      ☐ No 

13 
Fraction of the performance standard met through the BMP footprint and/or 
landscaping [Line 11/Line 4] 

  

14 Target Volume Retention [Line 10 from Worksheet B.5.2]   cu. ft. 

15 
Volume retention required from other site design BMPs  
[(1-Line 13) x Line 14] 

 cu. ft. 

Site Design BMP 

 Identification Site Design Type Credit  

16 

A   cu. ft. 

B   cu. ft. 

C   cu. ft. 

D   cu. ft. 

E   cu. ft. 

Sum of volume retention benefits from other site design BMPs (e.g. trees; rain 
barrels etc.). [sum of Lines 16A-16E] 
Provide documentation of how the site design credit is calculated in the PDP 
SWQMP. 

 cu. ft. 

17 
Is Line 16 ≥ Line 15? 
If yes, then volume retention performance standard for no infiltration 
condition is met. If no, implement additional site design BMPs. 

☐ Yes      ☐ No 
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Worksheet B.5-7: Volume Retention from Amended Soils 

Volume Retention From Amended Soils Worksheet B.5-7 

1 Impervious area draining to the pervious area  sq. ft. 

2 Pervious area (must meet the requirements in SD-B and SD-F Fact Sheets)  sq. ft. 

3 
Dispersion Ratio [Line 1/Line 2] 
Note: This worksheet is not applicable when Line 3 > 50 or Line 3 < 0.25 

  

4 Adjusted runoff factor [(Line 1 * 0.9 + Line 2 * 0.1) / (Line 1 + Line 2)]   

5 85th percentile 24-hour rainfall depth  inches 

6 Design capture volume [(Line 1 + Line 2) x Line 4 x (Line 5/12)]  cu. ft. 

7 Amendment Depth (Choose from 3”, 6”, 9”, 12”, 15” and 18”)  inches 

8 Storage [(porosity – field capacity) + 0.5 * (field capacity – wilting point)] 0.25 in./in. 

9 Pervious Storage [Line 2 * (Line 7/12) * Line 8]  cu. ft. 

10 Fraction of DCV [Line 9 / Line 6]   

11 

Measured Infiltration Rate 
 
When mapped hydrologic soil groups are used enter 0.10 for NRCS Type D 
soils and for NRCS Type C soils enter 0.30 
 
When in no infiltration condition and the actual measured infiltration rate is 
unknown enter 0.0 if there are geotechnical and/or groundwater hazards 
identified in Appendix C or enter 0.05 

 in/hr. 

12 Factor of Safety 2  

13 Reliable Infiltration Rate [Line 11/Line 12]  in/hr. 

14  Dispersion Credit (Based on Figures B.5.6 to B.5.11; Line 10 and Line 13)   

15 Volume retention due to amendment [Line 1 * (Line 5/12) * Line 14]  cu. ft. 

 

The following criteria must be met to get volume reduction credit from amended soils: 

• Pervious area must not have an underdrain; 

• If pervious area has an impermeable liner, the applicant must use 0.000001 in/hr. for reliable 
infiltration rate; 

• Impervious area must be dispersed uniformly across the pervious area and at non-erosive 
velocities; 

• Pervious area must have a minimum width of 10 feet (exemption to this minimum width 
criterion is allowed when the contributing flow path length of the impervious area /pervious 
area width ≤ 2) and a maximum slope of 5%; and 

• Impervious to pervious area ratio must be less than 50:1. 

The applicants have an option to deviate from the criteria listed above, in this case the applicant must 
perform site specific continuous simulation modeling (following guidelines in Appendix G) to 
estimate the volume retention benefits from the amended soils and document the analysis in the PDP 
SWQMP. 
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B.5.3 Basis for Minimum Sizing Factor for Biofiltration BMPs 

B.5.3.1  Introduction 
 

MS4 Permit Provision E.3.c.(1)(a)(i) 

The MS4 Permit describes conceptual performance goals for biofiltration BMPs and specifies numeric 
criteria for sizing biofiltration BMPs (See Section 2.2.1 of this Manual).  However, the MS4 Permit 
does not define a specific footprint sizing factor or design profile that must be provided for the BMP 
to be considered “biofiltration.”  Rather, the MS4 Permit specifies (Footnote 29): 

As part of the Copermittee’s update to its BMP Design Manual, pursuant to Provision 
E.3.d, the Copermittee must provide guidance for hydraulic loading rates and other 
biofiltration design criteria necessary to maximize storm water retention and pollutant 
removal. 

To meet this provision, this manual includes specific criteria for design of biofiltration BMPs. Among 
other criteria, a minimum footprint sizing factor of 3 percent (BMP footprint area as percent of 
contributing area times adjusted runoff factor) and a volume retention performance standard 
(FigureB.5-2) based on the reliable infiltration rate at the site (i.e. measured infiltration rate/2) is 
specified. The purpose of this section is to provide the technical rationale for this 3 percent minimum 
sizing factor and the volume retention performance standard. 

B.5.3.2  Conceptual Need for Minimum Sizing Factor 

Under the 2011 Model SUSMP, a sizing factor of 4 percent was used for sizing biofiltration BMPs.  
This value was derived based on the goal of treating the runoff from a 0.2 inch per hour uniform 
precipitation intensity at a constant media flow rate of 5 inches per hour. While this method was 
simple, it was considered to be conservative as it did not account for significant transient storage 
present in biofiltration BMPs (i.e., volume in surface storage and subsurface storage that would need 
to fill before overflow occurred). Under this manual, biofiltration BMPs will typically provide 
subsurface storage to promote infiltration losses; therefore, typical BMP profiles will tend to be 
somewhat deeper than those provided under the 2011 Model SUSMP.  A deeper profile will tend to 
provide more transient storage and allow smaller footprint sizing factors while still providing similar 
or better treatment capacity and pollutant removal. Therefore, a reduction in the minimum sizing 
factor from the factor used in the 2011 Model SUSMP is supportable. However, as footprint decreases, 
issues related to potential performance, operations, and/or maintenance can increase for a number of 
reasons:  

1. As the surface area of the media bed decreases, the sediment loading per unit area increases, 
increasing the risk of clogging. While vigorous plant growth can help maintain permeability of 
soil, there is a conceptual limit above which plants may not be able to mitigate for the sediment 
loading. Scientific knowledge is not conclusive in this area.  

2. With smaller surface areas and greater potential for clogging, water may be more likely to 
bypass the system via overflow before filling up the profile of the BMP.   

3. As the footprint of the system decreases, the amount of water that can be infiltrated from 
subsurface storage layers and evapotranspire from plants and soils tends to decrease.  
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4. With smaller sizing factors, the hydraulic loading per unit area increases, potentially reducing 
the average contact time of water in the soil media and diminishing treatment performance. 

The MS4 Permit requires that volume and pollutant retention be maximized. Therefore, a minimum 
sizing factor was determined to be needed. This minimum sizing factor does not replace the need to 
conduct sizing calculations as described in this manual; rather it establishes a lower limit on required 
size of biofiltration BMPs as the last step in these calculations. Additionally, it does not apply to 
alternative biofiltration designs that utilize the checklist in Appendix F (Biofiltration Standard and 
Checklist). Acceptable alternative designs (such as proprietary systems meeting Appendix F criteria) 
typically include design features intended to allow acceptable performance with a smaller footprint 
and have undergone field scale testing to evaluate performance and required O&M frequency.  

B.5.3.3  Lines of Evidence to Select Minimum Sizing Factor 

Three primary lines of evidence were used to select the minimum sizing factor of 3 percent (BMP 
footprint area as percent of contributing area times adjusted runoff factor) in this manual: 

1. Typical design calculations. 
2. Volume reduction performance. 
3. Sediment clogging calculations.  

These lines of evidence and associated findings are explained below.   

Typical Design Calculations  

A range of BMP profiles were evaluated for different design rainfall depths and soil conditions.  
Worksheet B.5-1 was used for each case to compute the required footprint sizing factor. For these 
calculations, the amount of water filtered during the storm event was determined based on a media 
filtration rate of 5 inches per hour and a routing time of 6 hours. These input assumptions are 
considered to be well-supported and consistent with the intent of the MS4 Permit. These calculations 
generally yielded footprint sizing factors between 1.5 and 4.9 percent. In the interest of establishing a 
uniform County-wide minimum sizing factor, a 3 percent sizing factor was selected from this range, 
consistent with other lines of evidence.   

Volume Reduction Performance  

Consistent with guidance in Fact Sheet PR-1, the amount of retention storage (in gravel sump below 
underdrain) that would drain in 36 hours was calculated for a range of soil types. This was used to 
estimate the volume reduction that would be expected to be achieved. For a sizing factor of 3 percent 
and a soil filtration rate of 0.20 inches per hour (NRCS Type B Soils, moderate infiltration rates), the 
average annual volume reduction was estimated to be approximately 40 percent (via percent capture 
method; see Appendix B.4.2).   

In describing the basis for equivalency between retention and biofiltration (1.5 multiplier), the MS4 
Permit Fact Sheet referred to analysis prepared in the Ventura County Technical Guidance Manual.  
The Ventura County analysis considered the pollutant treatment as well as the volume reduction 
provided by biofiltration in considering equivalency to retention. This analysis assumed an average 
long-term volume reduction of 40 percent based on analysis of data from the International Stormwater 
BMP Database. The calculations of estimated volume reduction at a 3 percent sizing factor is (previous 
paragraph) consistent with this value.  While estimated volume reduction is sensitive to site-specific 
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factors, this analysis suggests that a sizing factor of approximately 3 percent provides levels of volume 
reduction that are reasonably consistent with the intent of the MS4 Permit.    

Volume Retention Performance Standard 

The volume retention performance standard in Figure B.5-2 was developed to allow for adjustment 
of the volume retention requirement based on the type of soils present onsite.  Constrained sites with 
poorly draining soils may not be able to install BMPs having a sufficient footprint to satisfy 40% 
retention performance standard.  As such, a sliding scale was developed to adjust the performance 
standard to match the ability of the site to infiltrate.  In effect, the sliding scale produces similar BMP 
footprint sizes across a varying range of infiltration rates (up to 0.20 inches per hour) for a given 85th 
percentile 24-hour storm depth. 

The “sliding scale” portion (i.e. the sloped portion of the line) of the performance standard indicated 
in Figure B.5-2 was determined by estimating the retention associated with a very low infiltration rate 
(effectively the Y-axis intercept) and then connecting that point to the unadjusted performance 
standard (0.2 in/hr. infiltration rate, 40% average annual retention) with a straight line.  The unadjusted 
performance standard is based on a 3% BMP footprint size factor and results in a rainfall depth of 
approximately 0.74 inches.  Fixing this rainfall depth and using the same 3% BMP footprint factor, 
the feasible retention associated with an infiltration rate of 0.01 inches per hour (very low) was 
estimated using the drawdown percent capture curves presented in Figure B.4-1 and ET percent 
capture curves presented in Figure B.5-5.  The resulting retention was estimated to be 8.3% (for 0.01 
in/hr. infiltration rate), which became the starting poin 

t of the line that then connects to the unadjusted performance standard (0.2 in/hr., 40% retention).  
The resulting performance standard curve allows flexibility in the design of BMPs or site design 
features while ensuring consistent performance within the City. 

Sediment Clogging Calculations  

As sediment accumulates in a filter, the permeability of the filter tends to decline. The lifespan of the 
filter bed can be estimated by determining the rate of sediment loading per unit area of the filter bed.  
To determine the media bed surface area sizing factor needed to provide a target lifespan, simple 
sediment loading calculations were conducted based on typical urban conditions. The inputs and 
results of this calculation are summarized in Table B.5-6.  
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Table B.5-6: Inputs and Results of Clogging Calculation 

Parameter Value Source 

Representative TSS Event Mean 
Concentration, mg/L 

100 
Approximate average of San Diego Land Use 
Event Mean Concentrations from San Diego 

River and San Luis Rey River WQIP 

Runoff Coefficient of Impervious 
Surface 

0.90 Table B.1-1 

Runoff Coefficient of Pervious 
Surface 

0.10 Table B.1-1 for landscape areas 

Imperviousness 
40% to 

90% 
Planning level assumption, covers typical range 

of single family to commercial land uses 

Average Annual Precipitation, inches 11 to 13 
Typical range for much of urbanized San Diego 

County 

Load to Initial Maintenance, kg/m2 10 
Pitt, R. and S. Clark, 2010. Evaluation of 

Biofiltration Media for Engineered Natural 
Treatment Systems.  

Allowable period to initial clogging, yr 10 Planning-level assumption 

Estimated BMP Footprint Needed 
for 10-Year Design Life 

2.8% to 
3.3% 

Calculated 

This analysis suggests that a 3 percent sizing factor, coupled with sediment source controls and careful 
system design, should provide reasonable protection against premature clogging. However, there is 
substantial uncertainty in sediment loading and the actual load to clog that will be observed under field 
conditions in the San Diego climate. Additionally, this analysis did not account for the effect of plants 
on maintaining soil permeability. Therefore, this line of evidence should be considered provisional, 
subject to refinement based on field scale experience. As field scale experience is gained about the 
lifespan of biofiltration BMPs in San Diego and the mitigating effects of plants on long term clogging, 
it may be possible to justify lower factors of safety and therefore smaller design sizes in some cases. 
If a longer lifespan is desired and/or greater sediment load is expected, then a larger sizing factor may 
be justified.  

B.5.3.4  Discussion 

Generally, the purpose of a minimum sizing factor is to help improve the performance and reliability 
of standard biofiltration systems and limit the use of sizing methods and assumptions that may lead 
to designs that are less consistent with the intent of the MS4 Permit.   

Ultimately, this factor is a surrogate for a variety of design considerations, including clogging and 
associated hydraulic capacity, volume reduction potential, and treatment contact time. A prudent 
design approach should consider each of these factors on a project-specific basis and identify whether 
site conditions warrant a larger or smaller factor.  For example, a system treating only rooftop runoff 
in an area without any allowable infiltration may have negligible clogging risk and negligible volume 
reduction potential – a smaller sizing factor may not substantially reduce performance in either of 
these areas. Alternatively, for a site with high sediment load and limited pre-treatment potential, a 
larger sizing factor may be warranted to help mitigate potential clogging risks.  The City Engineer has 
discretion to accept alternative sizing factor(s) based on project-specific considerations. Additionally, 
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the recommended minimum sizing factor may change over time as more experience with biofiltration 
is obtained.   

B.5.4  Volume Retention Mechanisms  

A series of nomographs were developed using United States Environmental Protection Agency 
(USEPA) SWMM and parameters listed in Appendix G for the Lake Wohlford rain gage and 
presented in this Appendix B.5.4 to provide applicants tools to quantify volume retention achieved 
by a BMP and/or a site design feature that is implemented at the project site.  

B.5.4.1  Technical Framework 

The total amount of volume retention (reduction) achieved through a BMP and/or site design feature 
is a function of the amount of water that enters the BMP and/or a site design feature and does not 
immediately overflow (i.e., the amount of water that is captured), and the portion of the captured 
water that is “lost” via infiltration, evapotranspiration, and/or consumptive use (i.e., the total of all 
three is the volume reduction), such that it does not discharge directly to surface water.  

When evaluating volume retention and capture efficiency, each BMP and/or site design can be 
considered to consist of a set of storage compartments, each with a distinct storage volume, discharge 
rate, and pathway by which water discharges (i.e., surface discharge, infiltration, evapotranspiration).  
Figure B.5-4 illustrates this concept. When storage capacity is available in a given compartment, then 
that compartment of the BMP and/or site design can capture additional inflow.  

When storage capacity is not available in a given compartment to accept additional inflow, then 
inflowing water either fills the next storage compartment of the BMP and/or site design or bypasses 
the system (if no additional storage is available). The volume retention and capture performance of a 
BMP and/or site design is primarily a function of the amount of storage volume provided and the 
rate at which the storage drains to volume retention pathways (i.e., infiltration, evapotranspiration, 
consumptive use) versus surface discharge pathways.  

 

Figure B.5-4. Schematic Representation for Purpose of Volume Retention Analysis 

Capture efficiency (or “percent capture”) is a metric that measures the percent of rainfall that is 
captured and managed by a BMP and/or a site design feature (i.e., does not bypass or immediately 
overflow). Captured storm water may be infiltrated, evapotranspired, or retained for harvest and use, 
and/or treated and released. Capture efficiency is typically expressed as annual average percent 
capture. Runoff volume that is not captured by a BMP and/or site design feature is referred to as 
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bypass or overflow. Volume reduction processes can only occur in a BMP and/or site design feature 
when water is captured.  

Long term capture efficiency is primarily a function of the BMP and/or site design feature storage 
volume (relative to the size and the DCV of the DMA), the drawdown rate and pattern of the storage 
compartment, and rainfall pattern. Practically, this means that the following parameters can be isolated 
as primary predictors of capture efficiency for the purpose of developing an approximate predictive 
tool:  

• Normalized storage volume, expressed as a fraction of DCV. For example, a 1,000 cubic foot 
storage volume for a watershed that is 1 acre with a runoff coefficient of 0.9 and an 85th 
percentile rainfall depth of 0.6 inches would translate to 0.51 times the DCV [1,000 cu-ft × 
12in/ft. / (1 ac × 43,560 sq-ft/ac × 0.9 x 0.6 in)].  

• Drawdown time of the storage volume. For BMP and/or site design feature storage elements 
with nominally consistent drawdown rates regardless of season (i.e., infiltration, filtration, 
orifice-controlled surface discharge), the representative drawdown time can be expressed in 
hours. For example, a bioretention area with an effective storage depth of 12 inches and an 
underlying design infiltration rate of 0.2 inches per hour would have a nominal drawdown time 
of 60 hours (12 inches / 0.2 in/hr.). For BMP and/or site design feature storage elements with 
seasonally varying drawdown rates (i.e., storage drained by evapotranspiration or irrigation-based 
consumptive use), the concept of a representative drawdown time is not applicable. In this case, 
the evapotranspiration storage depth (i.e., the amount of potential evapotranspiration that must 
occur for the stored water to empty) is a more appropriate indicator of how quickly storage is 
recovered and can be used (along with climate data input to the model) as a predictor of long 
term capture efficiency. 

By isolating these two most important predictive variables, a limited number of continuous simulation 
model runs, and associated results can be used to describe the expected long term performance of a 
wide range of BMP and/or site design types and configurations. For example, the results of a long 
term model simulation for a 0.5xDCV storage with 48-hour drawdown would be representative of a 
wide range of different BMP and/or site design configurations. The two examples would both be 
reliably represented by this single model run.  

• Example 1: 10,000 cu-ft infiltration basin draining 10.2 acres of pavement (equates to 0.5DCV 
when 85th percentile rainfall is 0.6 inches), with 3-foot ponding depth and a design infiltration 
rate of 0.75 inches per hour (equates to 48-hour drawdown time).   

• Example 2: 300 cu-ft of aggregate storage volume below the underdrain invert in a biofiltration 
with partial retention BMP with a tributary area of 0.367 acres of pavement (equates to 0.5DCV 
when 85th percentile rainfall is 0.5 inches), with an effective depth of 6 inches and a design 
infiltration rate of 0.125 in/hr. (equates to 48-hour drawdown time).   

It can be seen that an infinite number of potential design combinations could be reflected by thissingle 
model run. 

 B.5.4.2  Modeling Methodology and Results 
Three sets of continuous simulation runs were executed in the EPA SWMM using the default 
parameters in Appendix G and the Lake Wohlford rain gage to develop the nomographs that can be 
used to estimate the volume retention benefits from BMPs and/or site design BMPs.  
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• Consistent drawdown runs: Consistent drawdown runs were used to represent BMPs and/or 
site design elements that can be approximated as draining at a relatively consistent rate 
throughout a long term continuous simulation (e.g., infiltration, media filtration, orifice 
discharge). The template model setup developed for these runs included a tributary 
subcatchment draining to a storage unit of a given size (varied between runs) modeled with a 
drawdown rate (varied between runs) that was held constant throughout each simulation.  
Continuous rainfall-runoff processes were simulated to estimate the continuous runoff 
hydrograph. Routing through the storage unit was simulated to estimate the long term capture 
efficiency associated with the given configuration. The results from these runs are presented in 
Figure B.4-1 in Appendix B.4.2.  

• Evapotranspiration drawdown runs: Evapotranspiration runs were used to represent BMPs 
and/or site design elements that drain via evapotranspiration processes, at rates that inherently 
vary with climatic factors throughout the year. The template model setup developed for these 
runs included a tributary subcatchment draining to a storage unit of a given size (varied between 
runs) modeled with a given stored water depth (varied between runs) that was drawn down at 
the applied evapotranspiration rate (varies on a monthly basis).  Continuous rainfall-runoff 
processes were simulated to estimate the continuous runoff hydrograph. Routing through the 
storage unit was simulated to estimate the long term evapotranspiration loss associated with the 
given configuration. Results from these runs are presented in Figure B.5-5. 

Dispersion runs: Dispersion runs were used to represent site design elements that cannot be simply 
divided into different storage units because water is dispersed in a thin layer and is acted upon by both 
infiltration and evapotranspiration processes. The template model setup developed for these runs 
included a tributary subcatchment draining to two broad, shallow storage units in series (area varied 
between runs to represent different proportions of pervious area receiving dispersion). The first 
storage unit was used to represent water stored in the “suction storage” of soil pores that did not 
freely drain via gravity. This was filled first and was drawn down at the rate established by 
evapotranspiration inputs. This storage unit also received flow from a “dummy catchment” with 100 
percent imperviousness and zero depression storage; effectively representing precipitation directly on 
the dispersion area. The second storage unit had the same footprint as the first storage unit (i.e., equal 
to the size of the dispersion area) and received flow when the first storage unit overflowed.  These 
storage units were effectively “stacked” in the model. This storage unit represented the freely drained 
pore storage (i.e., drained by gravity) in the amended media and any surface ponding in closed 
depressions. This storage unit was drained via Green-Ampt infiltration processes based on the 
assigned infiltration parameters (varied between runs). The depth of stored water in the first and 
second storage compartments was calculated based on the assumed depth of soil amendments (varied 
between runs) and typical amended soil properties. Continuous rainfall-runoff processes were 
simulated to estimate the runoff hydrograph. Routing through the storage units was simulated to 
estimate the long-term capture efficiency and the dispersion credit for the impervious area associated 
with the given configuration. Results from these runs are presented in Figure B.5-6 (3” amendment); 
Figure B.5-7 (6” amendment); Figure B.5-8 (9” amendment); Figure B.5-9 (12” amendment); 
Figure B.5-10 (15” amendment) and Figure B.5-11 (18” amendment). 
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Figure B.5-5. Evapotranspiration Nomographs 
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Figure B.5-6. 3” Amendment Dispersion Nomographs 
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Figure B.5-7. 6” Amendment Dispersion Nomographs 
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Figure B.5-8. 9” Amendment Dispersion Nomographs   
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Figure B.5-9. 12” Amendment Dispersion Nomographs   
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Figure B.5-10. 15” Amendment Dispersion Nomographs   
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Figure B.5-11. 18” Amendment Dispersion Nomographs 
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 Flow-Thru Treatment Control BMPs (for use with 

Alternative Compliance) 

The following methodology shall be used for selecting and sizing onsite flow-thru treatment control 
BMPs. These BMPs are to be used only when the project is participating in an alternative compliance 
program. This methodology consists of three steps: 

1) Determine the PDP most significant pollutants of concern (Appendix B.6.1). 

2) Select a flow-thru treatment control BMP that treats the PDP most significant pollutants of 

concern and meets the pollutant control BMP treatment performance standard 

(Appendix B.6.2).  

3) Size the selected flow-thru treatment control BMP (Appendix B.6.3).  

Note: 

• No pollutant control credit can be claimed for implementing flow-thru treatment 
control BMPs onsite. Project applicant must participate in alternative 
compliance for the entire portion of DCV that receives flow-thru treatment. 

• Guidance in Appendix B.6 is not applicable for selecting and crediting flow-thru 
BMPs for offsite storm water alternative compliance. 

 

B.6.1 PDP Most Significant Pollutants of Concern 

The following steps shall be followed to identify the PDP most significant pollutants of concern: 

1. Compile the following information for the PDP and receiving water: 

a. Receiving water quality (including pollutants for which receiving waters are listed as 
impaired under the Clean Water Act section 303(d) List; refer to Section 1.9); 

b. Pollutants, stressors, and/or receiving water conditions that cause or contribute to the 
highest priority water quality conditions identified in the WQIP (refer to Section 1.9); 

c. Land use type(s) proposed by the PDP and the storm water pollutants associated with 
the PDP land use(s) (see Table B.6–1). 

2. From the list of pollutants identified in Step 1 identify the most significant PDP pollutants of 
concern. A PDP could have multiple most significant pollutants of concerns and shall include 
the highest priority water quality condition identified in the watershed WQIP and pollutants 
anticipated to be present onsite/generated from land use. 
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TABLE B.6-1: Anticipated and Potential Pollutants Generated by Land Use Type 

 General Pollutant Categories 

Priority Project 
Categories 
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Detached Residential 
Development 

X X   X X X X X 

Attached Residential 
Development 

X X   X P(1) P(2) P X 

Commercial 
Development >one acre 

P(1) P(1) X P(2) X P(5) X P(3) P(5) 

Heavy Industry X  X X X X X   

Automotive Repair 
Shops 

  X X(4)(5) X  X   

Restaurants     X X X X P(1) 

Hillside Development 
>5,000 ft2 

X X   X X X  X 

Parking Lots P(1) P(1) X  X P(1) X  P(1) 

Retail Gasoline Outlets   X X X X X   

Streets, Highways & 
Freeways 

X P(1) X X(4) X P(5) X X P(1) 

X = anticipated  

P = potential 

(1) A potential pollutant if landscaping exists onsite. 

(2) A potential pollutant if the project includes uncovered parking areas. 

(3) A potential pollutant if land use involves food or animal waste products. 

(4) Including petroleum hydrocarbons. 

(5) Including solvents. 

 

B.6.2 Selection of Flow-Thru Treatment Control BMPs 

The following steps shall be followed to select the appropriate flow-thru treatment control BMPs for 

the PDP: 

1. For each PDP most significant pollutant of concern identify the grouping using Table B.6-2.  
Table B.6-2 is adopted from the Model SUSMP. 

2. Select the flow-thru treatment control BMP based on the grouping of pollutants of concern 
that are identified to be most significant in Step 1. This section establishes the pollutant control 
BMP treatment performance standard to be met for each grouping of pollutants in order to 
meet the standards required by the MS4 permit and how an applicant can select a non-
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proprietary or a proprietary BMP that meets the established performance standard. The 
grouping of pollutants of concern are: 

a. Coarse Sediment and Trash (Appendix B.6.2.1) 
b. Pollutants that tend to associate with fine particles during treatment (Appendix 

B.6.2.2) 
c. Pollutants that tend to be dissolved following treatment (Appendix B.6.2.3) 

TABLE B.6-2: Grouping of Potential Pollutants of Concern 

Pollutant 
Coarse Sediment 

and Trash 

Suspended Sediment 

and Particulate-bound 

Pollutants1 

Soluble-form 

Dominated 

Pollutants2 

Sediment X X  

Nutrients   X 

Heavy Metals  X  

Organic Compounds  X  

Trash & Debris X   

Oxygen Demanding  X  

Bacteria  X  

Oil & Grease  X  

Pesticides  X  

1 Pollutants in this category can be addressed to Medium or High effectiveness by effectively removing 
suspended sediments and associated particulate-bound pollutants. Some soluble forms of these pollutants 
will exist, however treatment mechanisms to address soluble pollutants are not necessary to remove these 
pollutants to a Medium or High effectiveness. 

2  Pollutants in this category are not typically addressed to a Medium or High level of effectiveness with particle 
and particulate-bound pollutant removal alone. 

 

One flow-thru BMP can be used to satisfy the required pollutant control BMP treatment performance 
standard for the PDP most significant pollutants of concern. In some situations, it might be necessary 
to implement multiple flow-thru BMPs to satisfy the pollutant control BMP treatment performance 
standards. For example, a PDP has trash, nutrients and bacteria as the most significant pollutants of 
concern. If a vegetated filter strip is selected as a flow-thru BMP then it is anticipated to meet the 
performance standard in Appendix B.6.2.2 and B.6.2.3 but would need a trash removal BMP to 
meet the pollutant control BMP treatment performance standard in Appendix B.6.2.1 upstream of 
the vegetated filter strip. This could be achieved by fitting the inlets and/or outlets with racks or 
screens on to address trash. 
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B.6.2.1 Coarse Sediment and Trash 

If coarse sediment and/or trash and debris are identified as a pollutant of concern for the PDP, then 
BMPs must be selected to capture and remove these pollutants from runoff. The BMPs described 
below can be effective in removing coarse sediment and/or trash. These devices must be sized to treat 
the flow rate estimated using Worksheet B.6-1. Applicant can only select BMPs that have High or 
Medium effectiveness. 

Trash Racks and Screens [Coarse Sediment: Low effectiveness; Trash: Medium to High 
effectiveness] are simple devices that can prevent large debris and trash from entering storm drain 
infrastructure and/or ensure that trash and debris are retained with downstream BMPs. Trash racks 
and screens can be installed at inlets to the storm drain system, at the inflow line to a BMP, and/or 
on the outflow structure from the BMP. Trash racks and screens are commercially available in many 
sizes and configurations or can be designed and fabricated to meet specific project needs. 

Hydrodynamic Separation Devices [Coarse Sediment: Medium to High effectiveness; Trash: 
Medium to High effectiveness] are devices that remove coarse sediment, trash, and other debris 
from incoming flows through a combination of screening, settlement, and centrifugal forces. The 
design of hydrodynamic devises varies widely, more specific information can be found by contacting 
individual vendors. A list of hydrodynamic separator products approved by the Washington State 
Technology Acceptance Protocol-Ecology protocol can be found at:  

http://www.ecy.wa.gov/programs/wq/stormwater/newtech/technologies.html.  

Systems should be rated for “pretreatment” with a General Use Level Designation or provide results 
of field-scale testing indicating an equivalent level of performance. 

Catch Basin Insert Baskets [Coarse Sediment: Low effectiveness; Trash: Medium 
effectiveness, if appropriately maintained] are manufactured filters, fabrics, or screens that are 
placed in inlets to remove trash and debris. The shape and configuration of catch basin inserts varies 
based on inlet type and configuration. Inserts are prone to clogging and bypass if large trash items are 
accumulated, and therefore require frequent observation and maintenance to remain effective. 
Systems with screen size small enough to retain coarse sediment will tend to clog rapidly and should 
be avoided.  

Other Manufactured Particle Filtration Devices [Coarse Sediment: Medium to High 
effectiveness; Trash: Medium to High effectiveness] include a range of products such as cartridge 
filters, bag filters, and other configurations that address medium to coarse particles. Systems should 
be rated for “pretreatment” with a General Use Level Designation under the Technology Acceptance 
Protocol-Ecology program or provide results of field-scale testing indicating an equivalent level of 
performance.  

Note, any BMP that achieves Medium or High performance for suspended solids (See Appendix 
B.6.2.2) is also considered to address coarse sediments. However, some BMPs that address suspended 
solids do not retain trash (for example, swales and detention basins). These types of BMPs could be 
fitted with racks or screens on inlets or outlets to address trash.  

BMP Selection for Pretreatment: Devices that address both coarse sediment and trash can be used 
as pretreatment devices for other BMPs, such as infiltration BMPs. However, it is recommended that 
BMPs that meet the performance standard in Appendix B.6.2.2 be used. A device with a 
“pretreatment” rating and General Use Level Designation under Technology Acceptance Protocol-

http://www.ecy.wa.gov/programs/wq/stormwater/newtech/technologies.html
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Ecology is required for pretreatment upstream of infiltration basins and underground galleries. 
Pretreatment may also be provided as presettling basins or forebays as part of a pollutant control BMP 
instead of implementing a specific pretreatment device for systems where maintenance access to the 
facility surface is possible (to address clogging), expected sediment load is not high, and appropriate 
factors of safety are included in design. 

B.6.2.2 Suspended Sediment and Particulate-Bound Pollutants 

Performance Standard 

The pollutant treatment performance standard is shown in Table B.6-3. This performance standard is 
consistent with the Washington State Technology Acceptance Protocol-Ecology Basic Treatment 
Level and is also met by technologies receiving Phosphorus Treatment or Enhanced Treatment 
certification. This standard is based on pollutant removal performance for total suspended solids. 
Systems that provide effective TSS treatment also typically address trash, debris, and particulate bound 
pollutants and can serve as pre-treatment for offsite mitigation projects or for onsite infiltration BMPs.  

Table B.6-3: Performance Standard for Flow-Thru Treatment Control 

Influent Range Criteria 

20 – 100 mg/L TSS Effluent goal ≤ 20 mg/L TSS 

100 – 200 mg/L TSS ≥ 80% TSS removal 

>200 mg/L TSS > 80% TSS removal 

Selecting Non-Proprietary BMPs  

Table B.6-4 identifies the categories of non-proprietary BMPs that are considered to meet the 

pollutant treatment performance standard if designed to contemporary design standards9. BMP types 

with a “High” ranking should be considered before those with a “Medium” ranking. Statistical analysis 

by category from the International Stormwater BMP Database (also presented in Table B.6-4) 

indicates each of these BMP types (as a categorical group) meets or nearly meets the performance 

standard. The International Stormwater BMP Database includes historic as well as contemporary BMP 

studies; contemporary BMP designs in these categories are anticipated to meet or exceed this standard 

on average.  

  

                                                           
9Contemporary design standards refer to design standards that are reasonably consistent with the current state of practice and are based on 
desired outcomes that are reasonably consistent with the context of the MS4 Permit and this manual. For example, a detention basin that is 
designed solely to mitigate peak flow rates would not be considered a contemporary water quality BMP design because it is not consistent with 
the goal of water quality improvement. Current state of the practice recognizes that a drawdown time of 24 to 72 hours is typically needed to 
promote settling. For practical purposes, design standards can be considered “contemporary” if they have been published within the last 10 
years, preferably in California or Washington State, and are specifically intended for storm water quality management. 
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Table B.6-4: Flow-Thru Treatment Control BMPs Meeting Performance Standard 

List of 
Acceptable 
Flow-Thru 
Treatment 

Control BMPs 

Statistical Analysis of 
International Stormwater 

BMP Database 

Evaluation of Conformance to 
Performance Standard 
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Vegetated Filter 
Strip 

361/ 
282 

69 31 38% 19 72% 
Medium, effluent < 20 
mg/L after volume 
adjustment 

Vegetated Swale 
399/ 
346 

45 33 48% 17 61% 
Medium, effluent < 20 
mg/L after volume 
adjustment 

Detention Basin 
321/ 
346 

125 42 33% 28 77% 
Medium, percent removal 
near 80% after volume 
adjustment 

Sand Filter/ 
Media Bed Filter 

381/ 
358 

95 19 NA3 19 80% 
High, effluent and % 
removal meet criteria 
without adjustment 

Lined Porous 
Pavement4 

356/ 
220 

229 46 NA3,4 46 80% 
High, % removal meets 
criteria without adjustment 

Wet Pond 
923/ 
933 

119 31 NA3 31 74% 
Medium, percent removal 
near 80% 

Source: 2014 BMP Performance Summaries and Statistical Appendices; 2010 Volume Performance Summary; 
available at: www.bmpdatabase.org  

1 A statistically significant difference between influent and effluent was detected at a p value of 0.05 for all 
categories.  

2 Estimates were adjusted to account for category-average volume reduction. 

3 Not Applicable as these BMPs are not designed for volume reduction and are anticipated to have very small 
incidental volume reduction. 

4 The category presented in this table represents a lined system for flow-thru treatment purposes. Porous 
pavement for retention purposes is an infiltration BMP, not a flow-thru BMP. This table should not be 
consulted for porous pavement for infiltration.  

Selecting Proprietary BMPs  

Proprietary BMPs can be used if the BMP meets each of the following conditions:  

1. The proposed BMP meets the performance standard in Appendix B.6.2.2 as certified 
through third-party, field scale evaluation. An active General Use Level Designation for 
Basic Treatment, Phosphorus Treatment or Enhanced Treatment under the Washington State 
Technology Acceptance Protocol-Ecology program is the preferred method of demonstrating 
that the performance standard is met. The list of certified technologies is updated as new 
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technologies are approved (link below). Technologies with Pilot Use Level Designation and 
Conditional Use Level Designations are not acceptable. Refer to: 
http://www.ecy.wa.gov/programs/wq/stormwater/newtech/technologies.html. 
Alternatively, other field scale verification of 80 percent TSS capture, such as through 
Technology Acceptance Reciprocity Partnership or New Jersey Corporation for Advance 
Testing may be acceptable. A list of field-scale verified technologies under Technology 
Acceptance Reciprocity Partnership Tier II and New Jersey Corporation for Advance Testing 
can be accessed at: http://www.njcat.org/verification-process/technology-verification-
database.html  (refer to field verified technologies only). 

2. The proposed BMP is designed and maintained in a manner consistent with its 
performance certifications (see explanation below). The applicant must demonstrate 
conclusively that the proposed application of the BMP is consistent with the basis of its 
certification/verification. Certifications or verifications issued by the Washington Technology 
Acceptance Protocol-Ecology program and the Technology Acceptance Reciprocity 
Partnership or New Jersey Corporation for Advance Testing programs are typically 
accompanied by a set of guidelines regarding appropriate design and maintenance conditions 
that would be consistent with the certification/verification. It is common for these approvals 
to specify the specific model of BMP, design capacity for given unit sizes, type of media that 
is the basis for approval, and/or other parameters.  

3. The proposed BMP is acceptable at the discretion of the City Engineer. The applicant may be 
required to provide additional studies and/or required to meet additional design criteria 
beyond the scope of this document in order to demonstrate that these criteria are met.  In 
determining the acceptability of a proprietary flow-thru treatment control BMP, the City 
Engineer should consider, as applicable, (a) the data submitted; (b) representativeness of the 
data submitted; (c) consistency of the BMP performance claims with pollutant control 
objectives; certainty of the BMP performance claims; (d) for projects within the public right 
of way and/or public projects: maintenance requirements, cost of maintenance activities, 
relevant previous local experience with operation and maintenance of the BMP type, ability to 
continue to operate the system in event that the vending company is no longer operating as a 
business; and (e) other relevant factors. If a proposed BMP is not accepted by the City 
Engineer, a written explanation/reason will be provided to the applicant. 

B.6.2.3 Soluble-form dominated Pollutants (Nutrients) 

If nutrients are identified as a most significant pollutant of concern for the PDP, then BMPs must be 

selected to meet the performance standard described in Appendix B.6.2.2 and must be selected to 

provide medium or high level of effectiveness for nutrient treatment as described in this section. The 

most common nutrient of concern in the San Diego region is nitrogen, therefore total nitrogen (TN) 

was used as the primary indicator of nutrient performance in storm water BMPs.  

Selection of BMPs to address nutrients consists of two steps: 

1. Determine if nutrients can be addressed via source control BMPs as described in Appendix E 
and Chapter 4. After applying source controls, if there are no remaining source areas for 
soluble nutrients, then this pollutant can be removed from the list of pollutants of concerns 

http://www.ecy.wa.gov/programs/wq/stormwater/newtech/technologies.html
http://www.njcat.org/verification-process/technology-verification-database.html
http://www.njcat.org/verification-process/technology-verification-database.html
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for the purpose of selecting flow-thru treatment control BMPs. Particulate nutrients will be 
addressed by the performance standard in Appendix B.6.2.2. 

2. If soluble nutrients cannot be fully addressed with source controls, then select a flow-thru 
treatment control BMPs that meets the performance criteria in Table B.6-5 or select from the 
nutrient-specific menu of treatment control BMPs in Table B.6-6.  

a. The performance standard for nitrogen removal (Table B.6-5) has been developed 
based on evaluation of the relative performance of available categories of non-
proprietary BMPs.  

b. For proprietary BMPs, submit third party performance data indicating that the criteria 
in Table B.6-5 are met. The applicant may be required to provide additional studies 
and/or required to meet additional design criteria beyond the scope of this document 
in order to demonstrate that these criteria are met.  In determining the acceptability of 
a proprietary flow-thru treatment control BMP, the City Engineer should consider, as 
applicable, (a) the data submitted; (b) representativeness of the data submitted; (c) 
consistency of the BMP performance claims with pollutant control objectives; 
certainty of the BMP performance claims; (d) for projects within the public right of 
way and/or public projects: maintenance requirements, cost of maintenance activities, 
relevant previous local experience with operation and maintenance of the BMP type, 
ability to continue to operate the system in event that the vending company is no 
longer operating as a business; and (e) other relevant factors. If a proposed BMP is 
not accepted by the City Engineer, a written explanation/reason will be provided to 
the applicant. 

Table B.6-5: Performance Standard for Flow-Thru Treatment Control BMPs for Nutrient 
Treatment 

Basis Criteria 

Treatment Basis 
Comparison of mean influent and effluent indicates significant concentration 
reduction of TN approximately 40 percent or higher based on studies with 
representative influent concentrations 

Combined Treatment and 
Volume Reduction Basis 

Combination of concentration reduction and volume reduction yields TN mass 
removal of approximately 40 percent or higher based on studies with 
representative influent concentrations 
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Table B.6-6: Flow-Thru Treatment Control BMPs Meeting Nutrient Treatment 
Performance Standard 
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Vegetated 
Filter Strip 

138/ 
122 

1.53 1.37 38% 0.85 44% 
Medium, if designed to include 

volume reduction processes 

Detention 
Basin 

90/ 89 2.34 2.01 33% 1.35 42% 
Medium, if designed to include 

volume reduction processes 

Wet Pond 
397/ 
425 

2.12 1.33 NA 1.33 37% 

Medium, best concentration 
reduction among BMP 

categories, but limited volume 
reduction 

Source: 2014 BMP Performance Summaries and Statistical Appendices; 2010 Volume Performance Summary; 
available at: www.bmpdatabase.org  

1 A statistically significant difference between influent and effluent was detected at a p value of 0.05 for all 
categories included.  

2  Estimates were adjusted to account for category-average volume reduction. 

 

B.6.3 Sizing Flow-Thru Treatment Control BMPs: 

Flow-thru treatment control BMPs shall be sized to filter or treat the maximum flow rate of runoff 

produced from a rainfall intensity of 0.2 inch of rainfall per hour, for each hour of every storm event. 

The required flow-thru treatment rate should be adjusted for the portion of the DCV already retained 

or biofiltered onsite as described in Worksheet B.6-1. The following hydrologic method shall be used 

to calculate the flow rate to be filtered or treated: 

𝑸 = 𝑪 × 𝒊 × 𝑨 
Where: 
Q = Design flow rate in cubic feet per second 
C = Runoff factor, area-weighted estimate using Table B.1-1 
I = Rainfall intensity of 0.2 in/hr. 
A = Tributary area (acres) which includes the total area draining to the BMP, including 

any offsite or onsite areas that comingle with project runoff and drain to the BMP. 
Refer to Section 3.3.3 for additional guidance. Street projects consult Section 
1.4.3. 

 

 



Appendix B:  
Storm Water Pollutant Control Hydrologic Calculations and Sizing Methods 

 

BMP Design Manual-Appendices                  B-72                           
March 2019 Update                                                            

 

 

Worksheet B.6-1: Flow-Thru Design Flows 

Flow-thru Design Flows Worksheet B.6-1 

1 DCV DCV  cubic-feet 

2 DCV retained DCVretained  cubic-feet 

3 DCV biofiltered DCV biofiltered  cubic-feet 

4 
DCV requiring flow-thru 

(Line 1 – Line 2 – 0.67*Line 3) 
DCV flow-thru  cubic-feet 

5 Adjustment factor (Line 4 / Line 1)* AF=  unitless 

6 Design rainfall intensity i= 0.20 in/hr 

7 Area tributary to BMP (s) A=  acres 

8 
Area-weighted runoff factor (estimate using 
Appendix B.2) 

C= 
 

unitless 

9 Calculate Flow Rate = AF x (C x i x A) Q=  cfs 

1) Adjustment factor shall be estimated considering only retention and biofiltration BMPs located upstream 
of flow-thru BMPs. That is, if the flow-thru BMP is upstream of the project's retention and biofiltration 
BMPs then the flow-thru BMP shall be sized using an adjustment factor of 1. 

2) Volume based (e.g., dry extended detention basin) flow-thru treatment control BMPs shall be sized to the 
volume in Line 4 and flow based (e.g., vegetated swales) shall be sized to flow rate in Line 9.  Sand filter 
and media filter can be designed either by volume in Line 4 or flow rate in Line 9. 

3) Proprietary BMPs, if used, shall provide certified treatment capacity equal to or greater than the calculated 
flow rate in Line 9; certified treatment capacity per unit shall be consistent with third party certifications. 
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Appendix  

C 
Appendix C: Geotechnical and Groundwater 

Investigation Requirements 

Feasibility of storm water infiltration is dependent on the geotechnical and groundwater 
conditions at the project site. The feasibility analysis must be conducted at a DMA level. This 
appendix is subdivided into the following: 

o Appendix C.1 Simple Feasibility Criteria: This appendix is applicable when standard 
setbacks are used to make a determination that the DMA is in a no infiltration condition. 

o Appendix   C.2 Detailed Feasibility Criteria:   This   appendix can   be used for   feasibility 
determination for all DMAs. 

o Appendix C.3 Geotechnical and Groundwater Investigation Report Requirements: 
This is applicable to all projects. 

The permits required for land development and construction within the City are issued by the 
Development Services Department.  These permits fall into two general categories: development 
permits, and construction permits. Development permits, or entitlements are discretionary in nature, 
granted at the discretion of a decision maker. Depending on the type of project, the decision maker 
could be City staff, a Hearing Officer, the Planning Commission, or the City Council.  Examples of 
development permits include Coastal Development Permits, Site Development Permits, 
Neighborhood Development Permits, Conditional Use Permits, lot splits, condominium conversions, 
and Tentative Maps. Construction permits are ministerial, which means that projects found to comply 
with City standards and existing property entitlements can be permitted without a public hearing. 
Grading plans, improvement plans, and building plans are examples of ministerial permits. 
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C.1 Simple Feasibility Criteria 

When one of the following standard setbacks cannot be avoided, the applicant can classify the DMA 
as   no   infiltration condition provided an   infiltration feasibility condition letter that meets the 
requirements in Appendix C.1.1. is included in the SWQMP submittal. 

• Full and partial infiltration BMPs shall not be placed within existing fill materials greater than 
5 feet thick; or 

• Full and partial infiltration BMPs shall not be proposed within 10 feet (horizontal radial 
distance) of existing underground utilities, structures, or retaining walls; or 

• Full and partial infiltration BMPs shall not be proposed within 50 feet of a natural slope 
(>25%) or within a distance of 1.5H from fill slopes where H is the height of the fill slope; or 

• Full and partial infiltration BMPs shall not be proposed within 100 feet of contaminated soil 
or groundwater sites; or 

• Other physical impairments (i.e., fire road egress, public safety considerations, etc.) 

The setbacks must be the closest horizontal radial distance between the surface edge (at the overflow 
elevation) of the BMP to existing underground utilities, structures, retaining walls; or natural slopes; 
or fill slopes; or contaminated soil or groundwater site. The schematic for the setbacks is shown below. 
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C.1.1  Infiltration Feasibility Condition Letter  

The geotechnical engineer shall provide an Infiltration Feasibility Condition Letter in the SWQMP 
to demonstrate that the DMA is in a no infiltration condition. The letter shall be stamped/signed by 
a licensed geotechnical engineer who prepared the letter. 

The letter shall be submitted during the discretionary phase for private projects and during the initial 
project submittal to the Public Works Department for public projects. The letter shall at a minimum 
document: 

• The phase of the project in which the geotechnical engineer first analyzed the site for 
infiltration feasibility. 

• Results of previous geotechnical analyses conducted in the project area, if any.  

• The development status of the site prior to the project application (i.e., new development 
with raw ungraded land, or redevelopment with existing graded conditions).   

• The history of design discussions for the project footprint, resulting in the final design 
determination. 

• Full/partial infiltration BMP standard setbacks to underground utilities, structures, retaining 
walls, fill slopes, and natural slopes applicable to the DMA that prevent full/partial 
infiltration.   

• The physical impairments (i.e., fire road egress, public safety considerations, etc.) that 
prevent full/partial infiltration.  

• The consideration of site design alternatives to achieve partial/full infiltration within the 
DMA. 

• The extent site design BMPs requirements were included in the overall design.  

• Conclusion or recommendation from the geotechnical engineer regarding the DMA’s 
infiltration condition. 

• An Exhibit for all applicable DMAs that clearly labels:  
o Proposed development areas and development type. 
o All applicable features and setbacks that prevent partial or full infiltration, 

including underground utilities, structures, retaining walls, fill slopes, natural 
slopes, and existing fill materials greater than 5 feet. 

o Potential locations for structural BMPs. 
o Areas where full/partial infiltration BMPs cannot be proposed. 

Completion of Worksheet C.4-1(Form I-8A) and/or Worksheet C.4-2 (Form I-8B) is not required 
in instances where the applicant submits an infiltration feasibility condition letter that meets the 
requirements in this section. 
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C.2 Detailed Feasibility Criteria 

This appendix provides guidelines for performing and reporting feasibility analysis for 
infiltration with respect to geotechnical and groundwater conditions. It provides a 
framework for feasibility analysis at two phases of project development: 

•    Planning Phase: Simpler methods of conducting preliminary screening for 
feasibility; and 

•  Design Phase: When preliminary screening indicates infiltration is feasible, 
more rigorous analysis is needed to confirm feasibility and to develop design 
considerations and mitigation measures, if required. 

Planning Phase At this project stage, information about the site may be limited, the 
proposed design features may be conceptual, and there may be an opportunity to adjust 
project plans to incorporate infiltration into   the project layout during development.   
During this phase, project geotechnical consultants are t y p i c a l l y  responsible for   
exploring geologic conditions, performing preliminary analyses and identifying 
particular design aspects that require more detailed investigation at later phases. As 
part of this process, the role of a planning- level infiltration feasibility assessment is 
to reach tentative conclusions regarding where infiltration is likely feasible, possibly 
feasible if done carefully, or clearly infeasible. This determination can help guide the 
design process by influencing project layout, selection of infiltration BMPs, and 
identifying if more detailed studies are necessary. The purpose of the planning phase 
is to identify potential geotechnical and groundwater impacts resulting from 
infiltration and to determine which impacts may be considered fatal flaws and which 
impacts may be possible to mitigate with design features. Determination of acceptable 
risks and/or mitigation measures may involve discussions with adjacent land owners 
and/or utility operators, as well as coordination with other projects under planning 
or d e s i g n  in the project vicinity.  Early involvement of potentially impacted parties is 
critical to avoid potential late-stage design changes and schedule delays and to reduce 
potential future liabilities. 

Design Phase During this phase, potential geotechnical and groundwater impacts 
must be evaluated, and mitigation measures should be incorporated in the BMP 
design, as appropriate. Mitigation measures refer to design features or assumptions 
intended to reduce risks associated with storm water infiltration. While rules of thumb 
may be useful, if applied carefully, for the planning phase, the analyses conducted in the 
design phase require the involvement of a geotechnical professional familiar with the 
local conditions. One of the first steps in the design phase should be to determine if 
additional field and/o laboratory investigations are required (e.g., borings, test pits, 
laboratory or field testing) to further assess the geotechnical impacts of storm water 
infiltration. As the design of infiltration systems are highly dependent on the subsurface 
conditions, coordination with the storm water design team may be beneficial to limit 
duplicative efforts and costs. 
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Worksheet C.4-1 (Form I-8A) and Worksheet C.4-2 (From I-8B) are provided to 
document infiltration feasibility screening .  Worksheet C.4.1  (Form   I-8A) 
includes i n f o r m a t i o n  t o  be evaluated by geotechnical professionals and 
Worksheet C.4-2 (Form I-8B) includes information to be evaluated by environmental 
professionals, hydrogeologists and civil engineers. These worksheets are divided into 
two parts: 

Part 1 “Full Infiltration Feasibility Screening Criteria” is used to determine 
if the full design volume can be potentially infiltrated onsite. 

Part 2 “Partial Infiltration versus No Infiltration Fe a s i b i l i t y  Screening 
Criteria” is used to determine if any amount of volume can be infiltrated. This is 
only used when the result of Part 1 is negative. 

Note that it is not required to investigate each and every criterion in the 
worksheet, a single “no” answer in Part 1 and Part 2 controls the feasibility. If all 
the answers in Part 1 are “yes” then completion of Part 2 is not required. Note that a 
planning phase categorization, is typically based on initial site assessment results; 
therefore, it is not necessarily conclusive. Categorizations should be confirmed or revised, 
as necessary, based on more detailed design-level investigation and analysis during BMP 
design. 

The applicant has discretion to implement full infiltration BMPs even in scenarios 
where the reliable infiltration rate is less than or equal to 0.5 inches per hour if there are 
no geotechnical or groundwater hazards associated with implementation of full 
infiltration BMPs. 

C.2.1 Geotechnical Feasibility Criteria 

This section is divided into seven factors that shall   be considered by the project geotechnical 
professional, as applicable, while assessing the feasibility of infiltration related to geotechnical 
conditions.  Note that during the planning phase, if one or more of these factors precludes 
infiltration as an approach, it is not required to assess the remaining factors. However, if 
proposing infiltration BMPs, then each applicable factor in this section must be addressed. 

The requirements in this section (Appendix C.2.1) are not applicable for DMAs that are identified as 
no infiltration condition based on one of the setbacks listed under Appendix C.1 and submission of 
the Infiltration Condition Letter with the SWQMP that meets the requirements in Appendix C.1.1. 

C.2.1.1 Soil and Geologic Conditions 

Site soils and geologic conditions influence the rate at which water can physically enter the soils. Site 
assessment approaches for soil and geologic conditions may consist of:  

• Review of soil survey maps 

• Review of available reports on local geology to identify relevant features, such as depth to 
bedrock, rock type, lithology, faults, and hydrostratigraphic or confining units 

• Review of previous geotechnical investigations of the area 

• Site-specific geotechnical and/or geologic investigations (e.g., borings, infiltration tests) 
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Geologic investigations should also seek to provide an assessment of whether soil infiltration 
properties are likely to be uniform or variable across the project site. Appendix D provides guidance 
on determining infiltration rates for planning and design phase. 

C.2.1.2 Settlement and Volume Change 

Settlement and volume change limits the amount of infiltration that can be allowed without resulting 
in adverse impacts that cannot be mitigated. Upon considering the impacts of an infiltration design, 
the designer must identify areas where soil settlement or heave is likely and whether these conditions 
would be unfavorable to existing or proposed features. Settlement refers to the condition when soils 
decrease in volume, and heave refers to expansion of soils or increase in volume.   

There are several different mechanisms that can induce volume change due to infiltration that the 
professional must be aware of and consider while completing the feasibility screening including: 

• Hydro collapse and calcareous soils; 

• Expansive soils;  

• Frost heave; 

• Consolidation; and 

• Liquefaction. 
 

C.2.1.3 Slope Stability 

Infiltration of storm water has the potential to result in increased risk of slope failure of nearby slopes. 
This shall be assessed as part of both the project planning and design phases. Many factors impact the 
stability of slopes, including, but not limited to, slope inclination, soil strength, unit weight, geologic 
structure, and seepage forces. Increases in moisture content or rising ground water in the vicinity of a 
slope, which may result from storm water infiltration, have the potential to change the soil strength, 
unit weight and to add or cause seepage forces to the slope, which may destabilize the slope. When 
evaluating the effect of infiltration on the slope stability, the designer must consider all types of 
potential slope failures. 

Slopes steeper than 4:1 (horizontal to vertical) are generally not suitable for infiltration systems unless 
demonstrated otherwise in a geotechnical investigation report. Slope setbacks for infiltration BMPs 
shall be determined on an individual project basis by a qualified professional and the approval of the 
setbacks is at the discretion of the City Engineer. Worksheet C.4-1 (Form I-8A) provides standard 
setbacks that may be used to establish infeasibility for infiltration BMPs without performing additional 
analysis. As a guideline, infiltration zones shall be set back at least 50 feet or 1.5 times the height of 
the slope unless evaluated by the geotechnical engineer. 

C.2.1.4 Utility Consideration 

Utilities are either public or private infrastructure components that include underground pipelines and 
vaults (e.g., potable water, sewer, storm water, gas pipelines), underground wires/conduit (e.g., 
telephone, cable, electrical) and above ground wiring and associated structures (e.g., electrical 
distribution and transmission lines). Utility considerations are typically within the purview of a 
geotechnical site assessment and should be considered in assessing the feasibility of storm water 
infiltration. Infiltration has the potential to damage subsurface utilities and/or underground utilities 
may pose geotechnical hazards in themselves when infiltrated water is introduced. Impacts related to 
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storm water infiltration in the vicinity of underground utilities are not likely to cause a fatal flaw in the 
design, but the designer must be aware of the potential cost impacts to the design during the planning 
phase. 

Utility setbacks should be determined on an individual project basis by a qualified professional and 
the approval of the setbacks is at the discretion of the City Engineer.  Worksheet C.4-1 (Form I-8A) 
provides standard setbacks that may be used to establish infeasibility for infiltration BMPs without 
performing additional analysis. 

C.2.1.5 Groundwater Mounding 

Storm water infiltration and recharge to the underlying groundwater table may create a groundwater 
mound beneath the infiltration facility. The height and shape of the mound depends on the infiltration 
system design, the recharge rate, and the hydrogeologic conditions at the site, especially the horizontal 
hydraulic conductivity and the saturated thickness. Elevated groundwater levels can lead to a number 
of problems, including flooding and damage to structures and utilities through buoyancy and moisture 
intrusion, increase in inflow and infiltration into municipal sanitary sewer systems, and flow of water 
through existing utility trenches, including sewers, potentially leading to formation of sinkholes (Gobel 
et al. 2004). Mounding shall be considered by the geotechnical professional while performing the 
infiltration feasibility screening. 

C.2.1.6 Retaining Walls and Foundations  

Development projects may include retaining walls or foundations in close proximity to proposed 
infiltration BMPs. These structures are designed to withstand the forces of the earth they are retaining 
and other surface loading conditions such as nearby structures. Foundations include shallow 
foundations (spread and strip footings, mats) and deep foundations (piles, piers) and are designed to 
support overburden and design loads. All types of retaining walls and foundations can be impacted by 
increased water infiltration into the subsurface as a result of potential increases in lateral pressures and 
potential reductions in soil strength. The geotechnical professional should consider these factors while 
performing the infiltration feasibility screening. 

C.2.1.7 Other Factors 

While completing the feasibility screening, other factors determined by the geotechnical professional 
to influence the feasibility and desirability of infiltration related to geotechnical conditions shall also 
be considered. 

C.2.1.8 Geotechnical Mitigation Measures 

The following are intended as examples (not exclusive) of reasonable and not reasonable mitigation 
measures. Other measures may need to be considered for specific projects. 

Typically, reasonable: 

• Configure infiltration BMPs to infiltrate water into native soil to avoid fill or other 
geotechnical hazards. 

• Configure site with consideration to infiltration feasibility to avoid geotechnical 
hazards. 
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• Over-excavate and backfill with permeable material below BMPs to avoid 
infiltration into less permeable fill. A reasonable excavation limit below the BMP 
is 5 feet. 

• Implement selective grading practices to place permeable materials in areas of proposed BMPs. 

• Inclusion of an impermeable barrier in BMP side walls (5 feet) to reduce potential 
for lateral water movement. 

• Consider that partial infiltration BMPs have a supplemental discharge pathway 
(underdrains) to limit infiltration when soil infiltration capacity is exceeded. 

Not typically reasonable: 

• Major improvements to existing building foundations to increase structural 
stability, such as requiring deep foundations when such foundations would not 
otherwise be required. 

• Inclusion of cutoff trenches and drainage features to control downslope or off-
site effects of increased infiltration. 

• Installing mechanical devices to pump storm water to another area on the 
property for the purposes of implementing pollutant control BMPs across DMAs. 

C.2.2 Groundwater Quality and Water Balance Feasibility Criteria 

This section is divided into seven factors that shall be considered by qualified design professionals as 
applicable, while assessing the feasibility of infiltration related to groundwater quality and water 
balance. Note that during the planning phase, if one or more of these factors precludes 
infiltration as an approach, it is not necessary to assess every other factor. However, if proposing 
infiltration BMPs, then every applicable factor in this section must be addressed. 

The requirements in this section (Appendix C.2.2) are not applicable for DMAs that are identified as no 
infiltration condition based on one of the setbacks listed under Appendix C.1 and submission of the Infiltration 
Condition Letter with the SWQMP that meets the requirements in Appendix C.1.1. 

C.2.2.1 Soil and Groundwater Contamination 

Infiltration shall be avoided in areas with: 

• Physical and chemical characteristics (e.g., appropriate cation exchange capacity, organic 
content, clay content and infiltration rate) which are not adequate for proper infiltration 
durations and treatment of runoff for the protection of groundwater beneficial uses.  If ALL 
of the following criteria are met, then full infiltration must be avoided: 

o Cation Exchange Capacity(CEC) < 5 milliequivalents per 100  g, as  measured 
by  the sodium acetate method (US EPA Method 9081); and, 

o United States Department of Agriculture (USDA) texture class of loamy 
sand or sand as determined by laboratory analysis of soil texture; and, 

o Soil organic matter content < 1% by mass as determined by loss on  
ignition (ASTM D2974);   
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o and, A seasonally high groundwater table within 10 feet of the bottom surface of the 
proposed full infiltration BMP. 

• Groundwater contamination and/or soil pollution, if infiltration could contribute to the 
movement or dispersion of soil or groundwater contamination or adversely affect ongoing 
clean-up efforts, either onsite or down-gradient of the project.  

If infiltration is under consideration for one of the above conditions, a site-specific analysis should be 
conducted to determine where infiltration-based BMPs can be used without adverse impacts. 

C.2.2.2 Separation to Seasonal High Groundwater 

The depth to seasonally high groundwater tables (normal high depth during the wet season) beneath 
the base of any infiltration BMP must be greater than 10 feet for full infiltration BMPs to be allowed. 
The depth to groundwater requirement can be reduced from 10 feet at the discretion of the approval 
agency if the underlying groundwater basin does not support beneficial uses and the groundwater 
quality is maintained at the proposed depth. Depth to seasonally high groundwater levels can be 
estimated based on well level measurements or redoximorphic methods. 

C.2.2.3 Wellhead Protection  

Wellheads natural and man-made are water resources that may potentially be adversely impacted by 
storm water infiltration through the introduction of contaminants or alteration in water supply and 
levels. It is recommended that the locations of wells and springs be identified early in the planning 
phase and site design be developed to avoid infiltration in the vicinity of these resources. Infiltration 
BMPs must be located a minimum of 100 feet horizontally from any water supply well. 

C.2.2.4 Contamination Risks from Land Use Activities 

Concentration of storm water pollutants in runoff is highly dependent on the land uses and activities 
present in the area tributary to an infiltration BMP. Likewise, the potential for groundwater 
contamination due to the infiltration BMP is a function of pollutant abundance, concentration of 
pollutants in soluble forms, and the mobility of the pollutant in the subsurface soils. Hence, full 
infiltration BMPs must not be used for areas of industrial or light industrial activity.    

The project applicant has an option to classify other land uses and activities that pose high threat to 
water quality not suitable for infiltration BMPs if source control BMPs to prevent exposure of high 
threat activities could not be implemented, or runoff from such activities could not be first treated or 
filtered to remove pollutants prior to infiltration. Approval of infeasibility due to high threat to water 
quality is evaluated on a case by case basis and is at the discretion of the City Engineer. 

C.2.2.5 Consultation with Applicable Groundwater Agencies 

Infiltration activities should be coordinated with the applicable groundwater management agency, 
such as groundwater providers and/or resource protection agencies, to ensure protection of 
groundwater quality.   It is recommended that coordination be initiated early in the planning phase to 
determine whether specific site assessment activities apply or whether these agencies have data 
available that may support the planning and design phases.  
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C.2.2.6 Water Balance Impacts on Stream Flow 

Use of infiltration systems to reduce surface water discharge volumes may result in additional volume 
of deeper infiltration compared to natural conditions, which may result in impacts to receiving 
channels associated with change in dry weather flow regimes.  A relatively simple survey of 
hydrogeologic data (piezometer measurements, boring logs, regional groundwater maps) and 
downstream receiving water characteristics is generally adequate to determine whether there is 
potential for impacts and whether a more rigorous assessment is needed.  

Where water balance conditions appear to be sensitive to development impacts and there is an elevated 
risk of impacts, a computational analysis may be warranted to evaluate the feasibility of infiltration. 
Such an analysis should account for precipitation, runoff, irrigation inputs, soil moisture retention, 
evapotranspiration, baseflow, and change in groundwater recharge on a long-term basis. Because water 
balance calculations are sensitive to the timing of precipitation versus evapotranspiration, it is most 
appropriate to utilize a continuous model simulation rather than basing calculations on average annual 
or monthly normal conditions.  

The following simple screening criteria can be used to determine if a more in-depth analysis is required: 

• Proposed infiltration BMP is located within 250 feet of an ephemeral or year-round stream; 
and, 

• The proposed BMPs will be full infiltration BMPs; and, 

• The seasonal high groundwater depth below the bottom surface of the infiltration BMP is less 
than 20 feet. 

If any of the above screening criteria are not met, then infiltration is feasible.  If all of the above 
screening criteria are met, additional investigations shall   be performance by a qualified design 
professional. 

C.2.2.7 Other Factors 

While completing the feasibility screening, other factors determined by the qualified design 
professional to influence the feasibility of infiltration related to groundwater quality and water balance 
shall also be considered. 

C.2.2.8 Groundwater Quality and Water Balance Mitigation Measures 

The following are intended as examples (not exclusive) of reasonable and not reasonable mitigation 
measures. Other measures may need to be considered for specific projects. 

Typically, reasonable: 

• Consider site layout changes to avoid contaminated soils or soils that lack adequate treatment 
capacity. 

• Design infiltration BMPs to include biofiltration media or an amended media layer if site soils 
are deemed to lack the treatment capacity to be protective of groundwater quality. 
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Not typically reasonable: 

• Requiring cleanup of contaminated sites for the primary purpose of allowing storm 
wate r  infiltration. 

• Active storm water pretreatment methods. 

Inclusion of cutoff trenches and drainage features to prevent groundwater migration 
toward contaminated sites. 

C.3 Geotechnical and Groundwater Investigation Report 

Requirements 

The geotechnical investigation report(s) addressing onsite storm water infiltration shall include the 
following elements, as applicable. These and other reports may need to be completed by multiple 
professional disciplines, depending on the issues that need be addressed for a given site. It may also 
be necessary to prepare separate report(s) at the planning phase and design phase of a project if the 
methods and timing of analyses differ.  

C.3.1 Site Evaluation 

Site evaluation shall identify the following:  

• Areas of contaminated soil or contaminated groundwater within the site; 

• “Brown fields” adjacent to the site; 

• Mapped soil type(s); 

• Historic high groundwater level; 

• Slopes steeper than 25 percent; and  

• Location of water supply wells, septic systems (and expansion area), or underground storage 
tanks, or permitted gray water systems within 100 feet of a proposed infiltration/ percolation 
BMP.  

C.3.2 Field Investigation  

Where the site evaluation indicates potential feasibility for onsite storm water infiltration BMPs, the 
following field investigations will be necessary to demonstrate suitability and to provide design 
recommendations.  

C.3.2.1 Subsurface Exploration  

Characterization of potential infiltration rates is a critical step in the categorization of the infiltration 
feasibility condition.  Typically, subsurface exploration, sampling, and testing are necessary for 
characterizing infiltration rates as well as evaluating potential geologic or geotechnical hazards and 
constraints associated with storm water infiltration. 

For the design phase, a minimum of two (2) in situ percolation or infiltration tests shall be conducted 
within 50-feet of each proposed full storm water infiltration BMP (also refer to Table D.3-2 as in some 
instances based on the test method selected more than 2 tests may be required).  The tests shall be 
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conducted at the same elevation as   the base of the proposed full infiltration BMP and be 
representative of the conditions below the proposed full infiltration BMP. 

An exploratory excavation shall be extended to a depth of at least 10-feet below the base of a proposed 
full infiltration BMP to demonstrate adequate separation from groundwater. 

All exploratory excavations shall be logged in detail and the logs shall be included in the geotechnical 
investigation report.    Low permeability or   impermeable materials (i.e.  clay horizons) shall   be 
identified.  Indicate any obvious evidence of soil contamination. 

All exploratory excavations shall be properly filled at the completion of testing.    

C.3.2.2 .   Material Testing and Infiltration/Percolation Testing 

Various material testing and in situ infiltration testing methods and guidance for appropriate factor of 
safety are discussed in detail in Appendix D. Infiltration testing methods described in Appendix D 
include surface and shallow excavation methods and deeper subsurface tests.   

C.3.2.3 Evaluation of Depth to Groundwater 

An evaluation of the depth to groundwater is required to confirm the feasibility of infiltration. Full 
infiltration BMPs may not be feasible in high groundwater conditions (within 10 feet of the base of 
infiltration BMP) unless an exemption is granted by the City Engineer.  The 10 feet separation is not 
applicable for partial infiltration condition BMPs.  

C.3.3 Reporting Requirements by the Project Geotechnical Consultant 

The geotechnical investigation report shall address the following key elements, and where appropriate, 
mitigation recommendations shall be provided. 

• Identify areas of the project site where infiltration is likely to be feasible and provide 
justifications for selection of those areas based on soil types, slopes, proximity to existing 
features, etc.  

• Include Worksheet C.4-1 (Form I-8A) completed bt the project geotechnical consultant. 

o Note: Form I-8A is not required for DMAs that are determined to be in a 
No Infiltration Condition based on Worksheet C.4-2 (Form I-8B) or by 
submitting a no infi l tration condition letter that meets the requirements 
in Appendix C.1.1. 

• Investigate, evaluate and estimate the vertical infiltration rates and capacities in accordance 
with the guidance provided in Appendix D which describes infiltration testing and 
appropriate factor of safety to be applied for infiltration testing results. The site may be broken 
into sub-basins based on the opinion of Geotechnical Consultant different infiltration rates. 

•  Describe the infiltration test results and/or correlation with published infiltration rates based 
on soil parameters or classification.  For planning phase feasibility screening and design of 
partial infiltration BMPs, a factor of safety of 2 must be used.  When full infiltration BMPs are 
proposed, the geotechnical engineer must complete Section A (Suitability Assessment) in 
Worksheet D.5-1 (Form I-9) and include it in the geotechnical report.   
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• Investigate the subsurface geological conditions and geotechnical conditions that would affect 
infiltration or migration of water toward structures, slopes, utilities, or other features.  Provide 
an opinion on the anticipated flow path of infiltrated water. Indicate if the water will flow into 
pavement sections, utility trench bedding, wall drains, foundation drains, other permeable 
improvements, or daylight. 

•  Investigate depth to groundwater. Include an estimate of the high seasonal groundwater 
elevations.  

• Provide the reliable infiltration rates. 

• Provide a concluding opinion regarding whether or not the proposed onsite storm water 
infiltration BMP will result in soil piping, daylight water seepage, slope instability, or ground 
settlement. 

• Recommend reasonable   measures to substantially mitigate or avoid potentially detrimental 
effects of the storm water infiltration BMPs or associated soil response on existing or 
proposed improvements or structures, utilities, slopes or other features within 

• and adjacent to the site. 

• Provide guidance for the selection and location of infiltration BMPs, including the minimum 
separations between such infiltration BMPs and structures, streets, utilities, manufactured and 
existing slopes, engineered fills, utilities, or other features. Include guidance for reasonable 
measures that could be used to reduce the minimum separations 

• or to mitigate the potential impacts of infiltration BMPs. 

C.3.4 Reporting Requirements by the Project SWQMP Preparer 

 

The project SWQMP preparer has the following responsibilities: 

• Complete Worksheet C.4-2 (Form I-8B) and include it in the PDP SWQMP submittal. 

o Note: Form I-8B is not required for DMAs that are determined to be in a No 
Infiltration Condition based on Worksheet C.4-1 (Form I-8A) or by submitting a no 
infiltration condition letter that meets the requirements in Appendix C.1.1. 

• In the PDP SWQMP provide a concluding opinion whether or not proposed infiltration 
BMPs will affect seasonality of ephemeral streams. 

• Evaluate proposed use of the site (industrial use, residential use, etc.), soil   and groundwater 
data and provide a concluding opinion in the PDP SWQMP whether proposed storm water 
infiltration could cause adverse impacts to groundwater quality, and if it does cause impacts, 
whether the impacts could be reasonably mitigated. 

• Worksheet C.4-3 and Worksheet D.5-1 (Form I-9) must be completed and included it in 
the PDP SWQMP submittal when full infiltration BMPs are proposed. 
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Worksheet C.4-1: Categorization of Infiltration Feasibility Condition Based on 
Geotechnical Conditions1 

Categorization of Infiltration Feasibility Condition based on 
Geotechnical Conditions 

Worksheet C.4-1: Form I-8A2 

Part 1 - Full Infiltration Feasibility Screening Criteria 

 

 DMA(s) Being Analyzed:  Project Phase: 

  

Criteria 1: Infiltration Rate Screening 

1A 

Is the mapped hydrologic soil group according to the NRCS Web Soil Survey or UC Davis Soil 
Web Mapper Type A or B and corroborated by available site soil data3?  

  ☐ Yes; the DMA may feasibly support full infiltration. Answer “Yes” to Criteria 1 Result or 
continue to Step 1B if the applicant elects to perform infiltration testing. 

  ☐ No; the mapped soil types are A or B but is not corroborated by available site soil data 
(continue to Step 1B). 

  ☐ No; the mapped soil types are C, D, or “urban/unclassified” and is corroborated by available 
site soil data. Answer “No” to Criteria 1 Result. 

  ☐ No; the mapped soil types are C, D, or “urban/unclassified” but is not corroborated by 
available site soil data (continue to Step 1B).  

1B 

Is the reliable infiltration rate calculated using planning phase methods from Table D.3-1? 

 ☐ Yes; Continue to Step 1C. 

 ☐ No; Skip to Step 1D. 

1C 

Is the reliable infiltration rate calculated using planning phase methods from Table D.3-1 greater 
than 0.5 inches per hour? 

 ☐ Yes; the DMA may feasibly support full infiltration. Answer “Yes” to Criteria 1 Result. 

 ☐ No; full infiltration is not required. Answer “No” to Criteria 1 Result. 

1D 

Infiltration Testing Method. Is the selected infiltration testing method suitable during the 
design phase (see Appendix D.3)? Note: Alternative testing standards may be allowed with 
appropriate rationales and documentation. 

☐   ☐ Yes; continue to Step 1E. 

☐ No; select an appropriate infiltration testing method.  

                                                           
1 Note that it is not required to investigate each and every criterion in the worksheet, a single “no” answer in Part 1, Part 
2, Part 3, or Part 4 determines a full, partial, or no infiltration condition. 
2 This form must be completed each time there is a change to the site layout that would affect the infiltration feasibility 
condition. Previously completed forms shall be retained to document the evolution of the site storm water design. 
3 Available data includes site-specific sampling or observation of soil types or texture classes, such as obtained from 
borings or test pits necessary to support other design elements. 
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Categorization of Infiltration Feasibility Condition based on 
Geotechnical Conditions 

Worksheet C.4-1: Form I-8A2 

1E 

Number of Percolation/Infiltration Tests. Does the infiltration testing method performed 
satisfy the minimum number of tests specified in Table D.3-2? 

☐   ☐ Yes; continue to Step 1F. 

☐ No; conduct appropriate number of tests. 

IF 

Factor of Safety. Is the suitable Factor of Safety selected for full infiltration design?  See 
guidance in D.5; Tables D.5-1 and D.5-2; and Worksheet D.5-1 (Form I-9). 

☐   ☐ Yes; continue to Step 1G. 

☐ No; select appropriate factor of safety. 

1G 

Full Infiltration Feasibility. Is the average measured infiltration rate divided by the Factor of 
Safety greater than 0.5 inches per hour? 

☐   ☐ Yes; answer “Yes” to Criteria 1 Result. 

☐ No; answer “No” to Criteria 1 Result. 

 
Criteria 1 

Result 
 

Is the estimated reliable infiltration rate greater than 0.5 inches per hour within the DMA where 
runoff can reasonably be routed to a BMP? 

☐ Yes; the DMA may feasibly support full infiltration. Continue to Criteria 2. 

☐ No; full infiltration is not required. Skip to Part 1 Result.   

Summarize infiltration testing methods, testing locations, replicates, and results and summarize estimates of 
reliable infiltration rates according to procedures outlined in D.5.  Documentation should be included in 
project geotechnical report. 
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Categorization of Infiltration Feasibility Condition based on 
Geotechnical Conditions 

Worksheet C.4-1: Form I-8A2 

Criteria 2: Geologic/Geotechnical Screening 

2A 

If all questions in Step 2A are answered “Yes,” continue to Step 2B. 

For any “No” answer in Step 2A answer “No” to Criteria 2, and submit an “Infiltration Feasibility 
Condition Letter” that meets the requirements in Appendix C.1.1. The geologic/geotechnical 
analyses listed in Appendix C.2.1 do not apply to the DMA because one of the following setbacks 
cannot be avoided and therefore result in the DMA being in a no infiltration condition. The 
setbacks must be the closest horizontal radial distance from the surface edge (at the overflow 
elevation) of the BMP. 

2A-1 
Can the proposed full infiltration BMP(s) avoid areas with existing fill 
materials greater than 5 feet thick below the infiltrating surface? ☐ Yes ☐ No 

2A-2 
Can the proposed full infiltration BMP(s) avoid placement within 10 feet of 
existing underground utilities, structures, or retaining walls? ☐ Yes ☐ No 

2A-3 
Can the proposed full infiltration BMP(s) avoid placement within 50 feet of a 
natural slope (>25%) or within a distance of 1.5H from fill slopes where H is 
the height of the fill slope? 

☐ Yes ☐ No 

2B 

When full infiltration is determined to be feasible, a geotechnical investigation report must be 
prepared that considers the relevant factors identified in Appendix C.2.1. 
If all questions in Step 2B are answered “Yes,” then answer “Yes” to Criteria 2 Result. 
If there are “No” answers continue to Step 2C. 

2B-1 

Hydroconsolidation. Analyze hydroconsolidation potential per approved 
ASTM standard due to a proposed full infiltration BMP.  
Can full infiltration BMPs be proposed within the DMA without increasing 
hydroconsolidation risks? 

☐ Yes ☐ No 

2B-2 

Expansive Soils. Identify expansive soils (soils with an expansion index greater 
than 20) and the extent of such soils due to proposed full infiltration BMPs.  
Can full infiltration BMPs be proposed within the DMA without increasing 
expansive soil risks? 

☐ Yes ☐ No 

2B-3 

Liquefaction. If applicable, identify mapped liquefaction areas. Evaluate 
liquefaction hazards in accordance with Section 6.4.2 of the City of San Diego's 
Guidelines for Geotechnical Reports (2011 or most recent edition).  
Liquefaction hazard assessment shall take into account any increase in 
groundwater elevation or groundwater mounding that could occur as a result of 
proposed infiltration or percolation facilities.  
Can full infiltration BMPs be proposed within the DMA without increasing 
liquefaction risks? 

☐ Yes ☐ No 
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Categorization of Infiltration Feasibility Condition based on 
Geotechnical Conditions 

Worksheet C.4-1: Form I-8A2 

2B-4 

Slope Stability. If applicable, perform a slope stability analysis in accordance 
with the ASCE and Southern California Earthquake Center (2002) 
Recommended Procedures for Implementation of DMG Special Publication 
117, Guidelines for Analyzing and Mitigating Landslide Hazards in California 
to determine minimum slope setbacks for full infiltration BMPs. See the City of 
San Diego's Guidelines for Geotechnical Reports (2011) to determine which 
type of slope stability analysis is required.  
Can full infiltration BMPs be proposed within the DMA without increasing 
slope stability risks? 

☐ Yes ☐ No 

2B-5 

Other Geotechnical Hazards. Identify site-specific geotechnical hazards not 
already mentioned (refer to Appendix C.2.1).  
Can full infiltration BMPs be proposed within the DMA without increasing risk 
of geologic or geotechnical hazards not already mentioned? 

☐ Yes ☐ No 

2B-6 

Setbacks. Establish setbacks from underground utilities, structures, and/or 
retaining walls. Reference applicable ASTM or other recognized standard in the 
geotechnical report.  
Can full infiltration BMPs be proposed within the DMA using established 
setbacks from underground utilities, structures, and/or retaining walls? 

☐ Yes ☐ No 

2C 

Mitigation Measures.  Propose mitigation measures for each 
geologic/geotechnical hazard identified in Step 2B. Provide a discussion of 
geologic/geotechnical hazards that would prevent full infiltration BMPs that 
cannot be reasonably mitigated in the geotechnical report. See Appendix C.2.1.8 
for a list of typically reasonable and typically unreasonable mitigation measures. 
Can mitigation measures be proposed to allow for full infiltration BMPs? If 
the question in Step 2 is answered “Yes,” then answer “Yes” to Criteria 2 
Result. 
If the question in Step 2C is answered “No,” then answer “No” to Criteria 2 
Result.  

☐ Yes ☐ No 

Criteria 2 
Result 

Can infiltration greater than 0.5 inches per hour be allowed without increasing 
risk of geologic or geotechnical hazards that cannot be reasonably mitigated to 
an acceptable level? 

☐ Yes ☐ No 

Summarize findings and basis; provide references to related reports or exhibits. 
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Categorization of Infiltration Feasibility Condition based on 
Geotechnical Conditions 

Worksheet C.4-1: Form I-8A2 

Part 1 Result – Full Infiltration Geotechnical Screening 4 Result 

If answers to both Criteria 1 and Criteria 2 are “Yes”, a full infiltration 
design is potentially feasible based on Geotechnical conditions only.  
If either answer to Criteria 1 or Criteria 2 is “No”, a full infiltration design 
is not required.  
   

☐ Full infiltration Condition 
 

☐ Complete Part 2 
 

 

Part 2 – Partial vs. No Infiltration Feasibility Screening Criteria 

 DMA(s) Being Analyzed:  Project Phase:   

  

Criteria 3 : Infiltration Rate Screening 

3A 

NRCS Type C, D, or “urban/unclassified”: Is the mapped hydrologic soil group according to 
the NRCS Web Soil Survey or UC Davis Soil Web Mapper is Type C, D, or “urban/unclassified” 
and corroborated by available site soil data?  

     ☐ Yes; the site is mapped as C soils and a reliable infiltration rate of 0.15 in/hr. is used to size 
partial infiltration BMPS. Answer “Yes” to Criteria 3 Result. 

☐ Yes; the site is mapped as D soils or “urban/unclassified” and a reliable infiltration rate of 
0.05 in/hr. is used to size partial infiltration BMPS. Answer “Yes” to Criteria 3 Result. 

     ☐ No; infiltration testing is conducted (refer to Table D.3-1), continue to Step 3B. 

3B 

Infiltration Testing Result: Is the reliable infiltration rate (i.e. average measured infiltration 
rate/2) greater than 0.05 in/hr. and less than or equal to 0.5 in/hr?  

 

☐ Yes; the site may support partial infiltration. Answer “Yes” to Criteria 3 Result. 

☐ No; the reliable infiltration rate (i.e. average measured rate/2) is less than 0.05 in/hr., partial 
infiltration is not required. Answer “No” to Criteria 3 Result. 

Criteria 3 
Result 

Is the estimated reliable infiltration rate (i.e., average measured infiltration rate/2) greater than or 
equal to 0.05 inches/hour and less than or equal to 0.5 inches/hour at any location within each 
DMA where runoff can reasonably be routed to a BMP?   

☐ Yes; Continue to Criteria 4. 

☐ No: Skip to Part 2 Result. 

                                                           
4 To be completed using gathered site information and best professional judgement considering the definition of MEP in 
the MS4 Permit. Additional testing and/or studies may be required by City Engineer to substantiate findings. 
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Categorization of Infiltration Feasibility Condition based on 
Geotechnical Conditions 

Worksheet C.4-1: Form I-8A2 

Summarize infiltration testing and/or mapping results (i.e. soil maps and series description used for 
infiltration rate). 
 
 
 
 
 
 
 
 

Criteria 4: Geologic/Geotechnical Screening 

4A 

If all questions in Step 4A are answered “Yes,” continue to Step 2B. 
 
For any “No” answer in Step 4A answer “No” to Criteria 4 Result, and submit an “Infiltration 
Feasibility Condition Letter” that meets the requirements in Appendix C.1.1. The 
geologic/geotechnical analyses listed in Appendix C.2.1 do not apply to the DMA because one of 
the following setbacks cannot be avoided and therefore result in the DMA being in a no infiltration 
condition. The setbacks must be the closest horizontal radial distance from the surface edge (at the 
overflow elevation) of the BMP. 

4A-1 
Can the proposed partial infiltration BMP(s) avoid areas with existing fill 
materials greater than 5 feet thick? ☐ Yes 

☐ 
No 

4A-2 
Can the proposed partial infiltration BMP(s) avoid placement within 10 
feet of existing underground utilities, structures, or retaining walls? ☐ Yes 

☐ 
No 

4A-3 
Can the proposed partial infiltration BMP(s) avoid placement within 50 
feet of a natural slope (>25%) or within a distance of 1.5H from fill slopes 
where H is the height of the fill slope? 

☐ Yes 
☐ 
No 

4B 

When full infiltration is determined to be feasible, a geotechnical investigation report must be 
prepared that considers the relevant factors identified in Appendix C.2.1 
 
If all questions in Step 4B are answered “Yes,” then answer “Yes” to Criteria 4 Result. 
If there are any “No” answers continue to Step 4C. 
 

4B-1 

Hydroconsolidation. Analyze hydroconsolidation potential per 
approved ASTM standard due to a proposed full infiltration BMP.  
Can partial infiltration BMPs be proposed within the DMA without 
increasing hydroconsolidation risks? 

☐ Yes 
☐ 
No 

4B-2 

Expansive Soils. Identify expansive soils (soils with an expansion index 
greater than 20) and the extent of such soils due to proposed full 
infiltration BMPs.  
Can partial infiltration BMPs be proposed within the DMA without 
increasing expansive soil risks? 

☐ Yes 
☐ 
No 
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Categorization of Infiltration Feasibility Condition based on 
Geotechnical Conditions 

Worksheet C.4-1: Form I-8A2 

4B-3 

Liquefaction. If applicable, identify mapped liquefaction areas. Evaluate 
liquefaction hazards in accordance with Section 6.4.2 of the City of San 
Diego's Guidelines for Geotechnical Reports (2011).  Liquefaction hazard 
assessment shall take into account any increase in groundwater elevation 
or groundwater mounding that could occur as a result of proposed 
infiltration or percolation facilities.  
Can partial infiltration BMPs be proposed within the DMA without 
increasing liquefaction risks? 

☐ Yes 
☐ 
No 

4B-4 

Slope Stability. If applicable, perform a slope stability analysis in 
accordance with the ASCE and Southern California Earthquake Center 
(2002) Recommended Procedures for Implementation of DMG Special 
Publication 117, Guidelines for Analyzing and Mitigating Landslide 
Hazards in California to determine minimum slope setbacks for full 
infiltration BMPs. See the City of San Diego's Guidelines for Geotechnical 
Reports (2011) to determine which type of slope stability analysis is 
required.  
Can partial infiltration BMPs be proposed within the DMA without 
increasing slope stability risks? 

☐ Yes 
☐ 
No 

4B-5 

Other Geotechnical Hazards. Identify site-specific geotechnical 
hazards not already mentioned (refer to Appendix C.2.1).  
Can partial infiltration BMPs be proposed within the DMA without 
increasing risk of geologic or geotechnical hazards not already mentioned? 

☐ Yes 
☐ 
No 

4B-6 

Setbacks. Establish setbacks from underground utilities, structures, 
and/or retaining walls. Reference applicable ASTM or other recognized 
standard in the geotechnical report.  
Can partial infiltration BMPs be proposed within the DMA using 
recommended setbacks from underground utilities, structures, and/or 
retaining walls? 

☐ Yes 
☐ 
No 

4C 

Mitigation Measures.  Propose mitigation measures for each 
geologic/geotechnical hazard identified in Step 4B. Provide a discussion 
on geologic/geotechnical hazards that would prevent partial infiltration 
BMPs that cannot be reasonably mitigated in the geotechnical report. See 
Appendix C.2.1.8 for a list of typically reasonable and typically 
unreasonable mitigation measures. 
Can mitigation measures be proposed to allow for partial infiltration 
BMPs? If the question in Step 4C is answered “Yes,” then answer “Yes” 
to Criteria 4 Result. 
If the question in Step 4C is answered “No,” then answer “No” to Criteria 
4 Result.  

☐ Yes 
☐ 
No 

Criteria 4 
Result 

Can infiltration of greater than or equal to 0.05 inches/hour and less than 
or equal to 0.5 inches/hour be allowed without increasing the risk of 
geologic or geotechnical hazards that cannot be reasonably mitigated to 
an acceptable level? 

☐ Yes 
☐ 
No 
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Categorization of Infiltration Feasibility Condition based on 
Geotechnical Conditions 

Worksheet C.4-1: Form I-8A2 

Summarize findings and basis; provide references to related reports or exhibits. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Part 2 – Partial Infiltration Geotechnical Screening Result5 Result 

If answers to both Criteria 3 and Criteria 4 are “Yes”, a partial infiltration design is 
potentially feasible based on geotechnical conditions only.  
 
If answers to either Criteria 3 or Criteria 4 is “No”, then infiltration of any volume is 
considered to be infeasible within the site.   
 
 
 

☐ Partial Infiltration 
Condition 
 

☐ No Infiltration 
Condition 

                                                           
5 To be completed using gathered site information and best professional judgement considering the definition of MEP in 
the MS4 Permit. Additional testing and/or studies may be required by City Engineer to substantiate findings. 
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Worksheet C.4-2: Categorization of Infiltration Feasibility Condition based on 
Groundwater and Water Balance Conditions6 

Categorization of Infiltration Feasibility Condition based 
on Groundwater and Water Balance Conditions 

Worksheet C.4-2: Form I-8B7 

Part 1 - Full Infiltration Feasibility Screening Criteria  

DMA(s) Being Analyzed: Project Phase: 

  

Criteria 1: Groundwater Screening 

1A 

Groundwater Depth. Is the depth to seasonally high groundwater tables (normal high depth 
during the wet season) beneath the base of any full infiltration BMP greater than 10 feet? 

 ☐ Yes; continue to Step 1B. 

       ☐ No; The depth to groundwater is less than or equal to 10 feet, but site layout changes or 
reasonable mitigation measures can be proposed to support full infiltration BMPs. Continue to step 
1B.  

☐    ☐ No; The depth to groundwater is less than or equal to 10 feet and site layout changes or 
reasonable mitigation measures cannot be proposed to support full infiltration BMPs. Answer 
“No” for Criteria 1 Result.  

1B 

Contaminated Soil/Groundwater. Are proposed full infiltration BMPs at least 250 feet away from 
contaminated soil or groundwater sites? This can be confirmed using GeoTracker 
(geotracker.waterboards.ca.gov) to identify open contaminated sites. The setbacks must be the closest 
horizontal radial distance from the surface edge (at the overflow elevation) of the BMP.   

☐   ☐ Yes; continue to Step 1C. 

☐ No; However, site layout changes or reasonable mitigation measures can be proposed to support 
full infiltration BMPs. Continue to Step 1C. 

☐ No; Site layout changes or reasonable mitigation measures cannot be proposed to support full 
infiltration BMPs. Answer “No” to Criteria 1 Result.  

                                                           
6 Note that it is not required to investigate each and every criterion in the worksheet, a single “no” answer in Part 1, Part 
2, part 3, or Part 4 determines a full, partial, or no infiltration condition. 
7 This form must be completed each time there is a change to the site layout that would affect the infiltration feasibility 
condition. Previously completed forms shall be retained to document the evolution of the site storm water design. 
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Categorization of Infiltration Feasibility Condition based 
on Groundwater and Water Balance Conditions 

Worksheet C.4-2: Form I-8B7 

1C 

Inadequate Soil Treatment Capacity. Are full infiltration BMPs proposed in DMA soils that 
have adequate soil treatment capacity?  
The DMA has adequate soil treatment capacity if ALL of the following criteria (detailed in C.2.2.1) 
for all soil layers beneath the infiltrating surface are met: 

• USDA texture class is sandy loam or loam or silt loam or silt or sandy clay loam or clay 
loam or silty clay loam or sandy clay or silty clay or clay; and 

• Cation Exchange Capacity (CEC) greater than 5 milliequivalents/100g; and 

• Soil organic matter is greater than 1%; and 

• Groundwater table is equal to or greater than 10 feet beneath the base of the full infiltration 
BMP. 

☐   ☐ Yes; continue to Step 1D. 

☐ No; However, site layout changes or reasonable mitigation measures can be proposed to support 
full infiltration BMPs. Continue to Step 1D. 

☐ No; Site layout changes or reasonable mitigation measures cannot be proposed to support full 
infiltration BMPs. Answer “No” to Criteria 1 Result. 

1D 

Other Groundwater Contamination Hazards. Are there site-specific groundwater contamination 
hazards not already mentioned (refer to Appendix C.2.2) that can be reasonably mitigated to support 
full infiltration BMPs?  

☐   ☐ Yes; there are other contamination hazards identified that can be mitigated. Answer “Yes” to 
Criteria 1 Result.  

☐ No; there are other contamination hazards identified that cannot be mitigated. Answer “No” to 
Criteria 1 Result. 

☐ N/A; no contamination hazards are identified. Answer “Yes” to Criteria 1 Result. 

Criteria 
1 Result 

Can infiltration greater than 0.5 inches per hour be allowed without increasing risk of groundwater 
contamination that cannot be reasonably mitigated to an acceptable level? See Appendix C.2.2.8 for 
a list of typically reasonable and typically unreasonable mitigation measures.  

☐ Yes; Continue to Part 1, Criteria 2. 

☐ No; Continue to Part 1 Result. 

Summarize groundwater quality and any mitigation measures proposed.  Documentation should focus on 
groundwater table, mapped soil types and contaminated site locations.  
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Categorization of Infiltration Feasibility Condition based 
on Groundwater and Water Balance Conditions 

Worksheet C.4-2: Form I-8B7 

Criteria 2: Water Balance Screening 

2A 

Ephemeral Stream Setback. Does the proposed full infiltration BMP meet both the following? 

• The full infiltration BMP is located at least 250 feet away from an ephemeral stream; AND 

• The bottom surface of the full infiltration BMP is at a depth 20 feet or greater from 
seasonally high groundwater tables.   

☐   ☐ Yes; Answer “Yes” to Criteria 2 Result.  

☐ No; Continue to Step 2B.   

2B 

Mitigation Measures. Can site layout changes be proposed to support full infiltration BMPs? 

☐ Yes; the site can be reconfigured to mitigate potential water balance issues. Answer “Yes” to 
Criteria 2 Result. 

☐ No; the site cannot be reconfigured to mitigate potential water balance issues. Continue to Step 
2C and provide discussion. 

2C 

Additional studies. Do additional studies support full infiltration BMPs? 
In the event that water balance effects are used to reject full infiltration (anticipated to be rare), 
additional analysis shall be completed and documented by a qualified professional indicating the site-
specific information evaluated and the technical basis for this finding. 

☐ Yes; Answer “Yes” to Criteria 2 Result.  

☐ No; Answer “No” to Criteria 2 Result.  

Criteria 2 
Result 

Can infiltration greater than 0.5 inches per hour be allowed without causing potential water balance 
issues such as change of seasonality of ephemeral streams?  

☐ Yes; Continue to Part 1 Result.  

☐ No; Continue to Part 1 Result.  

Summarize potential water balance effects.  Documentation should focus on mapping and soil data regarding 
proximity to ephemeral streams and groundwater depth.    

Part 1 – Full Infiltration Groundwater and Water Balance Screening Result8 Result 

If answers to Criteria 1 and 2 are “Yes”, a full infiltration design is potentially feasible. 
The feasibility screening category is Full Infiltration based on groundwater conditions. 
 
If answer to Criteria 1 or Criteria 2 is “No”, infiltration may be possible to some extent 
but would not generally be feasible or desirable to achieve a “full infiltration” design 
based on groundwater conditions. Proceed to Part 2. 

☐ Full Infiltration 
 

☐ Complete Part 2 

 

                                                           
8 To be completed using gathered site information and best professional judgement considering the definition of MEP in the MS4 Permit. 

Additional testing and/or studies may be required by City Engineer to substantiate findings. 
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Categorization of Infiltration Feasibility Condition based 
on Groundwater and Water Balance Conditions 

Worksheet C.4-2: Form I-8B7 

Part 2 – Partial vs. No Infiltration Feasibility Screening Criteria 

DMA(s) Being Analyzed: Project Phase: 

  

Criteria 3: Groundwater Screening 

      Contaminated Soil/Groundwater. Are partial infiltration BMPs proposed at least 100 feet away from 
contaminated soil or groundwater sites? This can be confirmed using GeoTracker 
(geotracker.waterboards.ca.gov) to identify open contaminated sites.  This criterion is intentionally a smaller 
radius than full infiltration, as the potential quantity of infiltration from partial infiltration BMPs is smaller. 

☐   ☐ Yes; Answer “Yes” to Criteria 3 Result. 

☐ No; However, site layout changes can be proposed to avoid contaminated soils or soils that lack adequate 
treatment capacity. Select “Yes” to Criteria 3 Result. It is a requirement for the SWQMP preparer to identify 
potential mitigation measures.  

☐ No; Contaminated soils or soils that lack adequate treatment capacity cannot be avoided and partial 
infiltration BMPs are not feasible. Select “No” to Criteria 3 Result.  

Criteria 3 Result: Can infiltration of greater than or equal to 0.05 inches/hour and less than or equal to 0.5 
inches/hour be allowed without increasing risk of groundwater contamination that cannot be reasonably 
mitigated to an acceptable level?  

☐ Yes; Continue to Part 2, Criteria 4. 

If   ☐ No; Skip to Part 2 Result. 

Summarize findings and basis.  Documentation should focus on mapped soil types and contaminated site 
locations.     
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Categorization of Infiltration Feasibility Condition based 
on Groundwater and Water Balance Conditions 

Worksheet C.4-2: Form I-8B7 

Criteria 4: Water Balance Screening 

    Additional studies. In the event that water balance effects are used to reject partial infiltration (anticipated to be 
rare), a qualified professional must provide an analysis of the incremental effects of partial infiltration BMPs on 
the water balance compared to incidental infiltration under a no infiltration scenario (e.g. precipitation, irrigation, 
etc.). 

Criteria 4 Result: Can infiltration of greater than or equal to 0.05 inches/hour and less than or equal to 0.5 
inches/hour be allowed without causing potential water balance issues such as change of seasonality of ephemeral 
streams?  

☐ Yes: Continue to Part 2 Result. 

If   ☐ No: Continue to Part 2 Result. 

Summarize potential water balance effects.  Documentation should focus on mapping and soil data regarding 
proximity to ephemeral streams and groundwater depth.     
 
 

Part 2 – Partial Infiltration Groundwater and Water Balance Screening Result9 Result 

If answers to Criteria 3 and Criteria 4 are “Yes”, a partial infiltration design is potentially 
feasible. The feasibility screening category is Partial Infiltration based on groundwater and 
water balance conditions.  
 
If answer to Criteria 3 or Criteria 4 is “No”, then infiltration of any volume is considered to 
be infeasible within the site.  The feasibility screening category is No Infiltration based on 
groundwater or water balance condition.   
 
 
 
 
 
 

☐ Partial 
Infiltration 
Condition 
 

☐ No 
Infiltration 
Condition 

 

                                                           
9 To be completed using gathered site information and best professional judgement considering the definition of MEP in 
the MS4 Permit. Additional testing and/or studies may be required by City Engineer to substantiate findings. 
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Worksheet C.4-3: Infiltration and Groundwater Protection for Full Infiltration BMPs 

Infiltration and Groundwater Protection Worksheet C.4-3  

Criteria Question Yes No 

1 
Will the storm water runoff undergo pretreatment such as sedimentation or 
filtration prior to infiltration? ☐ ☐ 

2 
Are pollution prevention and source control BMPs implemented at a level 
appropriate to protect groundwater quality for areas draining to infiltration 
BMPs? 

☐ ☐ 

3 

Is the vertical distance from the base of the full infiltration BMP to the seasonal 
high groundwater mark greater than 10 feet?  
This vertical distance may be reduced when the groundwater basin does not 
support beneficial uses and the groundwater quality is maintained 

☐ ☐ 

4 

Does the soil through which infiltration is to occur have physical and chemical 
characteristics that are adequate for proper infiltration durations and treatment 
of runoff for the protection of groundwater beneficial uses? Refer to Appendix 
C.3.1. 

☐ ☐ 

5 

Is the following statement true? 
Full infiltration BMPs are not used for areas of industrial or light industrial 
activity, and other high threat to water quality land uses and activities, unless 
source control BMPs to prevent exposure of high threat activities are 
implemented, or runoff from such activities is first treated or filtered to remove 
pollutants prior to infiltration. 

☐ ☐ 

6 
Is the full infiltration BMP located at a distance greater than 100 feet 
horizontally from any water supply well? ☐ ☐ 

Basis and Documentation: 
 
 
 
 
 
 
 
 
 
 
 
 
All the answers for Criteria 1 to 6 must be “Yes” for acceptance of a full infiltration BMP. 
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C.4 Feasibility Screening Exhibits 

Table C.4-1 lists the feasibility screening exhibits that were generated using readily available GIS data 
sets to assist the project applicant during planning phase.  

Table C.4-1: Feasibility Screening Exhibits 

Figures Layer Data Sources 

C.1 Soils 

Hydrologic 
Soil Group – 
A, B, C, D 

NRCS Web Soil Survey  
http://websoilsurvey.sc.egov.usda.gov/ 

Hydric Soils 

USDA Web Soil Survey. Hydric soils, (ratings of 100) were 
classified as hydric. 
http://websoilsurvey.sc.egov.usda.gov/App/HomePage.
htm 

C.2: Slopes and 
Geologic 
Hazards 

Slopes >25% 
SanGIS 
http://www.sangis.org/ 

Liquefaction 
Potential 

SanGIS 
http://www.sangis.org/ 

Landslide 
Potential 

SanGIS Geologic Hazards layer. Subset of polygons with 
hazard codes related to landslides was selected. This data is 
limited to the City of San Diego Boundary. 
http://www.sangis.org/ 

C.3: 
Groundwater 
Table 
Elevations 

Groundwater 
Depths 

GeoTracker. Data downloaded for San Diego county from 
2014 and 2013. In cases where there were multiple 
measurements made at the same well, the average was taken 
over that year. 
http://geotracker.waterboards.ca.gov/data_download_b
y_county.asp 

C.4: 
Contaminated 
Sites 

Contaminate
d soils and/or 
groundwater 
sites 

GeoTracker. Data downloaded for San Diego county and 
limited to active cleanup sites 
http://geotracker.waterboards.ca.gov/ 
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Appendix  

D 

 

Appendix D: Approved Infiltration Rate 

Assessment Methods for Selection of Storm 

Water BMPs 

 Introduction  

Characterization of potential infiltration rates is a critical step in evaluating the degree to which 
infiltration can be used to reduce storm water runoff volume. This appendix is intended to provide 
guidance to help answer the following questions: 

1. How and where does infiltration testing fit into the project development process? 

Section D.2 discusses the role of infiltration testing in different stage of project development 
and how to plan a phased investigation approach.  

2. What infiltration rate assessment methods are acceptable?  

Section D.3 describes the infiltration rate assessment methods that are acceptable.  

3. What factors should be considered in selecting the most appropriate testing method 
for a project? 

Section D.4 provides guidance on site-specific considerations that influence which 
assessment methods are most appropriate. 

4. How should factors of safety be selected and applied to, for BMP selection and design? 

Section D.5 provides guidance for selecting a safety factor. 

Note, that this appendix does not consider other feasibility criteria that may make infiltration 
infeasible, such as groundwater contamination and geotechnical considerations (these are covered in 
Appendix C). In general, infiltration testing should only be conducted after other feasibility criteria 
specified in this manual have been evaluated and cleared.  
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 Role of Infiltration Testing in Different Stages of 

Project Development 

In the process of planning and designing infiltration facilities, there are a number of ways that 
infiltration testing or estimation factors into project development, as summarized in Table D.2-1. 
When selecting infiltration testing methods, the geotechnical engineer shall select methods applicable 
to the relevant project phase. 

Table D.2-1: Role of Infiltration Testing 

Project 
Phase 

Key Questions General Assessment Strategies 

Planning 
Phase 

• Where within the project area is 
infiltration potentially feasible?  

• What volume reduction 
approaches are potentially suitable 
for my project?  

 

• Use existing data and maps to the extent 
possible 

• Use less expensive methods to allow a 
broader area to be investigated more rapidly 

• Reach tentative conclusions that are subject 
to confirmation/refinement at the design 
phase 

BMP  
Phase 

• What infiltration rates should be 
used to design infiltration and 
biofiltration facilities?  

• What factor of safety should be 
applied?  

• Use more rigorous testing methods at 
specific BMP locations 

• Support or modify preliminary feasibility 
findings 

• Estimate design infiltration rates with 
appropriate factors of safety 

 Guidance for Selecting Infiltration Testing Methods 

The geotechnical engineer shall select appropriate testing methods for the site conditions, subject to 
the engineer’s discretion and approval of the City Engineer, that are adequate to meet the burden of 
proof that is applicable at each phase of the project design (See Table 1-1): 

• At the planning phase, testing/evaluation method must be selected to provide a reliable 
estimate of the locations where infiltration is feasible and allow a reasonably confident 
determination of infiltration feasibilility to support the selection between full infiltration, 
partial infiltration, and no infiltration BMPs. 

• At the design phase, the testing method must be selected to provide a reliable infiltration rate 
to be used in design. The degree of certainty provided by the selected test should be considered  

Table D.3-1 provides a matrix comparison of these methods. Appendices D.3.1 to D.3.3 provide a 
summary of each method. This appendix is not intended to be an exhaustive reference on infiltration 
testing at this time. It does not attempt to discuss every method for testing, nor is it intended to 
provide step-by-step procedures for each method. The user is directed to supplemental resources 
(referenced in this appendix) or other appropriate references for more specific information. 
Alternative testing methods are allowed with appropriate rationales and documentation.  
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To select an infiltration testing method, it is important to understand how each test is applied and 
what specific physical properties the test is designed to measure. Infiltration testing methods vary 
considerably in these regards. For example, a borehole percolation test is conducted by drilling a 
borehole, filling a portion of the hole with water, and monitoring the rate of fall of the water. This 
test directly measures the three dimensional flux of water into the walls and bottom of the borehole. 
An approximate correction is applied to indirectly estimate the vertical hydraulic conductivity from 
the results of the borehole test. In contrast, a double-ring infiltrometer test is conducted from the 
ground surface and is intended to provide a direct estimate of vertical (one-dimensional) infiltration 
rate at this point. Both of these methods are applicable under different conditions. 

Submit  the field  test measurements and tabulated  results  for  each location  tested.  Submit  the 
calculated  infiltration  rate and method of  calculation.  For  the purposes of  this  manual, saturated 
hydraulic conductivity and infiltration rate may  be assumed to be equal.  

Table D.3-1: Comparision of Infiltration Rate Estimation and Testing Methods1 

Test Suitability at Planning Phase Suitability at Design Phase2 

NRCS Soil Survey Maps 

Yes, but mapped soil types must 
be confirmed with site 
observations. Regional soil maps 
are known to contain inaccuracies 
at the scale of typical development 
sites. 

Yes, for partial infiltration 
designs when mapped soils are 
corroborated with soil samples 
collected during investigation 
activities. 
No, for full infiltration designs. 

Grain Size Analysis 

Not preferred. Should only be used 
if a strong correlation has been 
developed between grain size 
analysis and measured infiltration 
rates testing results of site soils. 

No 

Cone Penetrometer 
Testing (CPT) 

Not preferred. Should only be used 
if a strong correlation has been 
developed between CPT results 
and measured infiltration rates 
testing results of site soils. 

No 

Simple Open Pit Test Yes 

Yes, with appropriate 
correction for infiltration into 
side walls and elevated factor 
of safety. 

                                                 

1  Percolation rates measured in pit tests and borehole percolation tests should be converted to  
infiltration rates using the Porchet method (Appendix D.3.4). 

2 Design phase confirmation of infiltration rate is only required if full infiltration BMPs are proposed.   Partial 
infiltration BMPs are not as sensitive to infiltration rate and do not warrant design phase 
verification 
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Test Suitability at Planning Phase Suitability at Design Phase2 

Open Pit Falling Head 
Test 

Yes 

Yes, with appropriate 
correction for infiltration into 
side walls and elevated factor 
of safety. 

Double Ring 
Infiltrometer Test 
(ASTM 3385) 

Yes Yes 

Single Ring Infiltrometer 
Test 

Yes Yes 

Large-scale Pilot 
Infiltration Test 

Yes, but generally cost prohibitive 
and too water-intensive for 
preliminary screening of a large 
area. 

Yes, but should consider 
relatively large water demand 
associated with this test. 

Smaller-scale Pilot 
Infiltration Test 
 

Yes Yes 

Well Permeameter 
Method  
(USBR 7300-89) 

Yes Yes 

Borehole Percolation 
Tests (various methods) 

Yes; reliability of this test can be 
improved by obtaining a 
continuous core where tests are 
conducted. 

Yes in areas of proposed cut 
where other tests are not 
possible; a continuous boring 
log should be recorded and 
used to interpret test; should 
be confirmed with a more 
direct measurement following 
excavation. 

Laboratory Permeability 
Tests (e.g., ASTM 
D2434) 

Yes, only suitable for evaluating 
potential infiltration rates in 
proposed fill areas. For sites with 
proposed cut, it is preferred to do 
a borehole percolation test at the 
proposed grade instead of 
analyzing samples in the lab. A 
combination of both tests may 
improve reliability. 

No. However, may be part of a 
line of evidence for estimating 
the design infiltration of partial 
infiltration BMPs constructed 
in future compacted fill. 

Table D.3-2 provides recommendations for number of tests, based on test method, needed to provide 
adequate characterization of the design phase infiltration rate. Testing must be done at the location 
and elevation of proposed infiltration BMPs. This guidance is only applicable for  full  infiltration 
BMPs at the design phase. It is not applicable for planning phase investigations or for design of partial 
infiltration BMPs. The “low” and “medium” concerns relate to the factor of safety presented in 
Appendix D.5. 
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Table D.3-2:  Recommended Replicagtes and Levels of Conceren for Design Phase 
Infiltration Testing for Full Infiltration Design 

Test Method 
Category 

Small BMPs 
(BMP area < 250 

ft2) 

Medium BMPs 
(BMP area < 2,000 

ft2) 

Large BMPs 
(BMP area > 2,000 

ft2) 

Pit Testing Methods: 
Large-scale PIT 
Smaller-scale PIT  

2 tests = Low 
Concern  
 

2+ tests = Low 
Concern  
 

2 tests per 5,000 ft2 =  

Medium Concern 
3+ tests per 5,000 
ft2=     

Surface 
Infiltrometer Tests 
and Smaller Pit 
Testing Methods: 
Simple Open Pit 
Open Pit Falling Head 
Single Ring 
Double ring 
Other surface 
infiltrometer methods  

2 tests = Medium 
Concern 
3+ tests = Low 
Concern  
 

3 tests = Medium 
Concern 
4+ tests = Low 
Concern  
 

Low Concern  
3 tests per 5,000 ft2=  
Medium Concern 
5+ tests per 5,000 
ft2=  
Low Concern  
 

Well and Borehole 
Permeameter 
Methods 
(must be accompanied 
by bore logs to be 
suitable for design 
phase)  

2 tests = Medium 
Concern 
3+ tests = Low 
Concern 

3 tests = Medium 
Concern 
4+ tests = Low 
Concern 

3 tests per 5,000 ft2 =  
Medium Concern 
5+ tests per 5,000 
ft2=  
Low Concern 

Mapping or soil 
texture methods 

Not Acceptable for Full Infiltration Design Phase 

D.3.1 Desktop Approaches and Data Correlation Methods 

This section reviews common methods used to evaluate infiltration characteristics based on desktop-
available information, such as GIS data. This section also introduces methods for estimating 
infiltration properties via correlations with other measurements.    

D.3.1.1 NRCS Soil Survey Maps 

NRCS Soil Survey maps (http://websoilsurvey.nrcs.usda.gov/app/HomePage.htm) can be used to 
estimate preliminary feasibility conditions, specifically by mapping hydrologic soil groups, soil texture 
classes, and presence of hydric soils relative to the site layout. For feasibility determinations, mapped 
conditions must be supplemented with available data from the site (e.g., soil borings, observed soil 
textures, biological indicators). The presence of D soils, if confirmed by available data, provides a 
reasonable basis to determine that full infiltration is not feasible for a given DMA. 

http://websoilsurvey.nrcs.usda.gov/app/HomePage.htm
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D.3.1.2 Grain Size Analysis Testing and Correlations to Infiltration Rate 

Hydraulic conductivity can be estimated indirectly from correlations with soil grain-size distributions. 
While this method is approximate, correlations have been relatively well established for some soil 
conditions. One of the most commonly used correlations between grain size parameters and hydraulic 
conductivity is the Hazen (1892, 1911) empirical formula (Philips and Kitch, 2011), but a variety of 
others have been developed. Correlations must be developed based on testing of site-specific soils.  
For the purposes of this manual, saturated hydraulic conductivity and infiltration rate can  be assumed 
to be equal.  

D.3.1.3 Cone Penetrometer Testing and Correlations to Infiltration Rate 

Hydraulic conductivity can also be estimated indirectly from cone penetrometer testing (CPT). A cone 
penetrometer test involves advancing a small probe into the soil and measuring the relative resistance 
encountered by the probe as it is advanced. The signal returned from this test can be interpreted to 
yield estimated soil types and the location of key transitions between soil layers. If this method is used, 
correlations must be developed based on testing of site-specific soils.  For the purposes of this manual, 
saturated hydraulic conductivity and infiltration rate can  be assumed to be equal. 

D.3.2 Surface and Shallow Excavation Methods 

This section describes tests that are conducted at the ground surface or within shallow excavations 
close to the ground surface. These tests are generally applicable for cases where the bottom of the 
infiltration system will be near the existing ground surface. They can also be conducted to confirm the 
results of borehole methods after excavation/site grading has been completed. 

 Simple Open Pit Test  

The Simple Open Pit Test is most appropriate for planning level screening of infiltration feasibility. 
Although it is similar to Open Pit Falling Head tests used for establishing a design infiltration rate (see 
below), the Simple Open Pit Test is less rigorous and is generally conducted to a lower standard of 
care. This test can be conducted by a nonprofessional as part of planning level screening phase.  

The Simple Open Pit Test is a falling head test in which a hole at least two feet in diameter is filled 
with water to a level of 6” above the bottom. Water level is checked and recorded regularly until either 
an hour has passed or the entire volume has infiltrated. The test is repeated two more times in 
succession and the rate at which the water level falls in the third test is used as the infiltration rate.  
Measured percolation  rate shall   be converted to an  infiltration  rate using  the Porchet method 
(Appendix D.3.4).    

This test has the advantage of being inexpensive to conduct. Yet it is believed to be fairly reliable for 
screening as the dimensions of the test are similar, proportionally, to the dimensions of a typical BMP. 
The key limitations of this test are that it measures a relatively small area, does not necessarily result 
in a precise measurement, and may not be uniformly implemented.  

Source: City of Portland, 2008. Storm water Management Manual 

 Open Pit Falling Head Test  

This test is similar to the Simple Open Pit Test, but covers a larger footprint, includes more specific 
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instructions, returns more precise measurements, and generally should be overseen by a geotechnical 
professional. Nonetheless, it remains a relatively simple test.  

To perform this test, a hole is excavated at least 2 feet wide by 4 feet long (larger is preferred) and to 
a depth of at least 12 inches. The bottom of the hole should be approximately at the depth of the 
proposed infiltrating surface of the BMP. The hole is pre-soaked by filling it with water at least a foot 
above the soil to be tested and leaving it at least 4 hours (or overnight if clays are present).  After pre-
soaking, the hole is refilled to a depth of 12 inches and allow it to drain for one hour (2 hours for 
slower soils), measuring the rate at which the water level drops.  The test is then repeated until 
successive trials yield a result with less than 10 percent change.  

In comparison to a double-ring infiltrometer, this test has the advantage of measuring infiltration over 
a larger area and better resembles the dimensionality of a typical small scale BMP. Because it includes 
both vertical and lateral infiltration, it should be adjusted to estimate design rates for larger scale BMPs.  

 Double Ring Infiltrometer Test (ASTM 3385) 

The Double Ring Infiltrometer was originally developed to estimate the saturated hydraulic 
conductivity of low permeability materials, such as clay liners for ponds, but has seen significant use 
in storm water applications. The most recent revision of this method from 2009 is known as ASTM 
3385-09. The testing apparatus is designed with concentric rings that form an inner ring and an annulus 
between the inner and outer rings. Infiltration from the annulus between the two rings is intended to 
saturate the soil outside of the inner ring such that infiltration from the inner ring is restricted primarily 
to the vertical direction.  

To conduct this test, both the center ring and annulus between the rings are filled with water. There 
is no pre-wetting of the soil in this test. However, a constant head of 1 to 6 inches is maintained for 6 
hours, or until a constant flow rate is established.  Both the inner flow rate and annular flow rate are 
recorded, but if they are different, the inner flow rate should be used. There are a variety of approaches 
that are used to maintain a constant head on the system, including use of a Mariotte tube, constant 
level float valves, or manual observation and filling. This test must be conducted at the elevation of 
the proposed infiltrating surface; therefore application of this test is limited in cases where the 
infiltration surface is a significant distance below existing grade at the time of testing. 

However, given the small diameter of the inner ring (standard diameter is 12 inches, but it can be 
larger), this test only measures infiltration rate in a small area. Additionally, given the small quantity of 
water used in this test compared to larger scale tests, this test may be biased high in cases where the 
long term infiltration rate is governed by groundwater mounding and the rate at which mounding 
dissipates (i.e., the capacity of the infiltration receptor). Finally, the added effort and cost of isolating 
vertical infiltration rate may not necessarily be warranted considering that BMPs typically have a lateral 
component of infiltration as well. Therefore, while this method has the advantages of being technical 
rigorous and well standardized, it should not necessarily be assumed to be the most representative test 
for estimating full-scale infiltration rates. Source: American Society for Testing and Materials (ASTM) 
International (2009) 

 Single Ring Infiltrometer Test  

The single ring Infiltrometer test is not a standardized ASTM test, however it is a relatively well-
controlled test and shares many similarities with the ASTM standard double ring infiltrometer test 
(ASTM 3385-09). This test is a constant head test using a large ring (preferably greater than 40 inches 
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in diameter) usually driven 12 inches into the soil. Water is ponded above the surface. The rate of 
water addition is recorded and infiltration rate is determined after the flow rate has stabilized. Water 
can be added either manually or automatically. 

The single ring used in this test tends to be larger than the inner ring used in the double ring test. 
Driving the ring into the ground limits lateral infiltration; however some lateral infiltration is generally 
considered to occur. Experience in Riverside County (CA) has shown that this test gives results that 
are close to full-scale infiltration facilities. The primary advantages of this test are that it is relatively 
simple to conduct and has a larger footprint (compared to the double-ring method) and restricts 
horizontal infiltration and is more standardized (compared to open pit methods). However, it is still a 
relatively small scale test and can only be reasonably conducted near the existing ground surface.  

 Large-scale Pilot Infiltration Test 

As its name implies, this test is closer in scale to a full-scale infiltration facility. This test was developed 
by Washington State Department of Ecology specifically for storm water applications. 

To perform this test, a test pit is excavated with a horizontal surface area of roughly 100 square feet 
to a depth that allows 3 to 4 feet of ponding above the expected bottom of the infiltration facility.  
Water is continually pumped into the system to maintain a constant water level (between 3 and 4 feet 
about the bottom of the pit, but not more than the estimated water depth in the proposed facility) and 
the flow rate is recorded. The test is continued until the flow rate stabilizes. Infiltration rate is 
calculated by dividing the flow rate by the surface area of the pit. Similar to other open pit test, this 
test is known to result in a slight bias high because infiltration also moves laterally through the walls 
of the pit during the test. Washington State Department of Ecology requires a correction factor of 
0.75 (factor of safety of 1.33) be applied to results. 

This test has the advantage of being more resistant to bias from localized soil variability and being 
more similar to the dimensionality and scale of full scale BMPs. It is also more likely to detect long 
term decline in infiltration rates associated with groundwater mounding. As such, it remains the 
preferred test for establishing design infiltration rates in Western Washington (Washington State 
Department of Ecology, 2012). In a comparative evaluation of test methods, this method was found 
to provide a more reliable estimate of full-scale infiltration rate than double ring infiltrometer and 
borehole percolation tests (Philips and Kitch 2011).  

The difficulty encountered in this method is that it requires a larger area be excavated than the other 
methods, and this in turn requires larger equipment for excavation and a greater supply of water. 
However, this method should be strongly considered when less information is known about spatial 
variability of soils and/or a higher degree of certainty in estimated infiltration rates is desired.  

Source: Washington State Department of Ecology, 2012. 

 Smaller-scale Pilot Infiltration Test 

The smaller-scale PIT is conducted similarly to the large-scale PIT but involves a smaller excavation, 
ranging from 20 to 32 square feet instead of 100 square feet for the large-scale PIT, with similar depths. 
The primary advantage of this test compared to the full-scale PIT is that it requires less excavation 
volume and less water. It may be more suitable for small-scale distributed infiltration controls where 
the need to conduct a greater number of tests outweighs the accuracy that must be obtained in each 
test, and where groundwater mounding is not as likely to be an issue. Washington State Department 
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of Ecology establishes a correction factor of 0.5 (factor of safety of 2.0) for this test in comparison to 
0.75 (factor of safety of 1.33) for the large-scale PIT to account for a greater fraction of water 
infiltrating through the walls of the excavation and lower degree of certainty related to spatial 
variability of soils.  

D.3.3 Deeper Subsurface Tests 

 Well Permeameter Method (USBR 7300-89) 

Well permeameter methods were originally developed for purposes of assessing aquifer permeability 
and associated yield of drinking water wells. This family of tests is most applicable in situations in 
which infiltration facilities will be placed substantially below existing grade, which limits the use of 
surface testing methods.  

In general, this test involves drilling a 6 inch to 8 inch test well to the depth of interest and maintaining 
a constant head until a constant flow rate has been achieved.  Water level is maintained with down-
hole floats. The Porchet method (Appendix D.3.4) or the nomographs provided in the USBR 
Drainage Manual (United States Department of the Interior, Bureau of Reclamation, 1993) are used 
to convert the measured rate of percolation to an estimate of vertical hydraulic conductivity. A smaller 
diameter boring may be adequate, however this then requires a different correction factor to account 
for the increased variability expected.  

While these tests have applicability in screening level analysis, considerable uncertainty is introduced 
in the step of converting direct percolation measurements to estimates of vertical infiltration. 
Additionally, this testing method is prone to yielding erroneous results cases where the vertical horizon 
of the test intersects with minor lenses of sandy soils that allow water to dissipate laterally at a much 
greater rate than would be expected in a full-scale facility. To improve the interpretation of this test 
method, a continuous bore log should be inspected to determine whether thin lenses of material may 
be biasing results at the strata where testing is conducted. Consult USBR procedure 7300-89 for more 
details. 

Source: (United States Department of the Interior, Bureau of Reclamation, 1990, 1993)  

 Borehole Percolation Tests (various methods) 

Borehole percolation tests were originally developed as empirical tests to estimate the capacity of 
onsite sewage disposal systems (septic system leach fields), but have more recently been adopted into 
use for evaluating storm water infiltration.  Similar to the well permeameter method, borehole 
percolation methods primarily measure lateral infiltration into the walls of the boring and are designed 
for situations in which infiltration facilities will be placed well below current grade. The percolation 
rate obtained in this test should be converted to an infiltration rate using a technique such as the 
Porchet method (Appendix D.3.4).  

This test is generally implemented similarly to the USBR Well Permeameter Method.  Per the Riverside 
County Borehole Percolation method, a hole is bored to a depth at least 5 times the borehole radius. 
The hole is presoaked for 24 hours (or at least 2 hours if sandy soils with no clay).  The hole is filled 
to approximately the anticipated top of the proposed infiltration basin. Rates of fall are measured for 
six hours, refilling each half hour (or 10 minutes for sand). Tests are generally repeated until consistent 
results are obtained.  
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The same limitations described for the well permeameter method apply to borehole percolation tests, 
and their applicability is generally limited to initial screening. To improve the interpretation of this test 
method, a continuous soil core can be extracted from the hole and below the test depth, following 
testing, to determine whether thin lenses of material may be biasing results at the strata where testing 
is conducted.  

Sources: Riverside County Percolation Test (2011), California Test 750 (Caltrans, 1986), San 
Bernardino County Percolation Test (1992); USEPA Falling Head Test (USEPA, 1980). 

D.3.4 Percolation Rate Conversion Example 

Measured percolation rate should be converted to an infiltration rate using the Porchet method (aka 
Inverse Borehole Method). See example below for the conversion. 

Given:  

• Time interval, Δt = 10 minutes 

• Initial depth to water, Do = 12.25 inches 

• Final depth to water, Df = 13.75 inches 

• Total depth of test hole, DT = 60 inches 

• Test hole radius1, r = 4 inches 

Required: 

• Determine the tested infiltration rate based on Porchet’s method. 

Solution: 

1. Solve for the height of water at the beginning of the selected time interval, Ho: 

𝐻𝑜 = 𝐷𝑇 − 𝐷𝑜 = 60 − 12.25 = 47.75 𝑖𝑛𝑐ℎ𝑒𝑠 

2. Solve for the height of water at the end of the selected time interval, Hf: 

𝐻𝑓 = 𝐷𝑇 − 𝐷𝑓 = 60 − 13.75 = 46.25 𝑖𝑛𝑐ℎ𝑒𝑠 

3. Solve for the change in height of water over the selected time interval, ΔH: 

Δ𝐻 = 𝐻𝑜 − 𝐻𝑓 = 47.75 − 46.25 = 1.50 𝑖𝑛𝑐ℎ𝑒𝑠 

4. Calculate the average head over the selected time interval, Havg: 

𝐻𝑎𝑣𝑔 =
𝐻𝑜 + 𝐻𝑓

2
=

47.75 + 46.25

2
= 47.00 𝑖𝑛𝑐ℎ𝑒𝑠 

5. Calculate the tested infiltration rate, It, using the following equation:  

𝐼𝑡 =
Δ𝐻(60𝑟)

Δ𝑡(𝑟 + 2𝐻𝑎𝑣𝑔)
=

(1.50 𝑖𝑛) (60
𝑚𝑖𝑛
ℎ𝑟

) (4 𝑖𝑛)

(10 min)((4 in) + 2(47 in))
= 0.37 𝑖𝑛/ℎ𝑟 

Notes:  

1The equivalent radius should be determined for rectangular holes based on the area of the 

rectangular test hole (i.e., r=(A/π)0.5)  
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 Specific Considerations for Infiltration Testing 

The following subsections are intended to address specific topics that commonly arise in 
characterizing infiltration rates.  

 Hydraulic Conductivity versus Infiltration Rate 

versusPercolation Rate 

A common misunderstanding is that the “percolation rate” obtained from a percolation test is 
equivalent to the “infiltration rate” obtained from tests such as a single or double ring infiltrometer 
test which is equivalent to the “saturated hydraulic conductivity”. In fact, these terms have different 
meanings. Saturated hydraulic conductivity is an intrinsic property of a specific soil sample under a 
given degree of compaction. It is a coefficient in Darcy’s equation (Darcy 1856) that characterizes the 
flux of water that will occur under a given gradient. The measurement of saturated hydraulic 
conductivity in a laboratory test is typically referred to as “permeability”, which is a function of the 
density, structure, stratification, fines, and discontinuities of a given sample under given controlled 
conditions.  In contrast, infiltration rate is an empirical observation of the rate of flux of water into a 
given soil structure under long term ponding conditions. Similarly to permeability, infiltration rate can 
be limited by a number of factors including the layering of soil, density, discontinuities, and initial 
moisture content. These factors control how quickly water can move through a soil. However, 
infiltration rate can also be influenced by mounding of groundwater, and the rate at which water 
dissipates horizontally below a BMP – both of which describe the “capacity” of the “infiltration 
receptor” to accept this water over an extended period. For this reason, an infiltration test should 
ideally be conducted for a relatively long duration resembling a series of storm events so that the 
capacity of the infiltration receptor is evaluated as well as the rate at which water can enter the system. 
Infiltration rates are generally tested with larger diameter holes, pits, or apparatuses intended to 
enforce a primarily vertical direction of flux.  

In contrast, percolation is tested with small diameter holes, and it is mostly a lateral phenomenon. The 
direct measurement yielded by a percolation test tends to overestimate the infiltration rate, except 
perhaps in cases in which a BMP has similar dimensionality to the borehole, such as a dry well. 
Adjustment of percolation rates may be made to an infiltration rate using a technique such as the 
Porchet Method.  

 Cut and Fill Conditions 

Cut Conditions: Where the proposed infiltration BMP is to be located in a cut condition, the 
infiltration surface level at the bottom of the BMP might be far below the existing grade. For example, 
if the infiltration surface of a proposed BMP is to be located at an elevation that is currently beneath 
15 feet of planned cut, how can the proposed infiltration surface be tested to establish a design 
infiltration rate prior to beginning excavation?  The question can be addressed in two ways: First, one 
of the deeper subsurface tests described above can be used to provide a planning level screening of 
potential rates at the elevation of the proposed infiltrating surface. These tests can be conducted at 
depths exceeding 100 feet, therefore are applicable in most cut conditions. Second, the project can 
commit to further testing using more reliable methods following bulk excavation to refine or adjust 
infiltration rates, and/or apply higher factors of safety to borehole methods to account for the inherent 
uncertainty in these measurements and conversions.  
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Fill Conditions:   Materials that are placed to construct grade are referred to as fill. Mechanically 
placed fill soil constructed in accordance with current standards is referred to as engineered compacted 
fill or  structural fill.  Per current standards, the placement and compaction of the fill soil is monitored 
and tested for  quality assurance, and reported in an  “as-graded” geotechnical report.  Mechanically 
placed  fill  constructed prior to  the  current  standards  may   or   may   not  have  been  properly 
documented.  Suitability of these fills for  an  intended use must be investigated by  a  geotechnical 
professional.  Fill materials have also  been placed locally that are not constructed in accordance with 
any standard and without any quality control.  These fills soils are referred to as undocumented fill or 
as an uncontrolled embankment. 

Infiltration rates and subsurface water flow pathways in fill soils can vary based on the soil properties, 
placement, and compaction of the fill. Select grading using soils with uniform properties can result in 
fills  with  predictable  infiltration  characteristics.    More commonly,  however, soils   from different 
sources  are  mixed   and/or  stratified   resulting   in   unpredictable   infiltration   characteristics   and 
subsurface flow pathways. 

If the bottom of a BMP (infiltration surface) is proposed to be located in a planned location, the 
infiltration surface may not exist prior to grading. How then can the infiltration rate be determined? 
For example, if a proposed infiltration BMP is to be located with its bottom elevation in  5 feet of fill, 
how could one reasonably establish an infiltration rate prior to the fill being placed?  

Where possible, infiltration BMPs on planned materials should be designed such that their infiltrating 
surface extends into native soils. Additionally, for shallow fill depths, fill material can be selectively 
graded (i.e., high permeability granular material placed below proposed BMPs) to provide reliable 
infiltration properties until the infiltrating water reaches native soils. In some cases, due to 
considerable fill depth, the extension of the BMP down to natural soil and/or selective grading of fill 
material may prove infeasible. In additional, fill material will placement of fill material with heavy 
equipment may result in some compaction of now buried native soils potentially reducing their ability 
to infiltrate.  In these cases, because of the uncertainty of fill parameters as described above as well as 
potential compaction of the native soils, an infiltration BMP may not be feasible. 

If the fill  is known to be of a granular nature and that the native soils below is permeable and will not 
be highly compacted, infiltration through compacted fill materials may still be feasible. In this case, a 
project phasing approach could be used including the following general steps, (1) collect samples from 
areas expected to be used as borrow sites for fill activities, (2) remold samples to approximately the 
proposed degree of compaction and measure the saturated hydraulic conductivity of remolded 
samples using laboratory methods, (3) if infiltration rates appear adequate for infiltration, then apply 
an appropriate factor of safety and use the initial rates for preliminary design, (4) following placement 
of fill, conduct in-situ testing to refine design infiltration rates and adjust the design as needed; the 
infiltration rate of native soil below the fill should also be tested at this time to determine if compaction 
as a result of fill placement has significantly reduced its infiltration rate.  

The  project  geotechnical  engineer  shall   be involved  in  decision  making whenever  infiltration  is 
proposed in the vicinity of engineered compacted fill supporting structures or improvements so that 
potential impacts of infiltration can  be evaluated. No full infiltration or partial infiltration BMPs shall 
be used in existing fills greater than 5 feet thick unless approved by the project geotechnical engineer. 
In fills 5 feet or less, full infiltration or partial infiltration may  reasonably be achieved beneath fill. Full 
or  partial Infiltration BMPs proposed within fills 5 feet or  less  must be evaluated by a geotechnical 
professional. 
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 Effects of Direct and Incidental Compaction 

It is widely recognized that compaction of soil has a major influence on infiltration rates (Pitt et al. 
2008). However, direct (intentional) compaction is an essential aspect of project construction and 
indirect compaction (such as by movement of machinery, placement of fill, stockpiling of materials, 
and foot traffic) can be difficult to avoid in some parts of the project site. Infiltration testing strategies 
should attempt to measure soils at a degree of compaction that resembles anticipated post-
construction conditions.  

Ideally, infiltration systems should be located outside of areas where direct compaction will be required 
and should be staked off to minimize incidental compaction from vehicles and stockpiling. For these 
conditions, no adjustment of test results is needed.  

However, in some cases, infiltration BMPs will be constructed in areas to be compacted. For these 
areas, it may be appropriate to include field compaction tests or prepare laboratory samples and 
conducting infiltration testing to approximate the degree of compaction that will occur in post-
construction conditions. Alternatively, testing could be conducted on undisturbed soil, and an 
additional factor of safety could be applied to account for anticipated infiltration after compaction. 
To develop a factor of safety associated with incidental compaction, samples could compacted to 
various degrees of compaction, their hydraulic conductivity measured, and a “response curve” 
developed to relate the degree of compaction to the hydraulic conductivity of the material.  

 Temperature Effects on Infiltration Rate 

The rate of infiltration through soil is affected by the viscosity of water, which in turn is affected by 
the temperature of water. As such, infiltration rate is strongly dependent on the temperature of the 
infiltrating water (Cedergren, 1997). For example, Emerson (2008) found that wintertime infiltration 
rates below a BMP in Pennsylvania were approximately half their peak summertime rates. As such, it 
is important to consider the effects of temperature when planning tests and interpreting results.   

If possible, testing should be conducted at a temperature that approximates the typical runoff 
temperatures for the site during the times when rainfall occurs. If this is not possible, then the results 
of infiltration tests should be adjusted to account for the difference between the temperature at the 
time of testing and the typical temperature of runoff when rainfall occurs. The measured infiltration 
can be adjusted by the ratio of the viscosity at the test temperature versus the typical temperature 
when rainfall occurs (Cedergren, 1997), per the following formula:  

Equation D.4-1: Measured Infiltration Adjustment 














=

Typical

Test
TestTypical KK




 

Where: 

KTypical = the typical infiltration rate expected at typical temperatures when rainfall occurs 

KTest = the infiltration rate measured or estimated under the conditions of the test 

Typical = the viscosity of water at the typical temperature expected when rainfall occurs 

Test = the viscosity of water at the temperature at which the test was conducted 
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 Number of Infiltration Tests Needed  

The heterogeneity inherent in soils implies that all but the smallest proposed infiltration facilities 
would benefit from infiltration tests in multiple locations. The following requirements apply for in situ 
infiltration/percolation testing: 

• For design phase, in situ infiltration testing shall be conducted at a minimum of two locations 
within 50-feet of each proposed storm water infiltration BMP.  

• In situ infiltration testing shall be conducted using an approved method listed in Table D.3-1 

• For design phase, esting shall be conducted at approximately the same depth and in the same 
material as the base of the proposed storm water BMP. 

 Selecting a Safety Factor  

Monitoring of actual facility performance has shown that the full-scale 
infiltration rate can be much lower than the rate measured by small-scale 
testing (King County Department of Natural Resources and Parks, 
2009). Factors such as soil variability and groundwater mounding may 
be responsible for much of this difference. Additionally, the infiltration 
rate of BMPs naturally declines between maintenance cycles as the BMP surface becomes occluded 
and particulates accumulate in the infiltrative layer.   

In the past, infiltration structures have been shown to have a relatively short lifespan. Over 50 percent 
of infiltration systems either partially or completely failed within the first 5 years of operation (United 
States EPA. 1999). In a Maryland study on infiltration trenches (Lindsey et al. 1991), 53 percent were 
not operating as designed, 36 percent were clogged, and 22 percent showed reduced filtration. In a 
study of 12 infiltration basins (Galli 1992), none of which had built-in pretreatment systems, all had 
failed within the first two years of operation. 

Given the known potential for infiltration BMPs to degrade or fail over time, an appropriate factor of 
safety applied to infiltration testing results is strongly recommended. This section presents a 
recommended thought process for selecting a safety factor. This method considers factor of safety to 
be a function of: 

• Site suitability considerations, and 

• Design-related considerations. 

These factors and the method for using them to compute a safety factor are discussed below. 
Importantly, this method encourages rigorous site investigation, good pretreatment, and 
commitments to routine maintenance to provide technically-sound justification for using a lower 
factor of safety. 

 Determining Factor of Safety 

Worksheet D.5-1, (Form I-9) at the end of this section can be used in conjunction with Tables D.5-
1 and D.5-2 to determine an appropriate safety factor for  design phase for  full infiltration BMPs.   
and D.5-2 to determine an  appropriate safety factor for  design phase for  full infiltration BMPs.    A 

Should I use a factor 

of safety for design 

infiltration rate? 
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factor of safety of 2 must be used for  partial infiltration BMPs.   Tables D.5-1 and D.5-2 assign point 
values to design considerations; the values are entered into Worksheet D.5-1 (Form I-9), which 
assign a weighting factor for each design consideration.  

The following procedure can be used to estimate an appropriate factor of safety to be applied to the 
infiltration testing results for full infiltration BMPs during the design phase. When assigning a factor 
of safety, care should be taken to understand what other factors of safety are implicit in other aspects 
of the design to avoid incorporating compounding factors of safety that may result in significant over-
design. 

1. For each consideration shown above, determine whether the consideration is a high, medium, 
or low concern. 

2. For all high concerns in Table D.5-1, assign a factor value of 3, for medium concerns, assign 
a factor value of 2, and for low concerns assign a factor value of 1.  

3. Multiply each of the factors in Table D.5-1 by 0.25 and then add them together.  This should 
yield a number between 1 and 3.  

4. For all high concerns in Table D.5-2, assign a factor value of 3, for medium concerns, assign 
a factor value of 2, and for low concerns assign a factor value of 1.  

5. Multiply each of the factors in Table D.5-2 by 0.5 and then add them together.  This should 
yield a number between 1 and 3.  

6. Multiply the two safety factors together to get the final combined safety factor. If the 
combined safety factor is less than 2, then 2 should be used as the safety factor.  

7. Divide the tested infiltration rate by the combined safety factor to obtain the adjusted design 
infiltration rate for use in sizing the infiltration facility. 

Note: The minimum combined adjustment factor should not be less than 2.0 and the maximum 
combined adjustment factor should not exceed 9.0. 

 Site Suitability Considerations for Selection of an Infiltration 

Factor of Safety 

Considerations related to site suitability include: 

• Soil assessment methods – the site assessment extent (e.g., number of borings, test pits, etc.) 
and the measurement method used to estimate the short-term infiltration rate.  

• Predominant soil texture/percent fines – soil texture and the percent of fines can influence 
the potential for clogging. Finer grained soils may be more susceptible to clogging. 

• Site soil variability – site with spatially heterogeneous soils (vertically or horizontally) as 
determined from site investigations are more difficult to estimate average properties for 
resulting in a higher level of uncertainty associated with initial estimates.  

• Depth to seasonal high groundwater/impervious layer – groundwater mounding may become 
an issue during excessively wet conditions where shallow aquifers or shallow clay lenses are 
present.  

These considerations are summarized in Table D.5-1 below, in addition to presenting classification of 
concern. 
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Table D.5-1: Suitability Assessment Related Considerations for Infiltration  
Facility Safety Factors 

Consideration 
High Concern – 

 3 points 
Medium Concern – 

2 points 
Low Concern – 1 

point 

Assessment 
methods 

Refer to Table D.3-2 for guidance related to selecting levels of concern based 
on testing methods, test replicates, and infiltration BMP  size. 

Texture Class 
Silty and clayey soils 
with significant fines 

Loamy soils 
Granular to slightly 
loamy soils 

Site soil 
variability 

Highly variable soils 
indicated from site 
assessment, or 

Unknown variability 

Soil borings/test pits 
indicate moderately 
homogeneous soils 

Soil borings/test pits 
indicate relatively 
homogeneous soils 

Depth to 
groundwater/ 
impervious layer 

<5 ft below facility 
bottom 

5-15 ft below facility 
bottom 

>15 below facility 
bottom 

 Design Related Considerations for Selection of an Infiltration 

Factor of Safety 

Design related considerations include: 

• Level of pretreatment and expected influent sediment loads – credit should be given for good 
pretreatment to account for the reduced probability of clogging from high sediment loading. 
Appendix B.6 describes performance criteria for “flow-thru treatment” based 80 percent 
capture of total suspended solids, which provides excellent levels of pretreatment.  
Additionally, the Washington State Technology Acceptance Protocol-Ecology provides a 
certification for “pre-treatment” based on 50 percent removal of TSS, which provides 
moderate levels of treatment. Current approved technologies are listed at: 
http://www.ecy.wa.gov/programs/wq/stormwater/newtech/technologies.html. Use of 
certified technologies can allow a lower factor of safety.  Also, facilities designed to capture 
runoff from relatively clean surfaces such as rooftops are likely to see low sediment loads and 
therefore may be designed with lower safety factors.  Finally, the amount of landscaped area 
and its vegetation coverage characteristics should be considered.  For example in arid areas 
with more soils exposed, open areas draining to infiltration systems may contribute excessive 
sediments.   

• Compaction during construction – proper construction oversight is needed during 
construction to ensure that the bottoms of infiltration facility are not impacted by significant 
incidental compaction. Facilities that use proper construction practices and oversight need less 
restrictive safety factors.  

http://www.ecy.wa.gov/programs/wq/stormwater/newtech/technologies.html
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Table D.5-2: Design Related Considerations for Infiltration Facility Safety Factors 

Consideration 
High Concern – 3 

points 
Medium Concern – 2 

points 
Low Concern – 1 point 

Level of 
pretreatment/ 
expected 
influent 
sediment loads 

Limited pretreatment 
using gross solids 
removal devices only, 
such as hydrodynamic 
separators, racks and 
screens AND tributary 
area includes 
landscaped areas, steep 
slopes, high traffic 
areas, road sanding, or 
any other areas 
expected to produce 
high sediment, trash, or 
debris loads. 

Good pretreatment with 
BMPs that mitigate coarse 
sediments such as 
vegetated swales AND 
influent sediment loads 
from the tributary area are 
expected to be moderate 
(e.g., low traffic, mild 
slopes, stabilized pervious 
areas, etc.). 

Performance of 
pretreatment consistent 
with “pretreatment BMP 
performance criteria” (50% 
TSS removal) in Appendix 
B.6 

Excellent pretreatment 
with BMPs that mitigate 
fine sediments such as 
bioretention or media 
filtration OR 
sedimentation or facility 
only treats runoff from 
relatively clean surfaces, 
such as rooftops/non-
sanded road surfaces. 

 

Performance of 
pretreatment consistent 
with “flow-thru 
treatment control BMP 
performance criteria” 
(i.e., 80% TSS removal) 
in Appendix B.6 

Redundancy/ 
resiliency 

No “backup” system is 
provided; the system 
design does not allow 
infiltration rates to be 
restored relatively easily 
with maintenance 

The system has a backup 
pathway for treated water 
to discharge if clogging 
occurs or infiltration rates 
can be restored via 
maintenance. 

The system has a backup 
pathway for treated water 
to discharge if clogging 
occurs and infiltration 
rates can be relatively 
easily restored via 
maintenance.  

Compaction 
during 
construction 

Construction of facility 
on a compacted site or 
increased probability of 
unintended/ indirect 
compaction. 

Medium probability of 
unintended/ indirect 
compaction. 

Equipment traffic is 
effectively restricted 
from infiltration areas 
during construction and 
there is low probability 
of unintended/ indirect 
compaction. 

 

 Implications of a Factor of Safety in BMP Feasibility and Design 

The above method will provide safety factors in the range of 2 to 9. From a simplified practical 
perspective, this means that the size of the facility will need to increase in area from 2 to 9 times 
relative to that which might be used without a safety factor.  It is also  possible that some  facilities 
that were deemed feasible during full infiltration screening (Affirmative response to Criteria 1 in 
Worksheet C.4-1) may  be deemed infeasible during design phase investigations.  Clearly, numbers 



AppendixD:  
Approved Infiltration Rate Assessment Methods for Selection and 

Design of Storm Water BMPs 

 

BMP Design Manual -Appendices                                
March 2019 Update                                         D-18 
 

 
 

toward the upper end of this range will make all but the best locations prohibitive in land area, cost 
and feasibility. 

In order to make full infiltration BMPs more feasible and cost effective, steps should be taken to 
plan and execute the implementation of infiltration BMPs in a way that will reduce the safety factors 
needed for those projects.  A commitment to effective site design and source control thorough site 
investigation, use of effective pretreatment controls, good construction practices, and restoration of 
the infiltration rates of soils that are damaged by prior compaction should lower the safety factor that 
should be applied, to help improve the long term reliability of the system and reduce BMP 
construction cost. While these practices decrease the recommended safety factor, they do not totally 
mitigate the need to apply a factor of safety. The minimum recommended safety factor of 2.0 is 
intended to account for the remaining uncertainty and long-term deterioration that cannot be 
technically mitigated. 

Partial infiltration BMPs shall  use a factor of safety of 2 for both the feasibility screening and design 
phase rather than a factor of safety determined using the method below. Partial infiltration BMPs are 
less  sensitive  and more resilient  to uncertainties  in  true infiltration  because water that does not 
infiltrate into underlying soils is discharged after being treated through bioretention soil media. 

Summary of factor of safety selection: 

• During Planning Phase:   A factor of safety of 2.0 must be used to  estimate the infiltration 
rate to categorize the infiltration feasibility condition of the DMA (when completing 
Worksheet C.4-1: Form  I-8) and to estimate the percentage of volume reduction required 
when the DMA is classified as “Partial Infiltration Condition”. 

• During Design Phase: During the design phase, Worksheet D.5-1: Form  I-9 must be used 
to calculate the factor of safety and design infiltration rate to design full infiltration BMPs. If 
the calculated combined factor of safety is less  than 2, then a safety factor of 2 must be used 
to calculate the design infiltration rate. Partial infiltration BMP designs shall use a factor of 
safety of 2 for the design phase. 

Note: If the observed infiltration rate is greater than or equal to 1 inches/hr. and the design infiltration 
rate calculated using Worksheet D.5-1 is less than or equal to 0.5 inches/hr. then the applicant may 
choose to implement partial infiltration BMPs. 
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Worksheet D.5-1: Factor of Safety and Design Infiltration Rate Worksheet 

Factor of Safety and Design Infiltration Rate 
Worksheet  

Worksheet D.5-1: Form I-9 

F 
actor Category 

Factor Description 
Assigned 

Weight (w) 
Factor 

Value (v) 
Product (p) 
p = w x v 

A 
Suitability 

Assessment 

Soil assessment methods 0.25   

Predominant soil texture 0.25   

Site soil variability 0.25   

Depth to groundwater / impervious 
layer 

0.25   

Suitability Assessment Safety Factor, SA = p  

B Design 

Level of pretreatment/ expected 
sediment loads 

0.5   

Redundancy/resiliency 0.25   

Compaction during construction 0.25   

Design Safety Factor, SB = p  

Combined Safety Factor, Stotal= SA x SB  

[Minimum of 2 and Maximum of 9]   
 

Observed Infiltration Rate, inch/hr, Kobserved 

(corrected for test-specific bias) 

Note: This worksheet is only applicable when the observed infiltration rate is 
greater than or equal to 1 inch/hr   

 

Design Infiltration Rate, in/hr, Kdesign = Kobserved / Stotal 

Note: If the estimated design infiltration rate is less than or equal to 0.5 inch/hr. 
then the applicant may choose to implement partial infiltration BMPs.  

 

Supporting Data 

Briefly describe infiltration test and provide reference to test forms: 

 

 

 

Note: Worksheet D.5-1: Form I-9 is only applicable to design BMPs in “full infiltration condition”. 
This form is not applicable for categorization of  infiltration  feasibility (Worksheet C.4-1:  Form I-8)  
and/or  for designing BMPs in “partial infiltration condition” or “no infiltration condition”. 
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Appendix  

E 
Appendix E: BMP Design Fact Sheets 
The following fact sheets were developed to assist the project applicants with designing BMPs to meet 
the storm water obligations 

MS4 Category Manual Category Design Fact Sheet 

Source Control Source Control  

SC: Source Control BMP Requirements 
SC-Q: Large Trash Generating Facilities 
SC-R: Animal Facilities 
SC-S: Plant Nurseries and Garden Centers 
SC-T: Automotive-related Uses 

Site Design Site Design 

SD-A:  Tree  
SD-B: Impervious Area Dispersion 
SD-C: Green Roofs 
SD-D: Permeable Pavement (Site Design BMP) 
SD-E: Rain Barrels 
SD-F: Amended Soils  

Retention 

Harvest and Use HU-1: Cistern 

Infiltration 

INF-1: Infiltration Basins 
INF-2: Bioretention  
INF-3: Permeable Pavement (Pollutant Control) 
INF-4: Dry Wells 

 Partial Retention PR-1: Biofiltration with Partial Retention 

Biofiltration Biofiltration 
BF-1: Biofiltration 
BF-2: Nutrient Sensitive Media Design 
BF-3: Proprietary Biofiltration 

Flow-thru 
Treatment Control 

Flow-thru Treatment 
Control with 
Alternative 
Compliance 

FT-1: Vegetated Swales 
FT-2: Media Filters 
FT-3: Sand Filters 
FT-4: Dry Extended Detention Basin 
FT-5: Proprietary Flow-thru Treatment Control 

N/A N/A PL: Plant List 
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 Source Control BMP Requirements 

How to comply: Projects shall comply with this requirement by implementing all source control BMPs listed in this section that are applicable 
to their project. Applicability shall be determined through consideration of the development project’s features and anticipated pollutant 
sources. Appendix E.1 provides guidance for identifying source control BMPs applicable to a project.   
 
The Standard and PDP SWQMP templates include sections that must be used to document compliance with source control BMP 
requirements.   
 
How to use this worksheet: 

1. Review Column 1 and identify which of these potential sources of storm water pollutants apply to your site. Check each 
box that applies. 

2. Review Column 2 and incorporate all of the corresponding applicable BMPs in your project site plan. 

3. Review Columns 3 and 4 and incorporate all of the corresponding applicable permanent controls and operational BMPs in 
a table in your project-specific storm water management report. Describe your specific BMPs in an accompanying narrative, 
and explain any special conditions or situations that required omitting BMPs or substituting alternatives. 
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If These Sources Will Be on 
the Project Site … 

… Then Your SWQMP Shall Consider These Source Control BMPs 

1 
Potential Sources of 

Runoff Pollutants 

2 
Permanent Controls—Show 

on Drawings 

3 
Permanent Controls—List in 

Table and Narrative 

4 
Operational BMPs—Include in 

Table and Narrative 

 SC-A. Onsite storm drain 
inlets  

 Not Applicable 

 Locations of inlets.  
 
 
 
 
 
 

 Mark all inlets with the words 
“No Dumping! Flows to Bay” or 
similar. 

 
 
 
 
 
 
 

 Maintain and periodically 
repaint or replace inlet 
markings. 

 Provide storm water pollution 

prevention information to new 
site owners, lessees, or 
operators. 

 See applicable operational 
BMPs in Fact Sheet SC-44, 
“Drainage System 
Maintenance,” in the CASQA 
Stormwater Quality 
Handbooks at 
www.cabmphandbooks.com. 

 Include the following in lease 
agreements: “Tenant shall not 
allow anyone to discharge 
anything to storm drains or to 
store or deposit materials so as 
to create a potential discharge 
to storm drains.” 

 SC-B. Interior floor drains 
and elevator shaft sump 
pumps 

 Not Applicable 

 
 

 State that interior floor drains 
and elevator shaft sump pumps 
will be plumbed to sanitary 
sewer. 

 Inspect and maintain drains to 
prevent blockages and 
overflow. 

 SC-C. Interior parking 
garages 

 Not Applicable 

  State that parking garage floor 
drains will be plumbed to the 
sanitary sewer. 

 Inspect and maintain drains 
to prevent blockages and 
overflow. 

 SC-D1. Need for future 
indoor & structural pest 
control 

 Not Applicable 

  Note building design features 
that discourage entry of pests. 

   Provide Integrated Pest 
Management information to 
owners, lessees, and 
operators. 
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If These Sources Will Be on 
the Project Site … 

… Then Your SWQMP Shall Consider These Source Control BMPs 

1 
Potential Sources of 

Runoff Pollutants 

2 
Permanent Controls—Show 

on Drawings 

3 
Permanent Controls—List in 

Table and Narrative 

4 
Operational BMPs—Include in 

Table and Narrative 

 SD-D2. Landscape/ 
Outdoor Pesticide Use 

 Not Applicable 

 

 Show locations of existing trees 
or areas of shrubs and ground 
cover to be undisturbed and 
retained. 

 Show self-retaining landscape 
areas, if any. 

 Show storm water treatment 
facilities. 

 State that final landscape plans 
will accomplish all of the 
following: 

•   Preserve existing drought 
tolerant trees, shrubs, and 
ground cover to the maximum 
extent possible. 

•  Design landscaping to minimize 
irrigation and runoff, to promote 
surface infiltration where 
appropriate, and to minimize the 
use of fertilizers and pesticides 
that can contribute to storm 
water pollution. 

•    Where landscaped areas are 
used to retain or detain storm 
water, specify plants that are 
tolerant of periodic saturated soil 
conditions. 

• Consider using pest-resistant 
plants, especially adjacent to 
hardscape. 

• To ensure successful 
establishment, select plants 
appropriate to site soils, slopes, 
climate, sun, wind, rain, land 
use, air movement, ecological 
consistency & plant interactions. 

   Maintain landscaping using 
minimum or no pesticides. 

 See applicable operational 
BMPs in Fact Sheet SC-41, 

“Building and Grounds 
Maintenance,” in the CASQA 

Stormwater Quality 
Handbooks at 

www.cabmphandbooks.com. 

   Provide IPM information to 
new owners, lessees and 
operators. 
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If These Sources Will Be on 
the Project Site … 

… Then Your SWQMP Shall Consider These Source Control BMPs 

1 
Potential Sources of 

Runoff Pollutants 

2 
Permanent Controls—Show 

on Drawings 

3 
Permanent Controls—List in 

Table and Narrative 

4 
Operational BMPs—Include in 

Table and Narrative 

 SC-E. Pools, spas, ponds, 
decorative fountains and 
other water features. 

 Not Applicable 

 Show location of water feature 
and a sanitary sewer cleanout 
in an accessible area within 10 
feet. 

   If the local municipality requires 
pools to be plumbed to the 
sanitary sewer, place a note on 
the plans and state in the 
narrative that this connection will 
be made according to local 
requirements. 

 

   See applicable operational 
BMPs in Fact Sheet SC-72, 
“Fountain and Pool 
Maintenance,” in the CASQA 
Stormwater Quality 
Handbooks at 
www.cabmphandbooks.com. 

 SD-F. Food service 

 Not Applicable 

 For restaurants, grocery stores, 
and other food service 
operations, show location 
(indoors or in a covered area 
outdoors) of a floor sink or other 
area for cleaning floor mats, 
containers, and equipment. 

 On the drawing, show a note 
that this drain will be connected 
to a grease interceptor before 
discharging to the sanitary 
sewer. 

   Describe the location and 
features of the designated 
cleaning area. 

   Describe the items to be 
cleaned in this facility and how 
it has been sized to ensure that 
the largest items can be 
accommodated. 
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If These Sources Will Be on 
the Project Site … 

… Then Your SWQMP Shall Consider These Source Control BMPs 

1 
Potential Sources of 

Runoff Pollutants 

2 
Permanent Controls—Show 

on Drawings 

3 
Permanent Controls—List in 

Table and Narrative 

4 
Operational BMPs—Include in 

Table and Narrative 

  SC-G. Refuse areas 

 Not Applicable 

 Show where site refuse and 
recycled materials will be 
handled and stored for pickup. 
See local municipal 
requirements for sizes and 
other details of refuse areas. 

 If dumpsters or other 
receptacles are outdoors, show 
how the designated area will be 
covered, graded, and paved to 
prevent run- on and show 
locations of berms to prevent 
runoff from the area.  Also show 
how the designated area will be 
protected from wind dispersal. 

 Any drains from dumpsters, 
compactors, and tallow bin 
areas shall be connected to a 
grease removal device before 
discharge to sanitary sewer. 

   State how site refuse will be 
handled and provide supporting 
detail to what is shown on plans. 

   State that signs will be posted on 
or near dumpsters with the 
words “Do not dump hazardous 
materials here” or similar. 

 State how the following will be 
implemented: 

• Provide adequate number 
of receptacles. Inspect 
receptacles regularly; repair 
or replace leaky 
receptacles. Keep 
receptacles covered. 
Prohibit/prevent dumping of 
liquid or hazardous wastes. 
Post “no hazardous 
materials” signs. Inspect 
and pick up litter daily and 
clean up spills immediately. 
Keep spill control materials 
available on- site. See Fact 
Sheet SC-34, “Waste 
Handling and Disposal” in 
the CASQA Stormwater 
Quality Handbooks at 
www.cabmphandbooks.co
m. 

   SC-H. Industrial 
processes. 

  Not Applicable 

 Show process area.    If industrial processes are to be 
located onsite, state: “All 
process activities to be 
performed indoors. No 
processes to drain to exterior or 
to storm drain system.” 

  See Fact Sheet SC-10, “Non- 
Stormwater Discharges” in the 
CASQA Stormwater Quality 
Handbooks at 
www.cabmphandbooks.com. 
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If These Sources Will Be on 
the Project Site … 

… Then Your SWQMP Shall Consider These Source Control BMPs 

1 
Potential Sources of 

Runoff Pollutants 

2 
Permanent Controls—Show 

on Drawings 

3 
Permanent Controls—List in 

Table and Narrative 

4 
Operational BMPs—Include in 

Table and Narrative 

   SC-I. Outdoor storage of 
equipment or materials.  

(See rows J and K for source 
control measures for vehicle 
cleaning, repair, and 
maintenance.) 

 Not Applicable 

 Show any outdoor storage 
areas, including how materials 
will be covered. Show how 
areas will be graded and 
bermed to prevent run-on or 
runoff from area and protected 
from wind dispersal. 

  Storage of non-hazardous 
liquids shall be covered by a 
roof and/or drain to the sanitary 
sewer system, and be 
contained by berms, dikes, 
liners, or vaults. 

 Storage of hazardous materials 
and wastes must be in 
compliance with the local 
hazardous materials ordinance 
and a Hazardous Materials 
Management Plan for the site. 

   Include a detailed description of 
materials to be stored, storage 
areas, and structural features to 
prevent pollutants from entering 
storm drains. 

Where appropriate, reference 
documentation of compliance 
with the requirements of local 
Hazardous Materials Programs 
for: 

• Hazardous Waste 
Generation 

•  Hazardous Materials 
Release Response and 
Inventory 

•  California Accidental 
Release Prevention 
Program 

•  Aboveground Storage 
Tank 

•  Uniform Fire Code Article 
80 Section 103(b) & (c) 
1991 

•  Underground Storage Tank 

   See the Fact Sheets SC-31, 
“Outdoor Liquid Container 
Storage” and SC-33, 
“Outdoor Storage of Raw 
Materials” in the CASQA 
Stormwater Quality 
Handbooks  at 
www.cabmphandbooks.com 
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If These Sources Will Be on 
the Project Site … 

… Then Your SWQMP Shall Consider These Source Control BMPs 

1 
Potential Sources of 

Runoff Pollutants 

2 
Permanent Controls—Show 

on Drawings 

3 
Permanent Controls—List in 

Table and Narrative 

4 
Operational BMPs—Include in 

Table and Narrative 

  SC-J. Vehicle and 
Equipment Cleaning 

  Not Applicable 

  Show on drawings as 
appropriate: 

(1) Commercial/industrial facilities 
having vehicle /equipment 
cleaning needs shall either provide 
a covered, bermed area for 
washing activities or discourage 
vehicle/equipment washing by 
removing hose bibs and installing 
signs prohibiting such uses. 

(2) Multi-dwelling complexes shall 
have a paved, bermed, and 
covered car wash area (unless car 
washing is prohibited onsite and 
hoses are provided with an 
automatic shut- off to discourage 
such use). 

(3) Washing areas for cars, 
vehicles, and equipment shall be 
paved, designed to prevent run-on 
to or runoff from the area, and 
plumbed to drain to the sanitary 
sewer. 

(4) Commercial car wash facilities 
shall be designed such that no 
runoff from the facility is 
discharged to the storm drain 
system. Wastewater from the 
facility shall discharge to the 
sanitary sewer, or a wastewater 
reclamation system shall be 
installed. 

   If a car wash area is not 
provided, describe measures 
taken to discourage onsite car 
washing and explain how these 
will be enforced. 

Describe operational measures 
to implement the following (if 
applicable): 

   Washwater from vehicle and 
equipment washing 
operations shall not be 
discharged to the storm drain 
system. 

   Car dealerships and similar 
may rinse cars with water 
only. 

   See Fact Sheet SC-21, 
“Vehicle and Equipment 
Cleaning,” in the CASQA 
Stormwater Quality 
Handbooks at 
www.cabmphandbooks.com 
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If These Sources Will Be on 
the Project Site … 

… Then Your SWQMP Shall Consider These Source Control BMPs 

1 
Potential Sources of 

Runoff Pollutants 

2 
Permanent Controls—Show 

on Drawings 

3 
Permanent Controls—List in 

Table and Narrative 

4 
Operational BMPs—Include in 

Table and Narrative 

  SC-K. Vehicle/ 
Equipment Repair and 
Maintenance 

  Not Applicable 

 Accommodate all vehicle 
equipment repair and 
maintenance indoors. Or 
designate an outdoor work area 
and design the area to protect 
from rainfall, run-on runoff, and 
wind dispersal. 

 Show secondary containment 
for exterior work areas where 
motor oil, brake fluid, gasoline, 
diesel fuel, radiator fluid, acid-
containing batteries or other 
hazardous materials or 
hazardous wastes are used or 
stored. Drains shall not be 
installed within the secondary 
containment areas. 

 Add a note on the plans that 
states either (1) there are no 
floor drains, or (2) floor drains 
are connected to wastewater 
pretreatment systems prior to 
discharge to the sanitary 
sewer and an industrial waste 
discharge permit will be 
obtained. 

   State that no vehicle repair or 
maintenance will be done 
outdoors, or else describe the 
required features of the outdoor 
work area. 

   State that there are no floor 
drains or if there are floor drains, 
note the agency from which an 
industrial waste discharge 
permit will be obtained and that 
the design meets that agency’s 
requirements. 

  State that there are no tanks, 
containers or sinks to be used 
for parts cleaning or rinsing or, 
if there are, note the agency 
from which an industrial waste 
discharge permit will be 
obtained and that the design 
meets that agency’s 
requirements. 

In the report, note that all of the 
following restrictions apply to use 
the site: 

  No person shall dispose of, nor 
permit the disposal, directly or 
indirectly of vehicle fluids, 
hazardous materials, or 
rinsewater from parts cleaning 
into storm drains. 

  No vehicle fluid removal shall 
be performed outside a 
building, nor on asphalt or 
ground surfaces, whether 
inside or outside a building, 
except in such a manner as to 
ensure that any spilled fluid will 
be in an area of secondary 
containment. Leaking vehicle 
fluids shall be contained or 
drained from the vehicle 
immediately. 

  No person shall leave 
unattended drip parts or other 
open containers containing 
vehicle fluid, unless such 
containers are in use or in an 
area of secondary 
containment. 
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If These Sources Will Be on 
the Project Site … 

… Then Your SWQMP Shall Consider These Source Control BMPs 

1 
Potential Sources of 

Runoff Pollutants 

2 
Permanent Controls—Show 

on Drawings 

3 
Permanent Controls—List in 

Table and Narrative 

4 
Operational BMPs—Include in 

Table and Narrative 

   SC-L. Fuel Dispensing 
Areas 

  Not Applicable 

 Fueling areas1 shall have 
impermeable floors (i.e., 
portland cement concrete or 
equivalent smooth impervious 
surface) that are (1) graded at 
the minimum slope necessary 
to prevent ponding; and (2) 
separated from the rest of the 
site by a grade break that 
prevents run-on of storm water 
to the MEP. 

 Fueling areas shall be covered 
by a canopy that extends a 
minimum of ten feet in each 
direction from each pump. 
[Alternative: The fueling area 
must be covered and the 
cover’s minimum dimensions 
must be equal to or greater 
than the area within the grade 
break or fuel dispensing 
area1.] The canopy [or cover] 
shall not drain onto the fueling 
area. 

    The property owner shall dry 
sweep the fueling area 
routinely. 

   See the Business Guide 
Sheet, “Automotive 
Service—Service Stations” in 
the CASQA Stormwater 
Quality Handbooks at 
www.cabmphandbooks.com. 

                                                 

1 The fueling area shall be defined as the area extending a minimum of 6.5 feet from the corner of each fuel dispenser or the length at which the hose and 
nozzle assembly may be operated plus a minimum of one foot, whichever is greater.   
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If These Sources Will Be on 
the Project Site … 

… Then Your SWQMP Shall Consider These Source Control BMPs 

1 
Potential Sources of 

Runoff Pollutants 

2 
Permanent Controls—Show 

on Drawings 

3 
Permanent Controls—List in 

Table and Narrative 

4 
Operational BMPs—Include in 

Table and Narrative 

   SC-M. Loading Docks 

 Not Applicable 

 Show a preliminary design for 
the loading dock area, 
including roofing and drainage. 
Loading docks shall be 
covered and/or graded to 
minimize run-on to and runoff 
from the loading area. Roof 
downspouts shall be 
positioned to direct storm water 
away from the loading area. 
Water from loading dock areas 
should be drained to the 
sanitary sewer where feasible. 
Direct connections to storm 
drains from depressed loading 
docks are prohibited. 

 Loading dock areas draining 
directly to the sanitary sewer 
shall be equipped with a spill 
control valve or equivalent 
device, which shall be kept 
closed during periods of 
operation. 

 Provide a roof overhang over 
the loading area or install door 
skirts (cowling) at each bay 
that enclose the end of the 
trailer. 

   Move loaded and unloaded 
items indoors as soon as 
possible. 

  See Fact Sheet SC-30, 
“Outdoor Loading and 
Unloading,” in the CASQA 
Stormwater Quality 
Handbooks at 
www.cabmphandbooks.co
m. 
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If These Sources Will Be on 
the Project Site … 

… Then Your SWQMP Shall Consider These Source Control BMPs 

1 
Potential Sources of 

Runoff Pollutants 

2 
Permanent Controls—Show 

on Drawings 

3 
Permanent Controls—List in 

Table and Narrative 

4 
Operational BMPs—Include in 

Table and Narrative 

   SC-N. Fire Sprinkler Test 
Water 

  Not Applicable 

    Provide a means to drain fire 
sprinkler test water to the 
sanitary sewer. 

 See the note in Fact Sheet 
SC-41, “Building and Grounds 
Maintenance,” in the CASQA 
Stormwater Quality 
Handbooks at 
www.cabmphandbooks.com. 

   SC-O. Miscellaneous Drain 
or Wash Water 

 Boiler drain lines 

 Condensate drain lines 

 Rooftop equipment 

 Drainage sumps 

 Roofing, gutters, and 
trim 

 

 Not Applicable 

    Boiler drain lines shall be directly 
or indirectly connected to the 
sanitary sewer system and may 
not discharge to the storm drain 
system. 

   Condensate drain lines may 
discharge to landscaped areas if 
the flow is small enough that 
runoff will not occur. Condensate 
drain lines may not discharge to 
the storm drain system. 

   Rooftop mounted equipment with 
potential to produce pollutants 
shall be roofed and/or have 
secondary containment. 

   Any drainage sumps onsite shall 
feature a sediment sump to 
reduce the quantity of sediment 
in pumped water. 

   Avoid roofing, gutters, and trim 
made of copper or other 
unprotected metals that may 
leach into runoff. 
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If These Sources Will Be on 
the Project Site … 

… Then Your SWQMP Shall Consider These Source Control BMPs 

1 
Potential Sources of 

Runoff Pollutants 

2 
Permanent Controls—Show 

on Drawings 

3 
Permanent Controls—List in 

Table and Narrative 

4 
Operational BMPs—Include in 

Table and Narrative 

 SC-P. Plazas, sidewalks, 
and parking lots. 

 Not Applicable 

 

  
 • Plazas, sidewalks, and 

parking lots shall be swept 
regularly to prevent the 
accumulation of litter and 
debris. Debris from 
pressure washing shall be 
collected to prevent entry 
into the storm drain system.  
Washwater containing any 
cleaning agent or degreaser 
shall be collected and 
discharged to the sanitary 
sewer and not discharged to 
a storm drain. 
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 SC-Q: Large Trash Generating Facilities 

 

 

MS4 Permit Category 

Source Control 

BMP Manual Category 

Source Control 

 

Applicable Performance 

Standard 

Source Control 

 

 

Primary Benefits 

Source Control 

Description 

Storm water runoff from areas where trash is stored or disposed of can be polluted. In addition, loose 
trash and debris can be easily transported by water or wind to nearby storm drain inlets, channels, 
and/or creeks.  Trash generating facilities that generate large amounts of trash require special attention 
to protect trash storage areas from rainfall, run-on, runoff, and wind dispersal.  Large trash generating, 
or trash build-up areas, include but are not limited to restaurants, supermarkets, “big box” retail stores 
serving food, and pet stores. The City Engineer may designate additional facilities if they are likely to 
generate or accumulate large quantities of trash. 

Design Adaptations for Project Goals 

Source control BMPs reduce the amount of pollutants that are generated. This fact sheet 
contains details on the additional measures required to prevent or reduce pollutants in storm water 
runoff associated with trash storage and handling for large trash generating facilities. The requirements 
presented here are in addition to the requirements of SC-5 which requires all development projects to 
protect trash storage areas from rainfall, run-on, runoff, and wind dispersal: 

•  Areas where trash containers are stored must be enclosed on four sides to prevent off-
site transport of trash.  Four-sided trash enclosures typically consist of three walled sides and 
one gated side. Trash enclosures limit the potential for trash to pollute storm water runoff by 
limiting mobilization mechanisms (runoff, run-on, and wind dispersal). 

•  Trash enclosures must be covered to minimize direct precipitation and prevent rainfall 
from entering enclosures. Structural overhead covers are required as container lids are often 
left open. 

•  Enclosures must be hydraulically isolated from surrounding areas. Slabs shall be sloped 
such that any leaked materials will be contained within the enclosure. Drains must be provided 
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that capture and direct potential leaks to the sanitary sewer or appropriate BMPs. Divert runoff 
from surrounding areas away from the enclosure to prevent contamination and dispersion of 
collected materials.  

•  Owner must provide BMP storm water training to employees. Employee participation is 
required to ensure that enclosures are properly maintained and kept clean. 

Design Guidelines 

All trash shall be stored in weather-protected receptacles/bins and recyclable materials shall be 
protected against adverse weather conditions, which might render the collected materials 
unmarketable. Trash enclosure dimensions will vary based on projected usage and the following 
information is offered as an aid in planning new projects. Businesses that use dumpsters must design 
the enclosure to accommodate three-yard containers at a minimum. The tenants may use any dumpster 
size that is appropriate for their needs, but the enclosure must be able to accommodate different 
tenants with varying waste production, including any recycling requirements. The design of the 
enclosure must be signed and sealed by a California licensed engineer. Substantiating structural 
calculations may be required. The location and design of the enclosure will require review and approval 
by the City Engineer. Building permits may be required. 

The following recommendations for typical bin sizes are adopted from the City of Escondido trash 
enclosure guidelines. The following bin/container measurements are approximate (add 8” to width 
for side pockets): 

Typical Trash Bin Sizes 

Size Width Depth Height(front) Height (back) 

3 cubic yard 72” bin, 81” plus lid 43” 42” 70” 

4 cubic yard 72” bin, 81” plus lid 56” 72” 72” 

Filled weight should not exceed 1,000 pounds.  
 

Design Criteria 

1. Enclosures shall be structurally strong and constructed of reinforced masonry block or wood 
panels/boards. Structural requirements for enclosures are detailed in the City of San Diego 
specification for Woods and masonary Fences. 

http://www.sandiego.gov/development-services/pdf/industry/infobulletin/ib223.pdf 

2. The enclosure should be constructed to the following minimum inside dimensions to 
accommodate three cubic-yard dumpsters (larger enclosures may be necessary to 
accommodate additional trash bins, recycling bins, and accessibility): 

No. of Bins Loading Width Depth Height 

One Front 8’ 6’ 6’ 

One Side 7.5’ 8’ 6’ 

Two Front 16’ 6’ 6’ 

Two Side 8’ 16’ 6’ 
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3. The enclosure slab should be designed to keep storm water drainage out of the enclosure area, 
typically sloped at 0.5%. Slab construction specifications will vary according to methods of 
construction, but should be at least 4 inches of reinforced concrete. 

4. Sturdy gates/doors shall be installed on all enclosures. Gates should not be mounted directly 
onto the block wall or inside of enclosure. The enclosure should include hardware to secure 
the gate’s doors both open and closed (i.e., cane bolt w/sleeve and latch between doors and 
sleeve in pavement). 

5. To prevent trash enclosures from contributing to storm water runoff pollution, all enclosures 
must be fitted with a roof deigned to drain into on-site landscape areas (where necessary) 
and/or to appropriate BMPs. The roof must provide sufficient clearance to allow the 
dumpster lid to open to the 90 degree position. 

6. Enclosure roofs not conforming to City specifications for Patio Covers may require a building 
permit. Generally roofs not more than 12 feet in height above grade and constructed with 
conventional light-frame wood construction are considered acceptable. The use of metal roofs 
is not recommended as they can act as a source of pollutants. 

http://www.sandiego.gov/development-services/pdf/industry/infobulletin/ib206.pdf 

7. Dumpsters associated with food establishments shall be sized per County Health Department 
requirements for wash down. Drains shall be connected to the business grease interceptor. 
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Example isometric view and plan view of an allowable trash enclosure facility is presented below. The 
project applicant may be allowed to use an alternative trash enclosure design that might be more 
appropriate for a project site if the alternative design is approved by the City Engineer. 

 

Typical Isometric and Plan View of a Trash Enclosure BMP 
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 SC-R: Animal Facilities 

 

 

 

MS4 Permit Category 

Source Control 

BMP Manual Category 

Source Control 

 

Applicable Performance 

Standard 

Source Control 

 

 

Primary Benefits 

Source Control 

Description 

Animal facilities have an elevated potential for bacterial loading. If animal fecal material comes into 
contact with storm water, the storm water can become polluted. Animal facilities include but are not 
limited to animal shelters, dog daycare centers, veterinary clinics, groomers, pet care stores, and 
breeding, boarding, and training facilities. The City Engineer may designate additional facilities 
where animal fecal material is likely to be found. 

 
Design Adaptations for Project Goals 

Source control BMPs reduce the amount of pollutants that are generated. This fact sheet 
contains details on the additional measures required to prevent or reduce pollutants in storm water 
runoff associated with animal facilities. The requirements presented here are in addition to the source 
control requirements for all projects: 

•  Dry weather runoff must be controlled. Dry weather runoff from hosed off areas as part 
of animal facility operations must not drain to the MS4. Dry weather flows should be retained 
on-site through implementation of BMPs or collected and discharged to the sanitary sewer. 

•  Outdoor activity areas must be identified on site plans. Plan reviewers must be able to 
ensure that runoff from these areas is either diverted to the sanitary sewer or directed to 
appropriate treatment BMPs. On-site inspection of facilities, grading, and drainage may be 
required. 

•  Trash enclosures within animal facilities must be covered to minimize direct 
precipitation and prevent rainfall from entering enclosures. Structural overhead covers 
are required as container lids are often left open. 
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 SC-S: Plant Nurseries and Garden Center 

 

 

MS4 Permit Category 

Source Control 

BMP Manual Category 

Source Control 

Applicable Performance 

Standard 

Source Control 

Primary Benefits 

Source Control 

Description 

Storm water runoff from plant nurseries and garden centers has an elevated risk of being polluted by 
organics, nutrients, and/or pesticides. Nurseries and garden centers require special attention to protect 
against these elevated risks. Plant nurseries and garden centers include but are not limited to 
commercial facilities that grow, distribute, sell, or store plants and plant material. The City Engineer 
may designate additional facilities if they are likely to be a source of organics, nutrients or pesticides. 

Design Adaptations for Project Goals  

Source control BMPs reduce the amount of pollutants that are generated. This fact sheet 
contains details on the additional measures required to prevent or reduce pollutants in storm water 
runoff associated with plant nurseries or garden center facilities. The requirements presented here 
are in addition to the requirements of SC-1 through SC-5 which require all development projects to 
avoid and reduce pollutants in storm water runoff: 

•  Owner must provide BMP stormwater training to appropriate employees. Employee 
participation is required to ensure that source controls are properly maintained and behavioral 
BMPs are followed. 

•  Eliminate overwatering and overspraying of plants. Overwatering and overspraying of 
plants increases dry weather flows and pollutant loading, and wastes water. Delivery systems 
and schedules should account for different plant types and containers.  

•  Discharges from outdoor watering areas must be controlled. Regular runoff from 
outdoor watering can contribute un-authorized dry weather flows to the MS4 (e.g., runoff 
from watering the plants at garden centers). Runoff water is also likely to be polluted by potting 
soil mixes and plants that contain fertilizers and/or pesticides. So, regular runoff should be 
treated and/or retained on-site through BMPs or discharged to the sanitary sewer. 
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